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MECHANCIAL NOTES:
1. SEE HEAT PUMP SCHEDULE FOR INDIVIDUAL HP PIPE SIZES.
2. UNLESS NOTED OTHERWISE, LWS/R RISERS SERVING 2 HEAT PUMPS PER FLOOR SHALL BE 2".
3. UNLESS NOTED OTHERWISE, LWS/R RISERS SERVING 1 HEAT PUMP PER FLOOR SHALL BE 1-1/4".

ADDITIONAL INFORMATION SHALL BE PROVIDED IN ADDENDUM


