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PLUMBING NOTES:
1. SEE PLUMBING FIXTURE CONNECTION SCHEDULE FOR INDIVIDUAL FIXTURE PIPE SIZES.
2. UNLESS NOTED OTHERWISE, RISERS SERVING 2 BATHROOMS PER FLOOR SHALL BE

1-1/4" CW, 1-1/4" HW, 4" SAN, 3" VENT.
3. UNLESS NOTED OTHERWISE, RISERS SERVING 1 BATHROOM PER FLOOR SHALL BE

1" CW, 1" HW, 4" SAN, 3" VENT.
4. UNLESS NOTED OTHERWISE, PROVIDE 3/4" CW & 3/4" HW TO HOTEL ROOMS FROM RISERS.
5. UNLESS NOTED OTHERWISE, CONDENSATE RISERS SHALL BE 2".

ADDITIONAL INFORMATION SHALL BE PROVIDED IN ADDENDUM


