
REF

1'�4"

1'�7" HSS

CFMF (B.O.)

CURTAIN WALL
(SEE ARCH)

REMOVE BOT
FLANGE BACKING
BAR, BACKGOUGE

ROOT PASS,
REWELD ROOT &

REINF W/5/16 FILLET
WELD

W16x26

1/2" WEB STIFFENERS

T/PLANK EL

REF

6" E.O. PLANK

WALL SYSTEM
(SEE ARCH)

(F.O. COL)
9"±

L4x4x5/16x0'�6"
(SHIP LOOSE)

1/4

HSS (SEE PLAN)

1/2" WEB STIFFENER E.S.

AT WEAK AXIS COL PROVIDE
3/8" CONN ANGLES @ COL
FLANGE

W16 W/ 3/8"
STIFF PL

WALL SYSTEM
(SEE ARCH)

T/STL EL

(SEE PLAN)

9

4 1/2" E.O. PLANK

HSS

7"

1 1/2"

W BM

3/8" WEB
STIFFENER/FULL
DEPTH CONN E.S.

HSS16x8

C
L

R

3
/4

"

PL 1/4x6x0'�11 1/2" E.S.
W/(2)13/16"x3" SLOTS +
(2)�3/4"Ø A325 THRU
BOLTS

SECTION
3/4"=1'�0"

2

S1.2

SECTION
3/4"=1'�0"

3

S1.2

SECTION
3/4"=1'�0"

4

S1.2

T/PLANK EL

(SEE PLAN)

REF

GYPCRETE FLOOR LEVELER AS REQD�
1" MAX THICKNESS�SEE ARCH

TYP 8" HC PLANK

CUSTOM 8"x2'�0" (MIN) SOLID
PRECAST/PRESTRESSED PLANK, W/SQUARE
OUTSIDE EDGE & KEYED INSIDE EDGE.  TYP
WHEN PARALLEL TO PLANK SPAN.

CHORD REINFORCEMENT BY PLANK DESIGNER
(SEE PLAN FOR DESIGN FORCES)

E.O. PLANK (SEE PLAN)

CFMF/DEFLECTION
CLIPS B.O.

2 2.1

W COL
(SEE PLAN)

MODIFIED W24
( SEE PLAN)

AT BM GAGE (TYP)
4�3/4"Ø H.S. BOLTS

1/2" STIFF/SHEAR
CONN  PL E.S. (TYP)

1/4

1/4
TYP

3/4" BASE PL

2'�8 7/8"

1'�0"

W BEAM
( SEE PLAN)

W COL
( SEE PLAN)

PL 11/16"x9" W/SLOT +1/8" AT
MODIFIED W24 WEB
[PL 3/4"x12 3/4" @ W24x104]

6"

3/8
TYP

T/PLANK EL

(SEE PLAN)

T/PLANK EL

(SEE PLAN)

SECTION
3/4"=1'�0"

5

S1.7

T/PLANK EL

(SEE PLAN)

T/PLANK EL

(SEE PLAN)

REF

SECTION
3/4"=1'�0"

6

S1.7

SEE TYPICAL PLANK/
SPANDREL BEAM CONNECTION

2'�6"

EMBED PL (BY PRECAST
DESIGNER) CAPABLE OF
RESISTING V=5K & T=3K IN
COMBINATION
(UNFACTORED)

PL 5/16x6x4�SHIP LOOSE
W/ERECTION BOLT

6"

3/16

3/16

L3x3x5/16 (SEE PLAN FOR
LOCATIONS) SHIP LOOSE

3/16 2

PLANK SUPPORT ANGLE
(SEE TYP DETAIL)

W COL BEYOND

REF

SKYLIGHT
(B.O.�SEE ARCH)

EPOXY ANCHORS INTO
PLANK EDGE BY
SKYLIGHT DESIGNER
(PLANK DESIGNER
COORDINATE)

CFMF (B.O.)

SEE PLAN FOR PLANK
DESIGN LOADS

SECTION
3/4"=1'�0"

7

S1.2

3/8" CONN PL
@ F.O. COL

AT COL GAGE

(4)3/4"Ø NELSON THRD
STUDS PER HSS

HSS 16x8 W/ 1/4" END PLS

1/4

5/16" TOP PL (SHIP LOOSE)

FULLY WELD 3/8" END PLATE

(4)�3/4"Ø NELSON THRD
STUDS PER HSS

SOLAR SHADE CONN PLS
(H.D. GALV + COATED).
WELDED TO HSS PL
THICKNESS, SPACING, +
PROFILE ON HOLD PENDING
SOLAR SHADE REQMNTS.

SEE PLAN

5/16

BONDOUT PLANK FOR WEB
WHERE PLANK CONTINUOUS

L4x4x3/8
@ B LINE

3/8

A

TYP 8" HC PLANK

CUSTOM 8"x3'�0" (MIN) SOLID
PRECAST/PRESTRESSED
PLANK AT A�LINE

WT7x19 PLANK
SUPPORT , FULLY
WELDED, AT A�LINE
ONLY

1'�2"

1'�4"

EMBED PL BY PRECAST
DESIGNER. SEE PLAN FOR
CHORD CONNECTION FORCES.

BY PRECAST
DESIGNER

SECTION
3/4"=1'�0"

1

S1.2

SECTION
3/4"=1'�0"

1A

S1.2

NOTE: FOR ADDL INFO,
SEE SECT 1/S5.3

CHORD REINFORCEMENT BY PLANK DESIGNER
(SEE PLAN FOR DESIGN FORCES)

REF

CURTAINWALL
(SEE ARCH)

CURTAIN WALL CONN (B.O.)

5/16
TYP

BENT 3/8 PL CONN ANGLES E.S.

1" MAX GYPCRETE LEVELER

W10

NELSON D2L 1/2x18 MS DBA @ 18" O.C. (TYP @ C10)

CONT SHOP MITERED C10

SEE ARCH FOR CEILING

SHOP WELDED FB
CONT PLANK SHIM

8" HC PLANK

GROUT CORES SOLID

W10

3C20 GALV FORM DECK BETWEEN
W10S WELDED TO BOT FLANGES

10" (TOTAL) CONC SLAB
W/ 6x6 W2.9xW2.9 WWF

REMOVE BOT
FLANGE BACKING
BAR, BACKGOUGE
ROOT PASS,
REWELD ROOT &
REINF W/5/16
FILLET WELD

SECTION
3/4"=1'�0"

8

S1.7

5/16

L4x4x5/16x0'�6"
(SHIP LOOSE)

1/4

2

2

2

[1'�6" @ W24x104]

MODIFICATION TO BEAM END,
INCLUDING ADDITION OF WEB
DOUBLER PLS, FOR (3)BOLT CONN
MAY BE REQD FOR CONNECTION�TO
BE DETERMINED BY CONNECTION
DESIGNER.

3

3

T/PLANK EL

(SEE PLAN)

3

T/PLANK EL

(SEE PLAN)

3
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