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PARTITIONS/WALLS KEY

EXISTING TO REMAIN

NEW PARTITION

Se
ve

nt
h 

an
d 

Ei
gh

th
 F

lo
or

O
ne

 M
on

um
en

t S
qu

ar
e

Po
rt

la
nd

, M
ai

ne

B
lu

eT
ar

p 
Fi

na
nc

ia
l

DN UP

UP DN

UP

DW

LOBBY
701

OPEN OFFICE
705

KITCHEN
721

CONFERENCE
718

BREAK ROOM
709

OFFICE
725

OFFICE
711

OFFICE
710

OFFICE
706

ALCOVE
713

ALCOVE
714

ALCOVE
715

ALCOVE
716

STORAGE
722

STORAGE
720

STAIR
S1

OPEN OFFICE
724

PASSAGE
712

OFFICE
702

OFFICE
703

OFFICE
704

OFFICE
707

OFFICE
708

SERVER
717

STORAGE
719

ELECT.
ROOM

HALL
723

AREA N.I.C.

N01

N01

N01 N01

N01 N01

N01 N01

N01 N01

N01 N01

N01 N01

N01 N01

N01 N01

N01 N01

N01 N01

N01 N01

N01

N01

N01

N01

N01

N01

N01

N01

N01

N01

N01

N01

N01

N01

N01

N01

N01

N01

N01

N01

N01

N02

NEW WORK KEYNOTES -- SHEET A1 & A2

CLEAN AND REINSTALL WINDOW BLINDS.

FURR OUT AND FINISH EXISTING PARTITION ENCLOSING EXISTING STAIR 
WITH STEEL STUDS AND GYPSUM BOARD AS SHOWN. STAIR 
ENCLOSURE TO BE ONE HOUR FIRE RATED.

PARTITION TYPES - SEE DETAIL SECTIONS ON SHEET A1 AND A2

3 5/8" STEEL STUD FRAMING 16" O.C.
5/8" GYPSUM BOARD BOTH SIDES
ACOUSTIC INSULATION FULL HEIGHT
PARTITION HEAD AT 9'-0" A.F.F. - BRACE TO STRUCTURE 

ABOVE
ACOUSTICAL SEALANT AT FLOOR TRACK

3 5/8" STEEL STUD FRAMING 16" O.C.
5/8" GYPSUM BOARD BOTH SIDES
ACOUSTIC INSULATION FULL HEIGHT
PARTITION HEAD UP TO UNDERSIDE OF SLAB ABOVE.
ACOUSTICAL SEALANT AT FLOOR TRACK

6" STEEL STUD FRAMING 16" O.C.
5/8" GYPSUM BOARD BOTH SIDES
ACOUSTIC INSULATION FULL HEIGHT
PARTITION HEAD AT 9'-0" A.F.F. - BRACE TO STRUCTURE 

ABOVE
ACOUSTICAL SEALANT AT FLOOR TRACK

NOTE: PARTITIONS AND WALLS NOT OTHERWISE NOTED BY 
PARTITION TYPE OR BY NEW WORK KEYNOTE ARE EXISTING TO 
REMAIN. PATCH AS NECESSARY AND PAINT.
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