LEGEND

* NEW SPRINKLERS

EXISTING SPRINKLERS
TOREMAIN EXCEPT
WHERE NOTED.

EXISTING SMOKE
DETECTORS TO REMAIN
IN EXISTING LOCATICN S

EXISTINGEMERGENCY
LIGHTS AND EXIT SIGNS
TO REMAIN IN EXISTING
LOCATIONS

RBALLEN WILL VERIFY
LOCATIONS OF ALL
SMOKE DETECTORS AND
MAKE ADJUSTMENTS TO
MEET NFPA CODE 981F
NEEDED

EASTERN SPRINKLER WILL
INSTALL NEW SPRINKLER
HEADS AND VERIFY
LOCATIONS OF

ALL NEW AND EXISTING
SPRINKLERS AND MAKE
ANY NECESSARY
ADJUSTMENTS TOMEET
NFPA CODE 96 IF NEEDED
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