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NOTES:

1.  Data cabling to be Category-6 Plenum rated, terminated at the
  workstation end to Category-6 jacks wired EIA 568B. Voice cabling 
  to be Category-6 Plenum rated (white) terminated to voice grade jacks. 
  All data and voice combination locations and data only locations will be 
  placed in 45-degree, modular RJ45, quad faced plates. All wiring, 
  connectors, patch panels, etc must comply with Category 6 UTP 
  specification for computers using 100MB Ethernet service (100BaseT). 
  Data and voice cable is to be bundled into separate bundles. Each cable 
  run shall include a minimum of a 6-ft service loop neatly l ooped and
  tied at each conduit entrance.
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E4.1

1/4"=1’-0"

ELECTRICAL 
DETAILS, LEGEND
AND SCHEDULES

ELECTRIC MOTOR DRIVEN EQUIPMENT,HP SHOWN

MANUAL MOTOR STARTER SWITCH WITH THERMAL OVERLOAD

DEVICE, MOUNTED AT UNIT

1/4

SM

J

SYMBOL LEGEND

POWER PANEL 120/208V, 3 PHS, 4 WIRE

LIGHTING FIXTURES- CAPITAL LETTERS DENOTE TYPE AS

PER LIGHTING FIXTURE SCHEDULE. LOWER CASE LETTERSab

A

B

INDICATE SWITCH CONTROL- "ab" INDICATES INBOARD LAMPSG

13

RACEWAY & WIRING OR MC CABLE

RACEWAY & WIRING RUN EXPOSED

HOME RUN TO PANEL- ARROWS INDICATE

QUANTITY OF CIRCUITS- NUMERALS

DENOTE CIRCUIT NUMBERS

RUN CONCEALED IN WALLS/CEILINGS.

*

SINGLE POLE SWITCH,120 VOLT,15 AMP,SPEC GRADE, GROUNDING TYPE ,MOUNT 48"

PILOT LIGHT SWITCHES SHALL BE PROVIDED W/ ENGRAVED

S

LOWER CASE LETTER INDICATES FIXTURE OR CONTROLLED LOAD. COLOR BY ARCHITECT

AFF, 3=3-WAY,4=4-WAY,K=WHITE LIGHT KEY SLOT, P=PILOT,WP=WEATHERPROOF,

NAMEPLATE IDENTIFYING USE.

GF

DUPLEX RECEPTACLE- 15A, 125V SPEC. GRADE GROUNDING TYPE AND

DUPLEX - GROUND FAULT RECEPTACLE 15A, 125V- TERMINAL TYPE -

WITH MATCHING PLATE FURNISHED W/ RECEPTACLE. FLUSH MOUNTED 48" AFF

EXCEPT AS NOTED. COLOR BY ARCHITECT

MP

ASTERISK INDICATES #10 AWG FOR ALL

CIRCUITS CONTAINED IN HOMERUN.

BRANCH CIRCUIT WIRING SHALL CONSIST OF
2#12, 1#12G, 1/2 "C UNLESS OTHERWISE NOTED.

RACEWAY & WIRING RUN CONCEALED

UNDER GROUND/FLOOR

DISCONNECT SWITCH - 250 VOLT SIZE & NO. POLES AS NOTED.

COMBINATION CIRCUIT BREAKER & MAGNETIC MOTOR STARTER - NEMA SIZE 1 

HAND-OFF-AUTO SWITCH W/RED POWER ON PILOT LIGHT.

CONTROLLED BY SWITCH "b"-OUTBOARD LAMPS CONTROLLED 

BY SWITCH "a". DIAGONAL LINE INDICATES NIGHT LIGHT (UNSWITCHED)

JUNCTION BOX 

EXIT LIGHT FIXTURE-UNSWITCHED

FIRE ALARM PULL STATION MOUNT 48"AFF

FIRE ALARM VISUAL STROBE ONLY

SMOKE DETECTOR, PHOTOELECTRIC TYPE- SYSTEM CONNECTED

NUMERALS DENOTE CANDELA RATING

NUMERALS DENOTE CANDELA RATING

15

15

SD

F

F

S

SURE-LITES #CC3-WH. 6V D.C., 10.8 WATTS FOR 90 MINUTES

EMERGENCY BATTERY UNIT - WITH TWO HEADS - MOUNT 6’-8" AFF

TYPE DESCRIPTION REMARKS 

LIGHTING FIXTURE SCHEDULE
LAMPS

QUANTITY & TYPE

METALUX# 2P2GX-332-S-36-I-277-TEB81

METALUX# 2RDI-324T5-RP-277-TEB53

SURE-LITES #LPX 7 0 R WH LED’S W/ FIXTURE LED EXIT LIGHT - END/CEILING/WALL MOUNT - SINGLE OR DOUBLE FACE

(2) 26W CF RECESSED DOWNLIGHT

2’X4’ PARABOLIC - 18 CELL - RECESSED IN GRID CEILING - (1) 3 LAMP ELECTRONIC BALLAST

2’X2’ RECESSED DIRECT/INDIRECT - RECESSED IN GRID CEILING - (1) 3 LAMP ELECTRONIC BALLASTA

B

C

D

E

F

2’ LONG - MOUNT ABOVE MIRROR IN BATHROOM(2) F17T8 3500 DEG METALUX #BC-217-277-EB81

(3) F32T8/SPX35

A1 METALUX# 2RDI-332-RP-277-TEB81 (3) F32T8/SPX35 2’X4’ RECESSED DIRECT/INDIRECT - RECESSED IN GRID CEILING - (1) 3 LAMP ELECTRONIC BALLAST

PENDANT MOUNTED

LITHONIA #AF 2/26TRT 8AR 277

B1 LITHONIA #AF 2/26TRT 8AR 277 DMHL (2) 26W CF RECESSED DOWNLIGHT W/ DIMMING BALLAST

(6) FT55W/2G11 - 40W CIRC. T5SPI #RIP1420 6F55/1F40 227 FINISH?, HEIGHT?

MOUNT 6’-8" AFF

FIRE ALARM AUDIO/VISUAL, MOUNT 6’-8" AFF

MATCHING PLATE - FLUSH MOUNT 18" AFF.

SAME AS ABOVE EXCEPT DOUBLE DUPLEX.

(3) 24WT5HO- 3500 DEG 

C

D

*

DR

CARD READER PROXIMITY

INTERCOM

INTERCOM WITH DOOR RELEASE

HAND ACTIVATED DURESS ALARM

ELECTRIC DOOR STRIKE

DOOR CONTACT SWITCH

CCTV CAMERA

CCTV MONITOR W/ DUPLEX ELECTRIC OUTLET

PROJECT: THREE PHASE

PANELBOARD SCHEDULE

PANEL DESIGNATION:

MAIN LUGS: VOLTS: PHASE: WIRE:

KVA

LOAD

KVA

LOAD

A B

1

3

5

7

9

11

13

15

17

19

25

2

4

6

8

10

12

14

16

18

24

26

C

TOTAL CONN. LOAD TOTAL DEM. LOAD

GSA ONE CITY CENTER
PORTLAND, ME

150A 277/480 3 4

LP2
(EXISTING TO REMAIN)

SURFACE MOUNED

LTG - RM 200

LTG - RM 201-205

LTG - RM 200

SPARE

30KVA TRANSFORMER
FEEDS PANEL PP2C

LTG - RM 200

SPARE

SPARE

HVAC UNIT

45 KVA TRANSFORMER
FEEDS PP2A & PP2B

SPARE

HVAC UNIT

1P 1P

2020

20 20

1P1P

20 20

1P1P

20 20

1P1P

20 20

1P1P

20 20

1P1P

20 20

1P1P

20 20

1P1P

20

1P

1P

20

60

3P

3P

30

70

3P

30

3P

EXISTING BREAKER TO BE REUSED. NEW LOAD AS INDICATED.

*

LTG - RMS 104-107, 112, 112, 117

*

LTG - RMS 100, 123, 101, 125-128

LTG - RM 102, 103, 118-120

*
*

TELEPHONE/DATA OUTLET - MOUNT 18"AFF - (2) CAT 6 BACK TO TBB

DENOTES EXISTING ELECTRICAL EQUIPMENT TO REMAIN

DENOTES EXISTING ELECTRICAL EQUIPMENT TO BE REMOVED

RM

RV

2

TELEPHONE/DATA OUTLET - MOUNT 18"AFF - (4) CAT 6 BACK TO TBB

4

TELEPHONE/DATA OUTLET - MOUNT 18"AFF - (1) CAT 6 BACK TO TBB

POWER PANEL 277/480V, 3 PHS, 4 WIRE

PENDANT MOUNTED FIXTURE TO BE SELECTED BY OWNER

G

METALUX #W-232A-277-TEB81G1

METALUX #W-217A-277-TEB81

(2) F32T8/SPX35

(2) F17T8/SPX35 2’ SURFACE MOUNTED WRAPAROUND

4’ SURFACE MOUNTED WRAPAROUND

H

J (2) 13W QUAD TUBE CF WALL SCONCE

K METALUX #SN-125-LTS-277-TEB81 (1) F25T8 3500 DEG 

JUSTICE DESIGN #4200 (277)

K1 METALUX #SN-132-LTS-277-TEB81 (1) F32T8 3500 DEG 

3’ LONG STRIPLIGHT - MOUNT IN LIGHT COVE

4’ LONG STRIPLIGHT - MOUNT IN LIGHT COVE

PROJECT: THREE PHASE

PANELBOARD SCHEDULE

PANEL DESIGNATION:

MAIN BR’KR: VOLTS: PHASE: WIRE:

KVA

LOAD

KVA

LOAD

A B

1

3

5

7

9

11

13

15

17

19

21

23

25

27

29

35

37

41

39

2

4

6

8

10

12

14

16

18

20

22

24

26

28

32

36

38

40

42

C

TOTAL CONN. LOAD TOTAL DEM. LOAD

PROJECT: THREE PHASE

PANELBOARD SCHEDULE

PANEL DESIGNATION:

MAIN LUGS:

MAIN BR’KR: VOLTS: PHASE: WIRE:

KVA

LOAD

KVA

LOAD

A B

1

3

5

7

9

11

13

15

17

19

21

23

25

27

29

2

4

6

8

10

14

16

18

20

22

24

26

28

30

C

TOTAL CONN. LOAD TOTAL DEM. LOAD

PP2A
(EXISTING TO REMAIN)

GSA ONE CITY CENTER
PORTLAND, ME

120/208 3 4

SURFACE MOUNTED

100A, 3P

GSA ONE CITY CENTER
PORTLAND, ME

150A, 3P 120/208

SURFACE MOUNTED

3 4

PP2B
(EXISTING TO REMAIN)

SPARE

RECEPTS - RM 200

RECEPTS - RM 208

RECEPTS - RM 208

RECEPTS - RM 208

HVAC UNIT

RECEPTS - RM 208

HVAC

RECEPTS - RM 205

RECEPTS - RM 200

WALL RECEPT - RM 200

FA BOOST

DOOR OPENERS

RECEPTS - RM 201

SPARE

SPARE

NEWS STORAGE

REFRIG. - RM 201

SPARE

1P

20 20

1P

1P

20 20

1P

1P

20 20

1P

1P

20 20

1P

1P

20 20

1P

1P

20 20

1P

1P

20 20

1P

1P

20 20

1P

1P

20 20

1P

1P

20 20

1P

1P

20 20

1P

1P

20 20

1P

1P

20 20

1P

1P

20

1P

20

1P

20

1P

20

1P

20

20

1P

20

1P

20

1P

20

1P

3P

30

2P

2P

15

15

MODULAR FURNITURE - RM 200

MODULAR FURNITURE - RM 200

MICROWAVE - RM 201

COFFEE MAKER - RM 201

1P

1P

1P

1P

1P

1P

1P

1P

1P

1P

20

20

20

20

20

20

20

20

20

20 20

1P

20

1P

20

1P

20

1P

40

20

1P

20

1P

20

1P

20

1P

20

20

20

20

20

1P

1P

1P

1P

1P

20

1P

1P

20

20

1P

20

1P

20

1P

EXISTING BREAKER TO BE LABELED AS SPARE.

EXISTING BREAKER TO BE REUSED. NEW LOAD AS INDICATED.

*
**

EXISTING BREAKER TO BE LABELED AS SPARE.

EXISTING BREAKER TO BE REUSED. NEW LOAD AS INDICATED.

*
**

SPARE

SPARE

**

**

REMOVE EXISTING 1P, 20A BREAKER AND INSTALL NEW BREAKER AS INDICATED.

***

***
***

AC-1
2P

OUTLETS - RM 105

2.8

2.8

.80

OUTLETS - RM 106

OUTLETS - RM 107

.80

.80

.80OUTLETS - RM 112

OUTLETS - RM 113 .80

OUTLETS - RM 117 .80

OUTLET - RM 117.50

OUTLET - RM 1181.0

SPARE

*
*

*

*
*

*
*

*
*

OUTLETS - RM 104
*

OUTLET - RM 104

.50

.50

*

REFRIG. - RM 120

OUTLET - RM 12O

OUTLET - RM 120

1.0

1.0

1.0

OUTLETS - RMS 100, 123, 101, 
125-128,

1.6

*
*

*
*

**
**
**
**

COPIER - RM 103

OUTLETS - RM 103

OUTLETS - RM 103

1.5

1.0

1.0

1.5 OUTLETS - RM 103

1.0 OUTLETS - RM 102

1.0 OUTLETS - RM 102

1.2 OUTLETS - RM 100

*
*

*
*

*
*

*

SPARE

**
**

*

PLUGMOLD - RM 1041.2

**

EXISTING CIRCUIT TO BE RELOCATED FROM PANEL PP2B AND REWORKED INTO PANEL PP2A AS INDICATED.

*

***
***
***
***
***
***
***
***

***
***
***
***

***
***

OUTLETS - RM 119 & 120.60

A r c h i t e c t u r e

S p a c e   P l a n n i n g

V a l u e   D e s i g n

4 3 4   C u m b e r l a n d   A v e n u e

P o r t l a n d ,   M E   0 4 1 0 1

P h o n e :   ( 2 0 7 ) 7 7 4 - 4 4 4 1

F a x :   ( 2 0 7 ) 7 7 4 - 4 0 1 6
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