
Gamewell Fire Alarm System Addition
One City Center Floors 9 & 13 Renovations
Portland, Maine

SEQUENCE OF OPERATION MATRIX
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System Inputs A B C D E F G H System Inputs

System Waterflow x x x x x System Waterflow

System Tamper 
Switch

x x
System Tamper 
Switch

Water Level/ 
Pressure Switch

x x
Water Level/ 
Pressure Switch

Manual Pull Stations x x x x Manual Pull Stations 

Area Smoke Detector x x x x x x Area Smoke Detector

Area Heat Detectors x x x x x x Area Heat Detectors

Duct Smoke Detector x x Duct Smoke Detector

Fire Alarm - AC 
Failure

x x
Fire Alarm - AC 
Failure

Fire Alarm - Low 
Battery

x x
Fire Alarm - Low 
Battery

Signal Line Open 
Circuit

x x
Signal Line Open 
Circuit

Signal Line Ground 
Fault

x x
Signal Line Ground 
Fault

Strobe Circuit Open x x Strobe Circuit Open

Strobe Circuit Ground x x Strobe Circuit Ground

Audio Circuit Open x x Audio Circuit Open

Audio Circuit Ground x x Audio Circuit Ground

System Ground Fault x x System Ground Fault

A B C D E F G H


