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GROUND FLOOR PLAN
SCALE: 1/4" = 1'-0"
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FIRST FLOOR PLAN
SCALE: 1/4" = 1'-0"
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SECTION
SCALE: 1/4" = 1'-0"
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SECTION
SCALE: 1/4" = 1'-0"
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FRAME IN AND FINISH
OPENING IN FLOOR

SEE SHEET A3 FOR THIS W
ORK

TREADS & RISERS
3/4" PLYWOOD WITH
RUBBER TREAD &
RISER

STRINGERS 2 X 12
12" O.C. WITH POINTS

CEILING OVER STAIR
20 GA. 3 5/8" STEEL STUD
JOISTS 16" O.C., 5/8"
GYPSUM BOARD BELOW

CEILING OVER STAIR
20 GA. 3 5/8" STEEL STUD
JOISTS 16" O.C., 5/8"
GYPSUM BOARD BELOW

CEILING OVER STAIR
20 GA. 3 5/8" STEEL STUD
JOISTS 16" O.C., 5/8"
GYPSUM BOARD BELOW

5
A2

5
A2

PARTITION:
20 GA. STEEL STUDS
16" O.C., 5/8" TYPE X
GYPSUM BOARD
BOTH SIDES

PARTITION:
20 GA. STEEL STUDS
16" O.C., 5/8" TYPE X
GYPSUM BOARD
BOTH SIDES

PARTITION:
20 GA. STEEL STUDS
16" O.C., 5/8" TYPE X
GYPSUM BOARD
BOTH SIDES

FURRING OVER PIER:
20 GA. STEEL STUDS
16" O.C., 5/8" TYPE X
GYPSUM BOARD ON
STAIR SIDE

SOFFIT:
20 GA. STEEL STUDS 16" O.C.
5/8" TYPE X GYPSUM
BOARD BOTH SIDES

CONTINUOUS STEEL
PIPE HANDRAIL

STUD WALL:
2 X 6 WOOD STUDS 16"
O.C., 3 LAYERS 5/8"
TYPE X GYPSUM BOARD
ON RETAIL STORE SIDE

STUD WALL:
2 X 6 WOOD STUDS 16"
O.C., 1 LAYER 5/8"
TYPE X GYPSUM BOARD
ON STAIR SIDE. ACOUSTIC
INSULATION FULL HEIGHT

STUD WALL:
2 X 6 WOOD STUDS 16"
O.C., 1 LAYER 5/8"
TYPE X GYPSUM BOARD
ON RETAIL SIDE

STUD WALL:
2 X 6 WOOD STUDS 16"
O.C., 1 LAYER 5/8"
TYPE X GYPSUM BOARD
EACH SIDE. ACOUSTIC
INSULATION FULL HEIGHT

STUD WALL:
2 X 6 WOOD STUDS
16" O.C., DOUBLE 
TOP PLATE

2 X 6 STUD WALL
SUPPORT FOR
PLATFORM

PLATFORM:
2 X 8 WOOD JOISTS
16" O.C., 2 LAYERS
3/4" PLYWOOD,
CERAMIC TILE

EXISTING FLOOR
FRAMING

GIRDER:
(3) 1 3/4" X
11 1/4" LVL

16 EQUAL RISERS
11" TREADS

16 EQUAL RISERS
11" TREADS
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EXISTING
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EXISTING HEADER -
PROVIDE 1 LAYER 5/8"
TYPE X GYPSUM BOARD
ON RETAIL SIDE

FRAME AND FINISH
FLOOR BETWEEN
EXISTING AND NEW
HEADERS

FRAME AND FINISH
FLOOR BETWEEN
EXISTING AND NEW
HEADERS

CONTINUOUS
STEEL PIPE
HANDRAIL BOTH
SIDES, TYP.

CONTINUOUS
STEEL PIPE

HANDRAIL BOTH
SIDES, TYP.


