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FIRST FLOOR FRAMING PLAN
SCALE: 1/4" = 1'-0"
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KEY PLAN
SCALE: 1/4" = 1'-0"
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SECTION
SCALE: 3/4" = 1'-0"
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ELEVATIONS
SCALE: 1/4" = 1'-0"
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SECTION
SCALE: 1/4" = 1'-0"
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SOLID WOOD
BLOCKING

  

5/8" TYPE X GYPSUM
BOARD EXTERIOR

RATED

5/8" TYPE X GYPSUM
BOARD EXTERIOR RATED

  

  

FILL VOID WITH
SAFING INSULATION

2 X 6 CEILING JOISTS 16" O.C.
RUNNING PERPENDICULAR
TO EXTERIOR WALL

SOFFIT OVER STOREFRONT:
2 X 4 WOOD STUD FRAMING
WITH 5/8" TYPE X GYPSUM
BOARD BOTH SIDES. EXTERIOR
RATED FOR OUTSIDE FACE.
EXTEND FROM BOTTOM OF FLOOR
DECK TO TOP OF STOREFRONT.
INSULATE WITH BATT INSULATION

SOLID WOOD
BLOCKING, TYP.

GROUND FLOOR

FIRST FLOOR

7'
-6

" ±

7'
-0

"

1'
-9

"≠
VE

R
IF

Y
VE

R
IF

Y 
- F

IT
 B

EL
O

W
 T

IE
BA

C
K 

ST
EE

L 
AN

G
LE

SLAB

1ST FLOOR

BOTTOM OF JOIST
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STAIR HEADER:
(3) 2 X 12

2 X 4 STUDS 16" O.C.
WALL FROM SLAB UP
TO UNDERSIDE OF
STAIR HEADER AND
NEW FLOOR JOISTS

FLOOR SUPPORT:
(2) 2 X 10

G
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FACE BRICK JAMB

ALUMINUM SILL

RETURN GYPSUM
BOARD TO WINDOW

P.T. WOOD BLOCKING

5/8" GYPSUM BOARD EXISTING MASONRY

EXISTING FOUNDATION

HIGH DENSITY CLOSED
CELL SPRAY FOAM
INSULATION ON WALL -
MINIMUM R-14

FIBERGLASS BATT
INSULATION

4" CMU

CRUSHED STONE
FILL OVER EXISTING
FLOOR SLAB

3
A3

ALUMINUM
STOREFRONT
ENTRANCE

SIDEWALK

MIN.  4" CONCRETE SLAB
3000 PSI, AIR ENTRAINED
BROOM FINISH
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P.T. WOOD
BLOCKING

GYPSUM BOARD

GYPSUM BOARD

  

FACE BRICK  

STOREFRONT
GLASS & FRAME

TRIM EDGES OF 
WINDOW OPENING
WITH MDO, PAINTED

    

STEEL ANGLES

3 LAYERS 5/8" TYPE X
GYPSUM BOARD

8" CMU WITH
4" FACE BRICK

EXISTING JOISTS EXISTING JOISTS
EXISTING
JOISTS

EXISTING
JOISTS

EXISTING 
6 X 12 BEAM

EXISTING 
6 X 12 BEAM

EXISTING 
4 X 12 BEAM

EXISTING 4 X 12
HEADERS TO REMAIN
  

1 3/4" X 11 1/2" LVLS
EXISTING JOIST
TO REMAIN

2 X 12 
16" O.C.

2 
X 

12
 1

2"
 O

.C
.

STAIR
STRINGERS

BELOW

SUPPORT BEAM
ON TOP OF WALL

TOILET ROOMS
BY TENANT CONTINUOUS STEEL

PIPE HANDRAIL

EXISTING FLOOR
FRAMING

EXISTING SECOND
FLOOR AND FRAMING

FURRED AREA
GYPSUM WALLBOARD

PARTITION:  3 5/8" 20 GA
STEEL STUDS 16" O.C.
5/8" TYPE X GYPSUM
BOARD BOTH SIDES

HEADER: (2) 2 X 12
SUPPORT ON FLOOR
AND ON FURRING ON
MASONRY WALL

(2) 3 5/8" 20 GA STEEL
STUDS SET INSIDE TOP
TRACK, SECOND TRACK
BELOW STUDS

BOTTOM TRACK
SET ON HEADER

TENANT CASEWORK

HEADER: (2) 2 X 10
SUPPORT ON NEW WALL
AND ON FURRING  ON
MASONRY WALL

DOUBLE JOISTS
UNDER STRINGERS

2 X 4 @ 16" O.C. STUD
WALL SUPPORT FOR
PLATFORM AT EACH
END OF JOISTS

PLATFORM:
2 X 8 WOOD JOISTS
16" O.C., 2 LAYERS
3/4" PLYWOOD


