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NEW SPRINKLER SYSTEM NOTES:

NEW MAIN PIPING TO BE BLACK SCHEDULE 10 STEEL WITH GROOVED END CONNECTED WITH
GROOVED FITTINGS AND GROOVED COUPLINGS.

NEW LINE PIPING TO BE BLACK SCHEDULE 40 STEEL WITH THREADED ENDS CONNECTED WITH
DUCTILE-IRON FITTINGS.

NEW RESIDENTIAL SYSTEM DESIGNED AND INSTALLED PER THE REQUIREMENTS OF NFPA 13
2016 EDITION, STATE AND LOCAL CODES.

EXTEND THE EXISTING WET SYSTEM TO THE SECOND AND THIRD FLOOR APARTMENTS. THE
GROUND FLOOR AND FIRST FLOOR HAVE EXISTING SPRINKLER PROTECTION THAT IS TO REMAIN
AS IS (N.I.C.). THE NEW PIPING FOR THE UPPER LEVELS TO CONNECT TO AN EXISTING 4"
GROOVED TEE IN THE BACK STORAGE ROOM OF "GELATOE'S" ON THE FIRST FLOOR. ALL NEW
PIPE TO BE EXPOSED TO VIEW WITH EITHER A RESIDENTIAL PENDENT, UPRIGHT OR SIDEWALL
SPRINKLER ON LINE.
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