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CODE REVIEW
Code Review - IEBC 2009 Code Review - NFPA 101 (Life Safety) 2009

Chapter 43 - Building Rehabilitation
Section 43.1.2.2 - This project shall comply with Section 43.7 due to
the Change of Use (Business to Restaurant).
Section 43.7.1.1 - The Change of Use does not involve a change of
occupancy classification per Table 43.7.3 and shall comply with
Chapter 13 (Existing Mercantile Occupancies).
Section 43.7.2.1 - The Change of Use does not involve a change of
occupancy classification per Table 43.7.3 and shall comply with
Chapter 36 (Existing Mercantile Occupancies) and Chapter 37 (New
Mercantile Occupancies) for the sprinkler and fire alarm systems.
Table 43.7.3 - The Change of Use does involve a change of occupancy
classification as the previous use (Retail) is business and the new
restaurant use is Mercantile (per A.3.3.187.2).

Chapter 36- New Mercantile Occupancies
Note - Per Chapter 43, only the sprinkler and fire
alarm/communications requirements of this chapter shall apply.
Section 36.3.4.1. - A fire alarm is not required.
Section 36.3.5.1. - A sprinkler system is not required as the use is not
any of the uses listed.

Chapter 4 - Classification of Work
Section 406.2 - The building shall comply with Chapter 9.

Chapter 9 - Change of Occupancy
Section 912.1.1.1 - The building shall also comply with Chapter 8 of
this code (Alterations - Level 3).
Section 912.2.1- A sprinkler system is not required as the assembly fire
area is under 5,000 sf and under 100 occupants and is not above or
below the Level of Exit Discharge (see IBC Table 903.2).
Table 912.4 - There is no change to the Means of Egress Classification
Section 912.4.2- Existing egress elements shall comply with IEBC
Section 805.  New egress elements shall comply with IBC Chapter 10.

Section 805.1 - Means of egress shall comply with IEBC Section
705 (existing egress elements).

Section 705.3.1.1(1) - Two means of egress from the 
main level are not required as the occupant load does not
exceed 50.
Section 705.6 - Dead-end corridors shall not exceed 35'.
Section 705.9.1 - The stair off the existing exterior deck is
required to have a handrail on (at least) one side.

Section 805.2 - Means of egress lighting is required on the work
floor (this will be included in the electrical portion of the work
and under a separate permit).
Section 805.3 - Exit signage is required (see Floor Plan for 
locations).

Table 912.5 - The building is not increasing the Height/Area Hazard
Category (A-3 to A-2 is a Relative Hazard 2).
Section 912.5.2 - The height and area of the existing building is
acceptable.
Table 912.6- There is no change to the Exposure of Exterior Walls
Hazard Category (all Assembly is a Relative Hazard 3).
Section 912.6.2 - The existing exterior walls (including openings) shall
be accepted.
Section 912.7.2- Due to the unchanged Means of Egress Hazard
Category (Table 912.4), the existing interior stair is not required to be
enclosed.  Note:  A door at the top of the stair will be installed to
prevent the passage of smoke from the lower level to the upper level.
Section 912.8.2- See notes under Section 310.4.2.

Chapter 37- Existing Mercantile Occupancies (Class - C)
Section 37.2.4.1 - Not less than 2 exits shall be provided from every
story.
Section 37.2.5.2 - Dead end corridors shall not exceed 50 feet.
Section 37.2.5.3.2 - Common Path of travel shall not exceed 75 feet.
Section 37.2.6.2 - Travel distance to an exit shall not exceed 150 feet.
Section 37.3.4 - A fire alarm system is not required.
Section 37.3.5- A sprinkler system is not required.
Section 37.3.5.3- Portable fire extinguishers shall be provided in all
mercantile occupancies in accordance with 9.7.4.1.

Chapter 6 - Classification of Occupancy
Section 6.1.14.2.3 - A multiple occupancy where the occupancies are
separated by fire resistance-rated assemblies.
Table 6.1.14.4.1 - A 2-hr rated ceiling is required to separate the
apartment occupancy from the restaurant below.
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