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Existing First Floor Plan - Proposed Alterations

SCALE: 1/16" = 1'-0"


1

Existing First Floor Plan - Existing Condition


SCALE: 1/16" = 1'-0"
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GRAPHIC KEY


Renovated Areas
 Existing Walls


New Walls


Existing Walls To

Be Removed


Existing Doors To Be

Removed/Relocated
Egress Path


EXIT SIGNS FOR
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New Metal Stud Partition

2


New Metal Stud Partition

1


MFA !

DIRECTOR!


MFA !

FACULTY!

OFFICE


MFA!

COORD.!


ADMISSIONS!

COUNSELORS!


GALLERY


GALLERY!

+!


ADMISSIONS !

RECEPTION


INTERVIEW

RM


WORK ROOM!

CONF. ROOM


GALLERY PREP


ICA GALLERY


!

GALLERY!


MAIN LOBBY


EXISTING!

GALLERY


PRINTING


EXISTING!

WOMEN


EXISTING!

MEN


EXISTING!

LOADING DOCK!


STOR. !

FILE!


ROOM


ADMISSIONS!

DIRECTOR


ADMISSIONS!

ASSIST.!


DIR.


MFA ARCHIVE!

MEETING +

GALLERY!


INTERVIEW

RM


HALLWAY/GALLERY


OFFICE
 DIR. of

CONT.


STUDIES


ASST. DIR.!

of CONT.

STUDIES


ASST.

REGISTRAR!

for CONT.

STUDIES


CS LOBBY


HALLWAY


SECONDARY!

EGRESS STAIR


STAIR


SECONDARY!

EGRESS STAIR


ABANDONED!

FREIGHT!

ELEVATOR


FREIGHT!

ELEVATOR


UP
 DN


UP


UP


ELEVATOR


UP


DN


UP


MECH.

CHASE


ENTRY

VESTIBULE


C
O

N
G

R
E
S
S
 S

T
R

E
E
T



S
ID

E
W

A
L
K




RAMP UP
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ARTISTS AT WORK


1 ,667 SF
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45 LF


Line of Existing structure/deck

Field Verify


3 5/8" runner anchored to structure

with fasteners at 24 in. max.


5/8" gypsum board, Each Side of

3 5/8" galv. steel studs at 16" o.c.


3 1/2" Acoustical batt insulation


Acoustical Sealant, Typical


4" Rubber Base

Or Match Existing


Existing ceiling. Verify!

locations in the field. Provide!

new ceilng where req'd


Exist. Floor framing -  V.I.F.


Extend to Exist. or New Ceiling above.


3 5/8" runner anchored to structure

with fasteners at 24 in. max.


Line of Existing structure/deck

Field Verify


3 5/8" runner anchored to structure

with fasteners at 24 in. max.


5/8" gypsum board


3 5/8" galv. steel studs at 16" o.c.


3 1/2" Acoustical batt insulation


Acoustical Sealant, Typical


Acoustical Sealant, Typical each side

of wall, floor and ceiling


4" Rubber Base

Or Match Existing


Existing ceiling. Verify!

locations in the field. Provide!

new ceilng where req'd


Exist. Floor framing -  V.I.F.


Extend to Deck above for Sound Isoloation


3 5/8" runner anchored !

with fasteners at 24 in. max.!

Anchor location & height vary. V.I.F.


TYPICAL DOOR AND HARDWARE NOTES:!

!

1 . All Doors To Be 3'-0" Wide, Unless Otherwise Noted.!

!

2. All Door Glazing and Sidelight Glazing to be 1 /4" Tempered !


Safety Glass.!

!

3. All Door Locksets And Passages Sets To Be Lever Handle Type.


Existing Building Information


The building is currently fully sprinklered per NFPA 13
Automatic Sprinkler System


First Floor  Total Floor Area = Approx 25,000 sq ft


Means of Egress Components


Exit access travel distance w/ automatic sprinkler system
 300 ft (IBC Table 1016.1 )


Minumum number of exits required per floor
 (2) (IBC Table 1021.1 )


Min. number of exits required for New Printing & Darkroom Areas


300 ft (NFPA 101, 39.2.6.1 )


(2) (NFPA 101 , 7.4.1 .1 )


(1) (IBC Table 1015.1 ) (1 ) (NFPA 101 , 7.4.1 .1 )


Minumum width = 3'-0"!

( 3 exits provided total width = 12'-0")


Maximum Common Path of Travel 100 ft (IBC Table 1014.3) 100 ft (NFPA 101 , 39.2.5.3.1  & 7.5.1 .1 .4)


Exits Provided (3)


BUILDING CODE ANALYSIS (IBC 2009, & 2009 NFPA 101)


Use and Occupancy

Classification
 Business Group B


Occupant Load (NFPA 101 Table 7.3.1 .2, and!

IBC 1004.1 .1 )


PROPOSED FIRST FLOOR ALTERATIONS


Not Exceeded


Artists at Work 1 ,120 sq ft


Occupant Load calculated using Business Occupant Load!

Factor of 100 gross sq ft per person


Occupancy  Load = 12 persons


Printing and Dark Room:

Occupant Load calculated as Vocational Educaltional Use!

using Occupant Load Factor of 50 net sq ft per person


1,880 sq ft

Occupancy  Load = 38 persons


Not Exceeded


Total Renovated Area = 3,056 SF


Min. number of exits required for New Artists at Work Area (1 ) (IBC Table 1015.1 ) (1 ) (NFPA 101 , 7.4.1 .1 )


WALL TYPES!

See Sheet A1 .1 for Plan Locations
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