
NEnlarged Plan at Woodworking Machine Room
SCALE: 1/4" = 1'-0"
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Woodworking Machine Room Interior Elevation Looking  North
SCALE: 1/4" = 1'-0"
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Line of structure/deck

Base layer: 5/8" Type X gypsum board attached  
to steel studs with 1" Type S drywall screws 24" o.c.  
Face layer: 5/8" Type X gypsum board attached  
to steel studs with 1 5/8" Type S drywall screws 12" o.c.  
Joints staggered 24" each layer ans side. 
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