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NThird Floor Plan
SCALE: 1/8" = 1'-0"

1

Pe
rm

it 
Se

t 
R

ev
is

ed
Da

te
:  

04
.1

5.
11

  
THIRD FLOOR
RENOVATIONS

M
AI

NE
 C

O
LL

EG
E 

O
F 

AR
T

Th
ird

 F
lo

or
 P

ha
se

 I 
& 

II

54321

C

B

A

D

E

F

1 2 3 4

5 6

7 8 9 10 11

A

B

C

D

E

F

1110987

6

DN

UP

UP

DN

DN

UP

UP

DN

Existing ERV to be
suspended from
structure above

Up

Drywall opening  
from 309a to 309b.  
See elevation 3/A4.1 
for additional information

Drywall opening  
from 309a to 309b.  
See elevation 3/A4.1 
for additional information

Drywall opening 3'-6" aff 
between 309a & 309b.  
See elevation 3/A4.1 
for additional information

New VCT FLooring.
Colors and Pattern to
Be Determined

NEW Wood Panel infill 
for ERV ductwork 

Exsiting wall and doors 
to remain

SEE SHEET A1.3 FOR
NEW WORK THESE AREAS
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New Wall

Existing Wall

1 Partition Type 
See Sheet A3.2

New Door

Existing Door

GRAPHIC KEY:CONSTRUCTION NOTES:

1.    Provide power and VGA/RCA cables at ceiling location for projector.   
       Provide mounting device to attach projector.  Run wiring back to teaching  
       station at NE location.  Refer to electrical drawings for more information. 
 
2.    All walls are to underside of decking, U.N.O. 
 
3.    Locate speaker mounts and wiring on east wall with architect & IT director. 
 
4.    Provide speaker wires and blocking for future speaker installation. 
 
5.    Provide fire-rated partitions as noted.  Maintain fire-rating at all built-in  
       items and around columns. 
 
6.    Provide non combustible firestopping at the ceiling, in all partitions where  
       GWB on both sides of the partition does not extend to the roof deck. 
 
7.    Provide 3 1/2" sound attenuation in all new full hgt. walls, uno. 
 
8.    Provide 1/2" fire retardant plywood blocking or 6" high x 18 Ga. steel   
       sheet blocking in partitions at all locations with surface applied equipment 
       or accessories, such as handrails, toilet accessories, wall mounted door  
       stops, and for support of wall cabinets, shelves, equipment, etc. 
 
9.  Cut and patch construction as required to complete the work.

10.  Restore damaged and exposed finishes or patched areas in a manner  
       which eliminates evidence of patching and refinishing. 
 
11.  Locate hinge side of door frames 4" from perpendicular wall, uno. 
 
12.  Where partition is infill or adjustment to existing wall, match existing wall  
       thickness.  Infill existing opening with metal studs and GWB.  Feather wall  
       compound onton existing wall as required to minimize evidence of  
       patching, typ. 
 

Align Finished  
Surfaces

ALIGN

New 1-Hour 
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Limit of Work
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Student desk Layout and 
All Furniture by Owner

Student desk Layout and 
All Furniture by Owner

See demo and floor 
plans for other areas to 
receive new floor finish.

PHASE 1 
LIMIT OF WORK
See demo and floor 
plans for other areas to 
receive new floor finish.

PHASE 1 
LIMIT OF WORK

PHASE 2 
LIMIT OF WORK

PHASE 2 
LIMIT OF WORK


