Fire and Egress data: (Existing Building):

Applicant:

Project Architect: None.
Sprinklers: Existing Building has a monitored - full coverage — wet sprinkler system — to NFPA.
2" Floor Occupancy: Existing Business.
All wark to be in compliance with all applicable codes and ordinances.

Fire Extinguishers to be 2A capacity minimum and wall mounted at 36” AFF.

Free Street Associates, LLC
PO Box 7525
Portland, ME 04112

Reviewed for Code Compliance
Inspections Division
Approved with Conditions
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2" Floor Occupant Load calculations: | £4END:
2nd floor Calculated :
Suite Suite | Occupant | Occupant {‘[5 ® = EaT LicdT
Number | Area (sf) | load ratio Load - )

200 547 | 10cc/100sf 6 10 =BT benf W

201 1348 | 10cc/100sf 14 Cleecronal Arrows

202 453 1 occ/100sf 5

203 1869 | 10cc/100sf 19 dov i g::;;:g_k ‘:J::T

204 | 920 |tlocc/100sf| 10 I g

205 | 2059 |1occ/100sf| 21 = Edeasky Liadl

207 214 | 1 0cc/100sf 3 4':» - e b
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