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RELIABLE Model RFC49RFC49 Concealed Pendent Sprinkler

RFC49-16
- - - 18 K=4.9, 165F°, 3/8" Orifice, Maximum Spacing 16'x16'

Sprinkler head demand: 13 gpm @ 7.04

RELIABLE Model RFC49RFC49 Concealed Pendent Sprinkler

RFC49-18
- - - 1 K=4.9, 165F°, 3/8" Orifice, Maximum Spacing 18'x18'

Sprinkler head demand: 17 gpm @ 12.03
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BLACK LINES= SPRINKLER HEAD TO SPRINKLER HEAD.
GREEN LINES= INTERLEVEL CONNECTIONS.
BLUE LINES= FEED TO FIXTURES (BATH, SHOWER, ETC.).

COLOR/LINETYPE LEGEND

= 1/2" PIPE SIZE
= 3/4" PIPE SIZE
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SLOPED CEILING MAX. SLOPE OF 4:12
(18.4°) PITCH (MAY NOT APPLY)
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Note: All revisions must be reviewed by Uponor

A.1 A.2 A.3

Table F002-1

Multipurpose Fire Safety Systems
The Uponor Residential Fire Safety System is a residential fire protections
system installed in combination with the cold side of the domestic potable
water system.  Only licensed contractors trained by Uponor can install this
system.

What to do if Changes are Required
If any features or obstructions require the addition or deletion of sprinkler
heads, or significant relocation of sprinkler heads, contact the Uponor Design
Department to determine if observed changes require a redesign
(888.594.7726).

S.1 MAIN SHUTOFF
VALVE LOCATION

1" AQUAPEX INTERLEVEL
CONNECTIONS FROM
BASEMENT TO FIRST FLOOR

S.1

PUMP:
PRESSURE REQUIRED:
GPM REQUIRED:

PO

PI

PUMP

ELEV=96'

1" FULL PORT
BALL VALVE

(SIZE & TYPE OF PIPE)
TO SYSTEM

ELEV=99'

260 GALLON
STORAGE TANK

50psi
26.1gpm

6' OF
1" AQUAPEX

3
F100

SECOND FLOOR
1/4" = 1'-0"

2
F100

FIRST FLOOR
1/4" = 1'-0"

1" AQUAPEX INTERLEVEL
CONNECTIONS FROM FIRST
TO SECOND FLOOR

1" AQUAPEX
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