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UNIT TYPE D/E

SEE SHT E2.01
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SEE SHT E2.01;
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SEE SHT £2.01

UNIT TYPE J
SEE SHT £2.02

UNIT TYPE K
SEE SHT E2.02

CIRCUIT TO PANEL HP1 #33.

VERIFY EXACT LOCATION OF MECHANICAL
EQUIPMENT PRIOR TO ROUGH-IN.
2. PROVIDE A WEATHERPROOF, GFIC RECEPTACLE AT

EF—1 AND SF-1.

NOTES:

1.

UNIT TYPE A
SEE SHT E2.01
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CORBIDOR
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UNIT TYPE B/C
SEE SHT E2.01
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UNIT TYPE D/E
SEE SHT E2.01
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MOUNT AT
STAIRWELL

TOP OF

1/8" = 1’0"

FIFTH FLOOR LIGHTING PLAN

1/8“ = 1:._011

FIFTH FLOOR POWER PLAN




