
M2

H
V

A
C
 
P

L
A

N

S
E

C
O

N
D
 
F
L

O
O

R
 

LOBBY

ELEVATOR

LAUNDRY

BREAK ROOM

MECHANICAL

LAUNDRY

GUEST

BOARDROOM

KING SUITE

QUEEN/QUEEN

MEN

ELEVATOR ELEVATOR

STORAGE

MEETING

LINEN

TOILET

DN.

UP

MECH. EQPT.

EXERCISE

VEND

WOMEN

BOARDROOM

ELEVATOR

DN.

UP

KING

WH

WH

WH

2CR1

2STB

STAIR B

2STA

STAIR A

CORRIDOR

2CR2

CORRIDOR

EL 3

EL 1 EL 2

2LA

2S1

2BR

2T1 2T2

TOILET

2WN

2MN

2BD1

2BD2

2ELB

2VD

2GL

2EX

2S3

2ME

206

QUEEN/QUEEN

208

QUEEN/QUEEN

210

QUEEN/QUEEN

212

QUEEN/QUEEN

214

QUEEN/QUEEN

216

QUEEN/QUEEN

218

202

QUEEN/QUEEN

203

QUEEN/QUEEN

205

QUEEN/QUEEN

207

QUEEN/QUEEN

209

QUEEN/QUEEN

211

QUEEN/QUEEN

213

QUEEN/QUEEN

215

QUEEN/QUEEN

217

QUEEN/QUEEN

219201

KING

221

KING

223

KING

225

KING

227

KING

229

Q/Q MOD.

231

MEETING ROOM

2MT

12

13

11

9
10

12

13

11

9

10

SCALE: 1/8" = 1'-0"

SECOND FLOOR PLAN

TCPTCP

CP-4

CP-3

V
F

D
V

F
D

CP-1

CP-2

V
F

D
V

F
D

HEX-1

B-2B-1

T

HP-B HP-A HP-AHP-A HP-A HP-A HP-A HP-A HP-A HP-A

HP-A HP-A HP-A HP-A
HP-A

HP-C
T T T T T T T T T T T T T T T

T

T

T

T T T T T T T

360

CFM

HP-C

T

T

350

CFM

HP-C HP-B

T

345

CFM

T

345

CFM

HP-B

HP-B

50

CFM

50

CFM

HP-B HP-A HP-A HP-A HP-A HP-A HP-A HP-A HP-A

325

CFM

325

CFM

325

CFM

325

CFM

325

CFM

325

CFM

325

CFM

325

CFM

325

CFM

325

CFM

325

CFM

325

CFM

325

CFM

325

CFM

325

CFM

325

CFM

325

CFM

325

CFM

325

CFM

325

CFM

325

CFM

S-2 S-1
325

CFM

S-1
325

CFM

S-2

S-1 S-1 S-1

S-1

325

CFM

325

CFM

S-1

4"

4"

S-11

S-11

S-11

S-11 S-11 S-11 S-11 S-11 S-11 S-11 S-11 S-11 S-11 S-11

S-11

S-11 S-11

S-11
40

CFM

40

CFM

40

CFM40

CFM

40

CFM

40

CFM

40

CFM

40

CFM

40

CFM

40

CFM

40

CFM

40

CFM

40

CFM

40

CFM

40

CFM

40

CFM

40

CFM

40

CFM

40

CFM

S-11 S-11
40

CFM

S-11
40

CFM

S-11
40

CFM

S-11S-11
40

CFM

S-11

S-11

4" 4"
4"

4" 4" 4" 4" 4" 4" 4" 4" 4" 4"
4"

4"

4"

4"    4"    4" 4"4" 4"4"
4"

E-10
50

CFM

50

CFM

E-10
50

CFM

E-10
50

CFM

E-10
50

CFM

E-10

50

CFM

E-10
50

CFM

E-10

50

CFM

E-10

E-10
50

CFM

E-10
50

CFM

E-10
50

CFM

E-10
50

CFM

E-10
50

CFM

E-10
50

CFM

50

CFM

E-10 E-10
50

CFM

E-10
50

CFM

E-10
50

CFM

E-10
50

CFM

E-10
50

CFM

E-10
50

CFM

E-10
50

CFM

E-10
50

CFM

50

CFM

E-10

FD/SD

FD/SD

FD/SD FD/SD

F
D
/

S
D

E-2

s.HPBUILDING 

DOWN TO

6" LWS/R 

50

CFM

E-10
S-12
200

CFM

S-11
100

CFM

S-13
400

CFM

F
D
/

S
D

F
D
/

S
D

325

CFM 325

CFMS-1

325

CFM

S-1325

CFM

T

T

R-7

T

1 1/2" LWS/R RISERS (TYPICAL)

10"x6"10"x6" 12"x6"

12"x8" 10"x8"

8"x6"

SCU-1

 ON ROOF.CT

6" CTS/R UP TO

100

CFM

14"x8"

S-4

S-4

300

CFM

250

CFM

E-2 E-2

E-10 E-10

380

CFM

E-2

325

CFM

QUEEN/QUEEN ROOMS)

LOW (TYPICAL IN 

SUPPLY HIGH, RETURN 

S-1 S-1 S-1 S-1 S-1 S-1

S-1S-1 S-1 S-1 S-1 S-1

325

CFM

S-1
325

CFM

325

CFM

S-1

325

CFM
325

CFM

S-1
325

CFM

325

CFM

T

22"X18"

CONTROLS HVAC-6

4"

6"

T

HVAC-5

CONTROLS 

14"X10"

8"X6"

14"x8"

 DUCTS UP

16"X16"

 DUCTS UP

20"X20"

24"X24" UP

20"X20" UP

40

CFM

12"x6"

16"X12"
S-12
200

CFM

6"

400

CFM

S-13

14"

16
"
X

10
"

100

CFM

100

CFM

16
"
X

10
"

S-3
30"X16"

18"X12"

8"

S-12
200

CFM

14"

S-2

350

CFM

S-2

350

CFM

S-2

T

 HVAC-7

CONTROLS

ET-1

F
D
/

S
D

325

CFM

325

CFM

325

CFM

325

CFM

325

CFM

325

CFM

325

CFM

325

CFM

325

CFM

325

CFM

325

CFM

325

CFM

325

CFM

325

CFM

325

CFM

EWHEWH

EWH EWH

24"x16"

30"x16"

16"x16"

S-3

S-3

S-3

360

CFM

S-2

S-2

360

CFM

S-2

HVAC-2

HVAC-8

HVAC-9

8"X8"

14"X12" 12"X10"

FD AT FLOOR

FD AT FLOOR

FD AT FLOOR

FD AT FLOOR

S-2

S-2

FD AT FLOOR

FD AT FLOOR

2000

CFM

500

CFM

500

CFM

500

CFM

500

CFM

18
"
x
12
"

18
"
x
12
"

8"

14"x10" UP w/ FD

24"X18"

24"X18"

S-2
350

CFM

VENT

DRYER 

4" 

8"

1 1/2" LWS/R RISERS (TYPICAL)

14
"
x
10

"

10"

AT FLOOR

10"X10" FD 

6"

10"x6"12"x6"

S-2

S-2

30"X12"

14"x10"

1 1/2" LWS/R RISERS (TYPICAL)

1 1/2" LWS/R RISERS (TYPICAL)

LOCATE IN SOFFIT

L-L w/ MD

8" DRYER EXHAUSTS

B-3
UP TO ROOF.

VENT/INTAKE

 BLR

2" HWS/R DN

AS-1

C
O

P
Y

R
IG

H
T

B
Y
 

O
.C
.C
.

SHEET:

DRAWN BY:

SCALE:

DATE:

R
E

V
IS
IO

N
 

D
E

S
C

R
IP

T
IO

N

P
 H
 O
 N
 E
  
( 
6
 0
 3
 )
  
5
 2
 7
 -
 9
 0
 9
 0
  
  
F
 A
 X
  
 (
 6
 0
 3
 )
 5
 2
 7
 -
 9
 1
 9
 1

1
 1
  
C
 O
 R
 P
 O
 R
 A
 T
 E
  
  

D
 R
 I
 V
 E
 ,
  
  
B
 E
 L
 M
 O
 N
 T
  
  

N
 H
  
  
0
 3
 2
 2
 0

C
 O
 N
 S
 T
 R
 U
 C
 T
 I
 O
 N
  
  
C
 O
 R
 P
 O
 R
 A
 T
 I
 O
 N

P
R

O
J
E

C
T
:

D
A

T
E

B
Y

R
E

V
IS
IO

N
 

S
C

H
E

D
U

L
E

 

C
O

M
M

E
R

C
IA

L
 

&
 

M
A

P
L

E
 

S
T

R
E

E
T

M
IX

E
D
 

U
S

E
 

D
E

V
E

L
O

P
M

E
N

T
P

O
R

T
L

A
N

D
 

M
E
.

06-06-2013

1/8" = 1'-0"

 

2
0
1
2

STEPHEN P.

DOEL

No. 3807

ST
AT

E OF MAINE

P
R

O
F

ESSIONAL ENG
IN

E
E
R

MECHANICAL

STORAGE

MEETING

WH

WH

WH

2S3

2ME

SCALE: 1/8" = 1'-0"

MECHANICAL ROOM PART PLAN

12"~ CHIMNEY THRU ROOF

12"~ COMBUSTION AIR THRU ROOF
CO

B-1 B-2 B-3

keithh
Text Box

keithh
Text Box

justind
Group
T

justind
Ellipse

justind
Callout
Highlighted thermostat location typical in King Rooms

justind
Group
T

justind
Ellipse

justind
Line

justind
Line

justind
Callout
Highlighted thermostat location typical of King Corner room 

justind
Line

justind
Line

justind
Group
T

justind
Ellipse

justind
Callout
Thermostat locationtypical in King Suite-Corners

justind
Callout
Thermostat location typical of Q/Q rooms 

justind
Callout
Thermostat locationtypical of Q/Q Mod. Corner rooms 

justind
Line

justind
Line


