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Emergency Operating Instructions

/ View Events
Press Ack located under flashing indicator.
Repeat eperation antil all events are acknonledged.

How to Slence Buiding Signais
Press Alam Slonce.

How to Reset System
Press System
Press Ak o silence tone device.
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TO LCD ANNUNCIATOR

TO IDNET "M1—XX" DEVICES

TO NOTIFICATION “V1-XX” DEVICES
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TO NOTIFICATION "V3—XX" DEVICES
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