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EXISTING MASONRY WALL

EXISTING MASONRY WALL

EXIST DOOR!
EXIT ONLY EXIST DOOR

EXTERIOR METAL STAIR ABOVE

FUME!
HOOD

ACID RESISTANT!
LAB SINKS AND!
COUNTERTOPS!
TYPICAL

SINK

SINK W/!
EMERGENCY!
EYE WASH.!
!
EMERGENCY!
SHOWER!
STATION

SINK

DBL. GAS!
SPIGOTS,!
TYP. BETWEEN!
SINKS

DBL.!
GAS SPIGOTS

NEW INSULATED!
SECTIONAL ROLL-UP DOOR!
IN EXSITING OPENING.

EXISTING SIDEWALK

PROVIDE NEW PLATFORM!
LIFT AND SHAFT TO  FIRST 
FLOOR ABOVE

EXST. WOOD COLS.

SINGLE!
GAS!
SPIGOT

ACID RESISTANT!
LAB SINKS AND!
COUNTERTOPS!
TYPICAL

ACID RESISTANT!
LAB SINKS AND!
COUNTERTOPS!
TYPICAL

DIRECT VENT FUME HOOD!
TO EXTERIOR. OUTLET SHALL BE!
A MIN. OF 20 FT. FROM AIR INTAKES !
AND BUILDING OPENINGS.!
DUCTWORK SHALL BE STAINLESS STEEL.

TYP. MIN.

NEW!
EXIT DOOR

FINAL LOCATION !
TO BE DETERMINED!
BY OWNER

FINAL LOCATION !
TO BE DETERMINED!
BY OWNERCOMPRESSED AIR LINE ABVOVE.!

NUMBER OF DROPS TO BE DETERMINED

COMPRESSED AIR LINE ABVOVE.!
NUMBER OF DROPS TO BE DETERMINED

ALIGN

SEE SHEET A1.2

EXISTING EXIT SIGN !

SOUND INSULATE ALL WALLS!
OF ROUTER ROOM !
WITH "ROXUL" STONE WOOL!
SOUND BATT INSULATION

ACID RESISTANT!
LAB SINKS AND!
COUNTERTOPS!
TYPICAL

NOTE:!
ALL PLUMBING FIXTURES!
TO COMPLY WITH 2010 ADA!
STANDARDS
NOTE:!
ALL DIMENSIONS!
SHOWN ARE!
CLEAR DIMENSIONS

NOTE:!
ALL DIMENSIONS!
SHOWN ARE!
CLEAR DIMENSIONS

005

001

002

003

011

LIFT

EXISTING !
STORAGE

EXIST.!
FIRE !
SPRINKLER!
ROOM

UNUSED!
ABANDONED SPACE

012
NEW STAIR

MAPLE STREET

FABRICATION LAB

CNC!
ROUTER

CLASSROOM

CLASSROOM

CORRIDOR

JANITOR/!
STOR.

004
COMPUTER LAB

006

010
CORRIDOR

UNUSED

014
STORAGE

009
MEN

008
WOMEN

MASTER SCIENCE LAB

010

A
C

C
ES

S 
D

R
IV

E/
A

LL
EY

SIDE ALLEY

YORK STREET!
AT UPPER LEVEL

010
CORRIDOR

CLO.

1,472 SF

013

YORK STREET!
AT UPPER LEVEL


