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HALL
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MECHANCIAL

ROOM

NEW WOOD STEPS TO
DEDICATED BASEMENT
ACCESS. RISER MAX = 7",
TREAD MIN =11"

ENSURE 1 HR STC 50
PARTITION
INCREASE WALL RATING
AS NECESSARY

BUILD NEW BASEMENT
ACCESS  SHED.

1025 SF

2 BD ROOM
15

KITCHEN

BA
TH

BEDROOM BEDROOM

NEW 2 BEDROOM UNIT

REMOVE EXIST WALL .
REPLACE WALL WITH 1 HR
RATED WALL BETWEEN
STAIRS

REPLACE WITH 20 MIN RATED DOOR

REMOVE EXIST DOOR

NEW 1 HR STC 50
PARTITION

DEMO WALL

DEMO WALL
FOR NEW
OPENING
PROVIDE NEW
MO & HEADER

REMOVE EXIST
MASONRY  FROM
MASONRY OPENING
AND INSTALL NEW
WINDOW

1050 SF

2 BD ROOM
16

DINING

DINING

LIVING

LIVING

REPLACE DOOR AND
FRAME WITH 1 HR DOOR

SPRINKLER IN

BOILER

NEW 1 HR CEILING AT
NEW STAIR
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FIX EXIST METAL CLAD HISTORIC STAIR
DOOR TO WALL

3'-0"

6'
-8

"

NEW 1 HOUR RATED PTD DOOR
WITH RAISED MOLDING

GYPSUM BOARD RETURNS -
TYPICAL

EXPOSED BRICK TO REMAIN

VCT

CARPET

W1

W1

W1

W1

W1
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LIFT

LIFT
LOBBY

UP

W1
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11
'-0

"
2'
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8'-0" 3 5/8" 6'-6" 3 5/8"

7'-0"

UNIT STORAGE ALLOWANCE PER
REQUIREMENTS OF MAINE STATE HOUSING
AUTHORITY - QUALITY STANDARDS AND
PROCEDURES MANUAL

UNIT 16
PRIMARY BEDROOM = 5' LINEAR
SECOND BEDROOM = 3' LINEAR
COAT CLOSET = 2' LINEAR
LINEN = 5 SHELVES 1'-6" DEEP X 1'-8" WIDE
GENERAL STORAGE = 184 CU. FT.

UNIT 15
PRIMARY BEDROOM = 5' LINEAR
SECOND BEDROOM = 3' LINEAR
COAT CLOSET = 2' LINEAR
LINEN = 5 SHELVES 1'-6" DEEP X 1'-8" WIDE MIN
GENERAL STORAGE (SHADED GRAY) = 178 CU. FT.

5 SHELVES 1'-8" WIDE
FOR LINEN STORAGE

3'-8"

10'-5 1/2"

7'-10"

LINEN
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" 7'
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5'-8" 8'-0"
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DEMOLISH EXIST ROOF, WALLS,
FOUNDATION WALLS AND
FOOTINGS OF BASEMENT
ACCESS SHED
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EXIST BRICK
KNEEWALL
AND SHELF
AT 3'-10 AFF

DEMO
OPENING IN
EXIST BRICK
KNEEWALL

11'-3 3/4" 3'-6"

7'
-1

0"
5'

-1
1"
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27'-4" SEPARATION OF EXITS REQUIRED (SPRINKLERED BUILDING)

82'-1" DIAGONAL DISTANCE

7'
-1

"

4'-10"4'-10 7/8"

REPLACE WITH 20 MIN
RATED DOOR

NEW 1 HR CEILING OVER

NEW OPENING IN EXIST
1 HR RATED WALL

EX
IT 

 R
EM
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S =

 28
'-0

"

EXISTING STAIRS

C
LR

3'
-8

"

EXIT REMOTENESS

DIAGONAL DISTANCE = 82'-1"
BUILDING SPRINKLED THEREFORE EXIT
REMOTENESS REQUIRED
= 27'-4" (NFPA 7.5.1.3.3)(IBC 2009 1015.2.1 EX.2)
EXIT REMOTENESS PROVIDED = 28'-0"
(MEASURED ALONG SHORTEST LINE OF TRAVEL
FOR CORRIDORS WITH 1HR WALLS
(NFPA 7.5.1.3.4) (IBC 2009 1015.2.1 EX.1)

EXIST 12" 1 HR MASONRY WALL

REMOVE EXIST DOOR AND
REPLACE WITH 1 HR RATED
DOOR

REMOVE EXIST WINDOW AND FILL
OPENING WITH MASONRY TO MATCH
EXIST, SET BACK 1" FROM EXIST WALL

EXIST 12" 1 HR MASONRY WALL
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W2

W2

W2

W2

W2

W3

W3

W3

W3

W3

W3

W4

W4
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U3

U2

U2
U4

U5

U2

U1

U1

U2

U2

U4 U3

U2

03

02

04

01

U3

NEW CEILING TYPE C2
OVER COMMON SPACES.
THE REMAINDER OF THE
NEW CEILING OVER THE
UNITS  IS  TO BE CEILING
TYPE C1. (SEE DWG
A4.00).

FINISHES SCHEDULE
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"

12'-0 1/8"

A1.02
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STAIR C

4'
-1

0"

NEW SKIRTBOARDS TO EXIST STAIRS TO MATCH
EXIST FIRST FLOOR STAIR SKIRTBOARDS

24"
TOWEL
RAIL

MED.
CABINET

24"
TOWEL
RAILS

MED.
CABINET

UTILITY
B03

HALL
B02

TRAVEL DISTANCE FROM
MOST REMOTE LOCATION TO
EXIT ENCLOSURE = 66'-0"

TRAVEL DISTANCE FROM
MOST REMOTE LOCATION TO
EXIT ENCLOSURE = 55'-0"
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FIRE EXT.

FIRE
EXT.

SURFACE MTD
FIRE
EXTINGUISHER
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W2

DEMOLISH EXIST SLAB AND BUILD NEW SLAB

D
EM

O
LI

SH
 E

XI
ST

 S
LA

B 
AN

D
 B

U
IL

D
 N

EW
 S

LA
B

EXIST DRY SPRINKLER
TO REMAIN

LEGEND

- EXISTING WALL

- EXISTING WALL
  DEMOLISHED

- NEW WALL

- AREA OF
EXCAVATION AND
NEW
WATERPROOFING ON
FOUNDATION WALLS

3
A1.02

C
LR

3'
-8

"

REMOVE EXIST WINDOW
AND FILL OPENING WITH
NEW MASONRY TO MATCH
EXIST. NEW MASONRY SET
BACK 1" FROM EXISTING
MASONRY

11" 3'-8" 1'-0"

1'
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"
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-9
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11
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TO MASONRY ARCH
9 1/2" FIRST RISER

EXIST MASONRY
ARCH ABOVE

CLR

3'-8 1/8"

1 2 3 4 5
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03

04

WOOD
HANDRAIL

BASEMENT
-5'-5 3/4"

1ST FLOOR
4'-2 1/2"

DEMOLISH EXIST WALLEXISTING CONC SLAB DEMOLISHED
AND NEW 4" CONC SLAB INSTALLED.
NEW SLAB ON 10 MIL POLY
MOISTURE BARRIER ON RIGID
INSULATION ON 12" GRAVEL. RIGID
INSULATION TO BE 1" THICK
CONTINUOUS UNDER ENTIRE NEW
SLAB EXCEPT FOR A 48" WIDE BAND
AROUND PERIMETER OF BUILDING
TO BE 2" THICK.

VERIFY IN FIELD THAT EXIST
FOOTING DOES NOT CAUSE ANY
CONFLICTS WITH PROPOSED
NEW FOOTING AND SLAB

NEW 10" CONC FOUNDATION
WALL WITH #4 REINFORCING AT
12" BOTH WAYS

2'-2"

1'
-0

"

M
IN

 V
IF

8"

FIN GRADE

COPPER COUNTER FLASHING RUN 12" UP
THE WALL AND REGLETED INTO MORTAR
JOINTS

EPDM ON 3/4"  SHEATHING ON 2x8
FRAMING AT 24" OC. RUN EPDM 12" UP
WALL UNDER COPPER COUNTER FLASHING

EPDM LAPPED OVER MTL
DRIP EDGE

PTD MOLDING, FASCIA AND SUBFASCIA
TO MATCH EXISTING SHED EAVE.
PROVIDE BLOCKING AS NECESSARY

NEW BRICK VENEER WALL, R-21
- SEE WALLTYPE W5

NEW WALL ENCLOSING
STAIRS TO RUN
CONTINUOUS TO
UNDERESIDE OF FLOOR
SHEATHING AND ANY
GAPS BETWEEN WALL AND
FLOOR SHEATHING OR
FRAMING TO BE CAULKED
WITH 1 HOUR RATED
CAULK

WATERPROOFING - TROWEL
APPLIED 'THOROSEAL
FOUNDATION COATING, NO. T1180
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1 HOUR RATED CEILING - 2 LAYERS 5/8"
TYPE X GYPSUMBOARD  - SEE CEILING
TYPE C2, DWG A4.00

C1

C1
W5

1 1/2" RIGID INSULATION, R-7.5

CEMENT STUCCO OVER
EXPOSED RIGID INSULATIONWOOD

HANDRAIL

IVES HB159
BRACKETS @

8'-0" O.C.

WOOD
HANDRAIL

PROVIDE BLOCKING
@ ALL BRACKET

LOCATIONS

2 1/4"

34
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CARPET FINISH

1'-0" TYP.

1" TYP.

R
IS

ER

7"
 M

AX

SEE STRUCTURAL

TYP. TREAD & RISER.
3/4" APA RATED

PLYWOOD, GLUED & NAILED

1X10 WALL STRINGER, PTD.
CONT. AROUND INSIDE CORNER
@ LANDING & PLATFORM AS
1X4 WALL BASE

3/4" AC PLYWOOD TREADS

2X12 CARRIAGE

1X4 BLOCKING

1X3 STRAPPING

5/8" GWB
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48
 U

ni
on

 W
ha

rf 
  P

or
tla

nd
, M

ai
ne

 0
4 1

01

(20
7) 

772
-60

22
AR

C H
ET

YP
E@

AR
CH

E T
YP

EP
A. C

OM

D
at

e:
Sc

al
e:

Pr
oj

ec
t:

A
rc

hi
te

ct
:

Co
ns

ul
ta

nt
:

Pr
ep

ar
ed

 F
or

:
Re

vi
sio

ns
:

A
s i

nd
ica

ted

14
0 P

AR
K 

ST
RE

ET
, P

OR
TL

AN
D,

 M
E

A1.02

BA
SE

M
EN

T 
FL

OO
R

PL
AN

20
 M

AY
, 2

01
5

RO
SA

 TR
UE

AP
AR

TM
EN

TS
D

EV
EL

O
PE

RS
CO

LL
A

BO
RA

TI
V

E

1
7/

30
/1

5
La

v 
Se

ct
io

n 
A

dd
ed

 1/8" = 1'-0"
1 BASEMENT

 1/4" = 1'-0"
2 NEW EGRESS STAIR C PLAN

 1/4" = 1'-0"
3 NEW EGRESS STAIR C SECTION

 3" = 1'-0"
4 NEW HANDRAIL DETAIL

 1" = 1'-0"
5 NEW STAIR LANDING DETAIL

 1 1/2" = 1'-0"
6 NEW STAIR STRINGER DETAIL

 1/2" = 1'-0"
7 KITCHEN - UNIT 16

 1/2" = 1'-0"
8 KITCHEN - UNIT 16.

 1/2" = 1'-0"
9 KITCHEN - UNIT 15

 1/2" = 1'-0"
10 KITCHEN - UNIT 15.

EXISTING COMMON SPACES
IN RENOVATED HALF OF
BASEMENT ARE TO BE
PAINTED.
SPRINKLER PIPES ARE TO
REMAIN EXPOSED.
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