
Schedule TypeSch. Date Appl #Appl. TypeDist. # CBL

Contact:

Location

CommentsInspector

City of Portland, Maine

Inspections Division

Violations Report

Appointment Date Between 1/1/2008 And 3/9/2018

FP Routine Inspection12/16/20162 045  E004001

MARSDEN DAVID S

112 WINTER STFire Company

HSL Yr

2016

Daniel Dyer

Code Violation Status IntExt Floor Area Corrected Date

Closed

2nd means of egress from 3rd floor apt. is obstructed by railings

Exit ObstructedNFPA 101- 
7.5.1.1-
80.28

6/27/2017

Closed

3rd floor apt. and basement

Co Alarms RequiredNFPA 720- 
5.5.6.1-
55.05

6/27/2017

Closed

doorways into common areas
Working on a plan of action. Has contact with Chuck Noble and Trade Center. 6/27

60 Minute Fire Door RequiredNFPA 101- 
8.3.4.2-
80.37

6/27/2017

FP Re-Inspection06/27/20172 045  E004001

Marsden David S 

112 WINTER STFire Company

HSL Yr

2016

Philip Mcgouldrick,

Code Violation Status IntExt Floor Area Corrected Date

Open

doorways into common areas

60 Minute Fire Door RequiredNFPA 101- 
8.3.4.2-
80.37

Total Listed: 2
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