
24" SQ. x 1 1/2" THICK BASEPLATE W/ (4) 1

1/2"Ø F1554-50KSI GALV. A.B. W/ DBL NUT
AND PLATE WASHER -TYP UNO.

GRID

3" MIN THICKNESS CONC WRAP @ GARAGE COL.

SOLID LEDGE

LOW STRENGTH CONC FILL BELOW
FOOTINGS ON LEDGE AS NEEDED.

REINF CONC WRAP AT EXPOSED
STEEL COLUMNS -TYP.

WF COL PER PLAN & COL SCHD. -TYP.

DRAINAGE PER CIVIL

SUBGRADE, ETC. SEE CIVIL/GEOTECH

4" CONCRETE GARAGE SLAB
-TYP.

SECTION 3/4"=1'-0

CONC FOOTING, SEE FND PLAN
AND FTG SCHEDULE

3" COVER  -TYP

F
T

G
T

H
IC

K
N

E
S
S

FTG WIDTH, SEE SCHD.

T.O. FTG
SEE PLAN

GRID

T.O. SLAB
SEE PLAN

T.O. CONC =
T.O. STL
SEE PLAN

DRAINAGE PER CIVIL

T.O. SLAB
SEE PLAN

F
.O

. 
C

O
N

C

10" WIDE CONC WALL W/
REINFORCING PER SCHD.

W12 BEAM

10"

6
"

71
2
"

LOW STRENGTH CONC FILL BELOW
FOOTINGS ON LEDGE AS NEEDED.

CONC FOOTING, SEE FND PLAN
AND FTG SCHEDULE

SOLID LEDGE

ELASTORMERIC PARKING MEMBRANE

ON 7 1/2" CONC ON 3" VLI

WF BEAM TO HUNG FROM SHEAR TAB ON
EMBED PLATE PER TYPICAL SECTION ON
GENERAL NOTES SHEET -TYP UNO ON PLAN.

SECTION 3/4"=1'-0

4" SLAB ON GRADE PER PLAN.

SLOPE

SLOPESLOPE

CONSTRUCTION OR CONTROL JOINT W/
SEALANT

6"

DECKING PER PLAN.

WATERPROOFING BY OTHERS

SUBGRADE AND
DRAINAGE BY CIVIL

1/2" JOINT FILLER.

GRID GRID

T.O. SLAB
SEE PLAN

T.O. CONC =
T.O. STL
SEE PLAN

DRAINAGE PER CIVIL

T.O. SLAB
SEE PLAN

F
.O

. 
C

O
N

C

10" WIDE CONC WALL BEYOND.  RUN TYPICAL
REINF. CONTINUOUS THRU PILASTER -TYP.

10"

41
2
"

3
"

6
"

71
2
"

LOW STRENGTH CONC FILL BELOW
FOOTINGS ON LEDGE AS NEEDED.

CONC FOOTING, SEE FND PLAN
AND FTG SCHEDULE

SOLID LEDGE

ELASTORMERIC PARKING MEMBRANE ON 7 1/2"
CONC ON 3" VLI

WF BEAM TO HUNG FROM SHEAR TAB ON
EMBED PLATE PER TYPICAL SECTION ON
GENERAL NOTES SHEET -TYP UNO ON PLAN.

SECTION 3/4"=1'-0

4" SLAB ON GRADE PER PLAN.

SLOPE

SLOPESLOPE

WATERPROOFING BY OTHERS

SUBGRADE AND
DRAINAGE BY CIVIL

1/2" JOINT FILLER.

PROVIDE (2) #4 VERTS BEAM TO CONCRETE
CONNECTION @ EMBED PLATE -TYP.

(2) #5 HORIZ. @ TOP AND BOT -TYP.

T.O. SLAB
SEE PLAN

2'-0" MIN FROST COVER

PROTECTION @ FTG ON LEDGE.

GRID

C
L

 C
O

L
B

E
Y

O
N

D

2'-2"
1'-4"

1" THICK x 16" SQ. BASEPLATE  W/ (4) 1"Ø x 18" GALV.

F1554-50KSI A.B. W/ DBL NUT & PLATE WASHER -TYP
UNO

T.O. FTG
SEE PLAN

4"

W12 BEAM

(12) #6 VERT REINFORCING
PER PILASTER DETAIL

8"

1'-4"

L2x2x3/16" GALV. DECKING BEARING ANGLE
EMBEDDED W/ 1/2"Ø x 4 1/2" H.A.S. @ 24" O.C.

T.O. STEEL =
110'-11" VERIFY

W/ ARCH

GALV. W8x31 CANT. PIER @
PARKING SCREEN WALL PILASTER

3/4" x 8" WIDE x 28" LONG GALV.
EMBED PLATE W/ (5) 3/4"Ø x 12"

F1554 GRADE 55 H.A.S. @ 6" O.C.

BRICK VENEER PER ARCH.

INSIDE FACE OF STL FTL FLUSH
WITH INSIDE F.O. CONC & INSIDE
F.O. CMU BLOCK.

CAP & FINISHES SEE
ARCH.

T.O. 1ST SLAB
SEE PLAN

CMU BLOCK INFILL NOT
SHOWN FOR CLARITY.  SEE
PLAN FOR REINFORCING ETC.

8"

T.O. BASEMENT SLAB
SEE PLAN

#4 HOOK DOWELS @ 32" O.C. FIELD BENT
INTO STRUCTURAL CONC POUR.

2
4
"

24"

3/16"
GALV. PAINT

BRICK TIES @ 16" O.C. SQ. MAX. -TYP

#4 VERTS @ 12" O.C. -TYP W/ (5) #4

VERTS ALIGNED W/ W8 CANT COL
ABOVE.

GRADE

TWO MATS: #4 @ 12" O.C. E.W. BOTH

FACES @ WALL THICKENED TO 1'-4"

T.O. BRICK LEDGE,
SEE PLAN

#4 "Z" BAR AT LEDGES -TYP
W/ 8" LEGS -TYP TO MATCH
VER REINF.

CONTAIN EMBEDDED

GALV. H.A.S. W/ TOP
HORIZ.REINF. E.S.

FTG, SEE PLAN

2" 6"

4" SLAB ON GRADE.  PREP
PER GEOTECH REPORT

FTG PER FTG SCHD.

LIGHT GAUGE METAL
STUD WALL.

4" SLAB ON GRADE.  PREP
PER GEOTECH REPORT

8" CONC WALL W/ REINF.
PER WALL SCHEDULE

RIGID INSUL PER ARCH

#4 HOOK DOWELS TO
MATCH VERTS. 8"

32"

S2.00
C

S2.00
BS2.00

A

SECTION 3/4"=1'-0S2.00
ESECTION 3/4"=1'-0S2.00

D

FROST DEPTH PER
GEN NOTES -TYP

GARAGEINTERIOR

SECTION 3/4"=1'-0S2.00
H

1ST STRUCT SLAB
ELEV SEE PLAN.

RADON VENTS BY OTHERS @ INTERIOR
SPACES

RADON VENTS BY OTHERS @ INTERIOR
SPACES

1/2" JOINT & SEALANT @ COL TO CONC -TYP

WF COL PER PLAN & COL SCHD. -TYP.

REINF CONC WRAP AT EXPOSED STEEL
COLUMNS, SEE PLAN.  FLARE BELOW SLAB

1/2" JOINT & SEALANT @ COL TO CONC -TYP

8"

1'-4"

T.O. CONC WALL
SEE PLAN

8"

T.O. 1ST GARAGE
SLAB

TWO MATS: #4 @ 12" O.C. E.W. BOTH

FACES @ WALL THICKENED TO 1'-4"

T.O. LEDGE,
SEE PLAN

FTG, SEE PLAN

#4x 48" BAR BENT INTO SLAB
POUR @ 12"

6
"

GRANITE VENEER PANEL

6" MIN. THICKNESS STAIR SLAB W/ #4
CONT @ 12" EACH WAY

1'-2"

6"

T.O. STEEL
SEE PLAN

RIGID INSUL PER ARCH

4
"

8"

LOST FORM OR TEMP
SHORING WITH INTEGRATED
WATERPROOFING BY G.C.

L6x4x3/8" x CONT DECK EDGE

SUPPORT W/  (1) 5/8"Øx 6"
GALV. W.A. @ 36" O.C. -TYP.

T.O.W ELEV
SEE PLAN.

1/2" JOINT FILLER.

(1) 1/8"x2" STAINLESS BENT PLATE CLIPS
FASTENED W/ (2) 1/4"Øx3" TAPCON IN
PREDRILLED HOLES IN GRANITE PANEL
@ 18" O.C. @ ENDS OR TOP OF GRANITE
PANEL.  FASTEN TO CLIPS TO METAL
STUD WALL BEYOND

T.O. BRICK LEDGE
ELEV. SEE PLAN

5" MAX

BASEMENT SLAB
ELEV. SEE PLAN.

FND DRAIN BY OTHERS.  CHIP
LEDGE AS NEEDED TO INSTALL
DRAIN TO KEEP WITHIN MAX
FTG NOTCH.

BASEMENT SLAB, SEE PLAN

FIRST FLOOR SLAB, SEE PLAN

CONC WALL, SEE PLAN.

T.O. FTG
ELEV. SEE PLAN.

LOW STRENGTH CONC FILL BELOW
FOOTINGS ON LEDGE AS NEEDED.

3" COVER -TYP

VARIES

WATERPROOFING BY
OTHERS.

6" REINFORCED SLAB @
PARKING, PER PLAN

FINISHES PER ARCH.

(2) #5 CONT. TOP
AND BOT -TYP

4" SLAB @ LOW ENTRY

6
"

LEDGE

CONC FTG, SEE PLAN.

1
'-
2
"

RADON VENT BY OTHERS

GRANITE VENEER PANEL

8" 6"
1ST STRUCT SLAB
ELEV SEE PLAN.

T.O. STEEL
SEE PLAN

RIGID INSUL PER ARCH

LOST FORM OR TEMP
SHORING WITH INTEGRATED
WATERPROOFING

T.O.W ELEV
SEE PLAN.

T.O. BRICK LEDGE
ELEV. SEE PLAN

5" MAX

BASEMENT SLAB
ELEV. SEE PLAN.

FND DRAIN BY OTHERS.  CHIP
LEDGE AS NEEDED TO INSTALL
DRAIN TO KEEP WITHIN MAX
FTG NOTCH.

BASEMENT SLAB, SEE PLAN

FIRST FLOOR SLAB, SEE PLAN

CONC WALL, SEE PLAN.

T.O. FTG
ELEV. SEE PLAN.

LOW STRENGTH CONC FILL BELOW
FOOTINGS ON LEDGE AS NEEDED.

3" COVER -TYP

VARIES

LEDGE

CONC FTG, SEE PLAN.

1
'-
2
"

RADON VENTS BY OTHERS @
INTERIOR SPACES

GRID

F
.O

. 
C

O
N

C

GRID

B
L

D
G

 C
O

L

1'-95
8"

#6 x 24" PINS @ 24"GROUTED 8" MIN
IN  SOLID LEDGE -TYP.

WF BEAM

2'-8"

1'-6"

T.O. SLAB
SEE PLAN

T.O. CONC =
T.O. STL
SEE PLAN

6"
SLOPE

GB DEPTH

TOP & BOTTOM GRADE
BEAM REINFORCEMENT
PER PLAN

SLAB REINFORCEMENT -
PER PLAN

#4 'U' BARS @ 32" O.C. - TYP.

& @ 16" O.C. WITHIN 32" OF
SUPPORTS - TYP. U.N.O.

GRADE BEAM CAST AT WITH
SLAB POUR.  SEE PLAN FOR SIZE.

SEE PLAN

WALL AND FOOTING BEYOND

SEE ARCH/PLAN

S
E

E
 A

R
C

H
/
P

L
A

N

6" SOG W/ #4 @ 12" EACH  WAY.

1/8" PER 1FT MIN SLOPE AWAY FROM
BUILDING BEYOND @ EXTERIOR
STAIRS

SEE PLAN

NUMBER OF STAIR
STEPS DEPENDS
ON ARCH.

11" MIN

7
" 

M
A

X

T.O. FOOTING

6" M
IN

.

CIP WALL BEYOND SLOPED AND
CHAMFERED AT POUR OVER

HANDRAIL CORED AND SLEEVED

1" BACK CUT

TOPPING ELEV. = 100'-3"

SEE ARCH/PLAN

1
'-
9
"

CONTROL JOINT IN TOPPING SLAB W/
SEALANT

VARIES - SEE PLAN

NUMBER OF STAIR
STEPS DEPENDS
ON ARCH.

11" MIN
7
" 

M
A

X
1" BACK CUT

41
2"

2"

6"

WALL BEYOND

W18  PER PLAN.

EDGE OF STRUCTURAL SLAB @
CENTERLINE OF BEAM

8"

#4 VERTS. @ 18" O.C. E.F.

FTG, SEE PLAN

1'-4"

#4 HORIZ. @ 12" O.C. E.F.

CONCRETE ENTRY ELEV
VARIES

#4 HOOKED DOWEL @ 18" O.C.

#4 HOOKED DOWEL @ 36" O.C.

3/4" CHAMFER - TYP.

3/4"=1'-0

J

SECTION S2.00
F

SECTION 3/4"=1'-0S2.00
G

SECTION 3/4"=1'-0S2.00

3/4"=1'-0SECTION S2.00
K

SECTION 3/4"=1'-0S2.00
L

SECTION 3/4"=1'-0S2.00
M

GB WIDTH

BEAM FIREPROOFING AS NEEDED.

PROVIDE 1/2" JOINT AND

CHAMFER CORNER W/
COMPRESSIBLE FILLER

SLOPE VARIES, SEE PLAN

REINF CONC WRAP AT EXPOSED STEEL
COLUMNS, SEE PLAN.  FLARE BELOW SLAB

CJP, GALV. PAINT

3/16"

INSIDE FACE OF STL FTL FLUSH
WITH INSIDE F.O. CONC & INSIDE

REINFORCED CONCRETE SLAB
SEE PLAN FOR REINFORCINGS.

T.O. CMU =
111'-7"

BOND BEAM @ TOP
CONT.

#4x 48" BAR BENT INTO SLAB
POUR @ 12" -TYP.  PROVIDE

(2) @ EA. ENDS OF EMBED
PLATE.

SOIL @ SIM

NO BASEMENT SLAB @
SIM.

#4 @ 12" O.C.
E.W. -TYP UNO

ARCHITECTURAL FINISH

@ EXPOSED CONC.
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