
8"

1'-4"

GALV. CANT. WF PIER @ PARKING
SCREEN WALL PILASTER -TYP, SEE
PLAN AND SECTION D/S2.01

EMBED PLATE, SEE PLAN AND
SECTION D/S2.01

BRICK VENEER PER ARCH.

CAP & FINISHES SEE
ARCH.

T.O. 1ST SLAB
SEE PLAN =
CMU START
-TYP.

CMU BLOCK INFILL NOT
SHOWN FOR CLARITY.  SEE
PLAN FOR REINFORCING ETC.

8"

BRICK TIES @ 16" O.C. SQ. MAX. -TYP

GRADE

REINFORCED CONCRETE WALL,
SEE PLAN AND SECTION D/S2.00

T.O. BRICK LEDGE,
SEE PLAN

"Z" BAR AT LEDGE, SEE

SECTION D/S2.00

FTG, SEE PLAN

SECTION 3/4"=1'-0S2.04
DDD

BOND BEAM @ TOP
CONT.

BAR BENT INTO SLAB POUR,

SEE SECTION D/S2.00
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COMPACTED FILL

6"
6" REINFORCED SLAB, PER PLAN
AND GEN NOTES.

GRADE BEAM BEYOND
CAST WITH SLAB POUR AS
INDICATED ON PLAN
BEYOND BEARING IN
POCKET IN CONC WALL.

GRID

41
2"

1'-0"

11"

8"2ND FLOOR
T.O.SLAB - SEE PLAN

WF18 EDGE BEAM

WF TRANSFER

3/8" THICK STIFFENER @ WEB

COLUMN BELOW

3/8" THICK SHEAR TAB
WELDED TO WF

4"

9
"

ROOFING AND DECKING
CONTINUES BEYOND.

COMPOSITE SLAB AND
DECKING PER PLAN

SECTION 3/4"=1'-0S2.04
EEE

SECTION 1 1/2"=1'-0S2.04
FFF

SECTION 1 1/2"=1'-0S2.04
GGG

CAP PER ARCH
INSULATION / MEMBRANE /
FINISHES PER ARCH. - TYP.

GALV. L8x8x1/2" CONT BRICK SHELF
WELDED TO HSS TUBE

GALV. HSS12x8 PER PLAN

#4x12" DBA STUD @ 32" O.C. -TYP.

8" CMU W/ REINFORCING PER PLAN.

OH DOOR, BY  OTHERS

1.5B22 STEEL DECKING (22GA),
2-SPAN CONT MIN -TYP

BRICK VENEER, S.S. BRICK TIES

L4x3x3/16 DECK BEARING ANGLE

FASTENED TO CMU W/ (1) 1/2"Ø TITEN
HD @ 32"

WF BEAM BEYOND.

SECTION 3/4"=1'-0S2.04
HHH

3/16"

3/16" 2"-6"

2"-6"

5"6"11
2"

11
2"

4"

11
2"

31
2"

3/16"

3/16"

HSS12x8 HDR PER PLAN
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8" CMU BLOCK PER PLAN,
BRICK VENEER NOT SHOWN
FOR CLARITY.

PROVIDE CONT. CMU
REINFORCING THRU TOP OF

HSS.  (2) 3/4"Ø HOLES IN HSS

3/4" BASEPLATE W/ (4) GALV.

3/4"Ø x 24" THREADED ROD
A.B. -TYP.

CONC FOUNDATION WALL,
SEE PLAN STEM.

3/4" HIGH STR GROUT.

T.O. CMU
SEE  PLAN.

T.O. CONC
SEE  PLAN.

DOVETAIL BRICK TIES @ 16"
O.C. WELDED TO HSS COL

-TYP @ CMU

GALV. HSS6x6
HDR PER PLAN

L5x3 1/2x3/8" GALV. CLIPS TOP
AND BOT WELDED TO HDR

FASTENED TO COL W/ (2)
3/4"Ø HOLLO-BOLT OR
APPROVED EQUAL.

61
2"61

2"11
2"

11
2"

4"

11
2"

11
2"

ALT. B.P DETAIL

B.P DETAIL

RETURNED
BRICK
VENEER.

DETAIL 3/4"=1'-0S2.04
JJJ

10GA POUR STOP -TYP UNO W/ 1/2"
MIN VERTICAL LEG RETURN -TYP

EXTERIOR WALL SYSTEM OR SHAFT
LINER.

1'-0" MAX,
SEE PLAN

1'-0" MAX,
SEE PLAN

GRID

STAIR OR ELEV. STAIR OR ELEV OR EXTERIOR WALL.

WF BEAM, SEE PLAN.

FIREPROOFING, BY OTHERS

(3) #5 CONT. AS SHOWN

#4 TIES @ 24" -TYP.  6" 90° BEND EA.
SIDE. (LAY IN SLAB)

3/4"Ø HEADED ANCHOR

STUDS @ 12" O.C.

SHAFT LINER -TYP.

VERIFY CLEAR
DIM W/ ARCH

3/16" 2"
TYP.

GRID

MC10x8.4 ARCHITECTURAL LINTEL
SHOP WELDED TO STANDARD
LINTEL, GALV.

GALV. ANGLE LINTEL PER SCHD ON
GENERAL NOTES SHEET.

BRICK VENEER

BRICK VENEER BEYOND

DEFLECTION TRACK -TYP.

WF EDGE BEAM -TYP.

RECESSED PANEL
FINISHES, SEE ARCH

-TYP

1/4" x 4" SHIM PLATE @ 12" O.C.
WELDED BOTH SIDES TO CHANNEL
AND ANGLE.

1"x1"x1/8"x3" LONG STAINLESS STEEL
ANGLE CLIP @ 24" O.C. FASTENED
THRU EXTERIOR KARRIER TO

METAL STUD HDR W/ (2) 1/4"Ø PAN
HEAD SELF TAPPING SCREWS

PROVIDE (1) 3/8"Ø PIN ON ANGLE

CLIP TO MATE WITH 3/16" PLATE
TAB W/ SHORT SLOT.

3/16" x 1" x 2" PLATE WELDED TO

BACK OF CHANNEL W/ 7/16" SHORT
SLOT HOLE TO MATE WITH PIN ON
ANGLE STRAP.
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