
FULLY ADHERED EPDM
ALUM. ROOF 

EDGE & COUNTER 
FLASHING

TERM. BAR

10 MIL POLY 
VAPOR BARRIER

FULLY ADHERED 
EPDM

1X8 PVC FASCIA 
ON 1X NAILERS

1X8 PVC SHADOW 
BOARD

PVC CROWN

1X5 PVC SOFFIT

1X5 PVC

R-30 POLYISOCYANURATE

1X WOOD STRAPPING 
AT 24" O.C. 
PERPENDICULAR TO 
TRUSSES

LEAVE 1" SPACE 
BETWEEN TRUSS & 
FACE OF WALL STUD 
FOR INSTALLATION OF 
CONT. 5/8" GYP 
DRAFTSTOPPING

LEAVE 3/8" GAP IN ALL 
CEILING GYP AT 
PARTY/DEMISING WALLS -
FILL GAP WITH 
ACOUSTICAL SEALANT -
TYP. AT CONT. JOINT, FULL 
LENGTH OF PARTY WALL, 
BOTH SIDES

1X WOOD STRAPPING 
AT 24" O.C. 
PERPENDICULAR TO 
TRUSSES

DENSE PACK CELLULOSE

2X4 OUTRIGGERS

5/8" GYP

5/8" PLYWOOD

FIRE-RATED ROOF SHEATHING

ALUMINUM 
BREAKAWAY CLIPS 

AT 10' O.C.

2" C-RUNNER

(2) LAYERS 1" 
GYPSUM SHAFTLINER 
PANELS

SAW-CUT ROOF SHEATHING AT 
CENTER OF FIRE WALL

5/8" FIRE RETARDANT PLYWOOD

1/2" FIRE RETARDANT PLYWOOD

NO ROOF OPENINGS WITHIN 10' OF FIREWALL
1 HR RATED ROOF ASSEMBLY, TYP

2" H-STUD AT 
24" O.C.

SAW CUT SHEATHING 
AT CENTERLINE OF 
FIREWALL

1x3 VERTICAL WOOD FURRING

LOAD BEARING 
GRANITE TRIM

(2) LAYERS 1" 
THICK GYPSUM 
SHAFTLINER 
PANEL
DENSE PACK 
CELLULOSE

FIRE RETARDANT WALL SHEATHING FOR 4'-0"FIRE RETARDANT WALL SHEATHING FOR 4'-0"

CONTROL JOINT

1/2" FIRE RETARDANT 
PLYWOOD

W08

2x4 HORIZONTAL 
FIREBLOCKING AT 10'-0" 
O.C. MAX

FIRE-RATED WALL SHEATHING FOR 4'-0"FIRE-RATED WALL SHEATHING FOR 4'-0"

DENSE PACK CELLULOSE

5/8" GYP

FIRE-RETARDANT WALL 
SHEATHING

2" C-RUNNER

(2) LAYERS 1" 
GYPSUM SHAFTLINER 
PANELS

SAW-CUT WALL SHEATHING AT 
CENTER OF FIRE WALL

W08

2x4 HORIZONTAL 
FIREBLOCKING AT 10'-0" 
O.C. MAX

ALUMINUM 
BREAKAWAY CLIPS 

AT 5'-0" O.C. AT 
SECOND FLOOR 
AND AT 10'-0" AT 

THIRD & FOURTH 
FLOOR 

FIRE BLOCKING

1X WOOD STRAPPING 
AT 24" O.C. 
PERPENDICULAR TO 
TRUSSES

DENSE PACK CELLULOSE

5/8" GYP

(2) 2" C-RUNNERS

(2) LAYERS 1" 
GYPSUM SHAFTLINER 
PANELS

LEAVE 3/8" GAP IN ALL 
CEILING GYP AT 
PARTY/DEMISING WALLS -
FILL GAP WITH 
ACOUSTICAL SEALANT -
TYP. AT CONT. JOINT, FULL 
LENGTH OF PARTY WALL, 
BOTH SIDES

SEALANT

BASE AS SCHEDULED
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 1 1/2" = 1'-0"
2 ROOF EDGE DETAIL AT FIREWALL

 1 1/2" = 1'-0"
3 FIRE WALL PLAN DETAIL AT WEST EXTERIOR WALL

 1 1/2" = 1'-0"
4 FIRE WALL PLAN DETAIL AT EAST EXTERIOR WALL

 1 1/2" = 1'-0"
1 FIREWALL SECTION DETAIL AT INTERMEDIATE FLOORS
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