
Standby Alarm Standby Alarm

11 0.000 LTD 0.001 LTD

17 0.000 LTD 0.002 LTD

9 0.000 LTD 0.001 LTD

0.000 0.000 0.000 0.000

0.000 0.000 0.000 0.000

0.000 0.000 0.000 0.000

0.000 0.000 0.000 0.000

0.000 0.000 0.000 0.000

0.000 0.000 0.000 0.000

0.000 0.000 0.000 0.000

0.000 0.000

4 Totals 0.004 0.176

Standby Alarm Standby Alarm

0.000 0.000 0.000 0.000

0.000 0.000 0.000 0.000

0.000 0.000 0.000 0.000

0.000 0.000 0.000 0.000

0.000 0.000 0.000 0.000

0.000 0.000 0.000 0.000

0.000 0.000 0.000 0.000

0.000 0.000 0.000 0.000

0.000 0.000 0.000 0.000

0.000 0.000 0.000 0.000

0.000 0.000

Totals 0.000 0.000

Standby Alarm Standby Alarm

0.000 0.000 0.000 0.000

0.000 0.000 0.000 0.000

0.000 0.000 0.000 0.000

0.000 0.000 0.000 0.000

0.000 0.000 0.000 0.000

Totals 0.000 0.000

Amps

Amps

Qty

Circuit: Aux Power

Current Draw Total

0.45

0.77

2.25

Current Draw Total

Amps

Amps

Current Draw Total

D603 ROR Heat Detector / D287 or D288 Base

         Please enter the number of Zones in use

Current Draw Each

Current Draw Each

Max Current with 10% 

Safety:

Max Current with 10% 

Safety:

Qty

Circuit: NACs (Local #1)

Max STBY Current 

with 10% Safety:

Device

Device

D604 Fixed Heat Detector / D287 or D288 Base

Smoke Power (Conv. 4-wire devices)

Current Draw Each

Max Current with 10% 

Safety:

0.0027Conventional 2-wire Loops

Circuit:

Qty

D285 Photo Smoke Detector / D287 or D288 Base

Circuit:

Device



Standby Alarm Standby Alarm

8 Users Choice AS-MC-R (30) 0.000 0.098 0.000 0.784

4 Users Choice ZR-MC-R (30) 0.000 0.107 0.000 0.428

Unused - 0.000 0.000 0.000 0.000

Unused - 0.000 0.000 0.000 0.000

0.000 0.000

Totals 0.000 1.212

Standby Alarm Standby Alarm

Unused - 0.000 0.000 0.000 0.000

Unused - 0.000 0.000 0.000 0.000

Unused - 0.000 0.000 0.000 0.000

Unused - 0.000 0.000 0.000 0.000

0.000 0.000

Totals 0.000 0.000

Standby Alarm Standby Alarm

0.000 0.000 0.000 0.000

0.000 0.000 0.000 0.000

0.000 0.000 0.000 0.000

0.000 0.000 0.000 0.000

0.000 0.000 0.000 0.000

0.000 0.000 0.000 0.000

0.000 0.000 0.000 0.000

0.000 0.000 0.000 0.000

0.000 0.000 0.000 0.000

0.000 0.000 0.000 0.000

0.000 0.000

Totals 0.000 0.000

Standby Alarm Standby Alarm

0.000 0.000 0.000 0.000

0.000 0.000 0.000 0.000

0.000 0.000 0.000 0.000

0.000 0.000 0.000 0.000

0.000 0.000 0.000 0.000

0.000 0.000 0.000 0.000

0.000 0.000 0.000 0.000

0.000 0.000 0.000 0.000

0.000 0.000 0.000 0.000

0.000 0.000 0.000 0.000

0.000 0.000

Totals 0.000 0.000

Current Draw TotalCurrent Draw Each
Qty

Amps

Circuit: Option Bus

Circuit: Mux Bus

Qty Device

Amps

Current Draw TotalCurrent Draw Each

Max Current with 10% 

Safety:
0.45

Max Current with 10% 

Safety:
0.09 Amps

Current Draw Each Current Draw Total

NACs (Local #2) 2.25

Current Draw Total

Max Current with 10% 

Safety:

Qty Manufacture

Qty Manufacture Device

Circuit:

Current Draw Each

Device

Device



Standby Alarm Standby Alarm

0 0.000 0.000 0.000 0.000

1 0.044 0.176 0.044 0.176

Totals 0.044 0.176

Qty

Circuit: Expanders

Current Draw TotalCurrent Draw Each
Device

D7039 Multiplex Expander

FPC-7034 Four-Zone Conventional expander








