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FIRE PREVENTION BUREAU i TEB Y
380 Congress Street, Portland, Maine 04101 I ’J o
fireprevention@portlandmaine, 20V By o ?‘wé“f"(',,j (0L ¢
(207) 874-8400
NOTICE OF YIOLATION AND ORDER TO CORRECT
.
108 SHERMAN LLC December 7, 2017 Bellport Property
PO BOX 15430 536 Washington Ave
PORTLAND ME 04112 Portland ME 041061
t,ocaﬁou CBL Inspection Date
108 SHERMAN ST 048 E0Q10001 11/7/2017
!.Inspector - |- Inspection Type Status. . — _
Gregory Pirone FP Routine Inspection Failed
and found the fire and fife safety code.-

Department inspected this property,
you are hereby ordered to correct. You mast
date of completion, and a date of re-inspectio

The City of Portland Fire
‘violations listed below, which
remedy each violation, a final

You must send this form to the Fire Prevention Bureau no later than

.

propose a date of completion o

12/36/2017.

trect any violation within the applicable time

Your failure to submit a plan of action by the date provided, or to co
frame, may result in legal action against you, the imposition of civil penalties, and the pursuit of other legal
remedies,
Violation Proposed Date
: of Completion
RS ASSEMBLIES REQ; Listings are pravided for 9 R \& \”\

NFPA 80- ANNEX D.4 1-HOUR FIRE DOO
floor fire door assembiies that are installed i
that have been testad in accordance with th

indicates the fire-

n fire-rated floor-ceiling or roof-celling assernblies

e methods described in NFPA 288. The listing
, 1.5 hours, 1 hour, .75

d without adversely affecting the fire resistance
rating of the entire assembly. The listing provides fimitations on the maximum size of an
individual door opening and the total ares of all door openings permitted for each 100 square

feet of floor or ceiiing. _
Some doors are done but many are not. The management company is aware of the issue.
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NFPA 101- 42.2.2.7 EXIT PASSAGEWAYS; Exit passageways complying with 7.2.6 shall be

permitted.
Remove the bench and the coat rack fram the 2nd floor,

3\0\b

NFPA 101- 8.3.5 HOLE iN WALL NEEDS REPAIR; The provisions of 8.3.5 shall govern the

materials and mathods of construction used fo protect through-penstrations and membrane
and fire resistance-rated horizontal assemblies.

penetrations in fire walls, fire barrier walls,

The provisions of 8.3.5 shall not apply to approved existing materials and methods of
construction used to protect existing through-penetrations and existing membrane
penetrations in fire walls, fire barrier walls, or fire resistance-rated horizontal assemblies,
unless otherwise required by chapters 11 tholgh 43.

2nd floor front hall has & hole in the wall,

3.\?\%

ENAL DATE OF COMPLETED VIOLATION(S)

S % /W

VAVA\ i\

ERE PREVENTION BUREAU RE-INSPECTION OF COMPLETED VIOLATION(S)
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The Bureau reserves the fight to reject or modify any proposed plan of action, and may require evidence of
sufficient financial and technical capacity to complete the proposed plan. Please contact the Bureau with any
questions. '

VIOLATOR CERTIFICATION

I agree to remedy the violations listed within the timefram
understand that I must contact the Fire Prevention Bureau
is entirely within the Bureau’s discretion to grant or deny.

additional time to comply, I

es provided. IfIrequire
nsion, which

prior to the deadline to request an exte

property once the viclations

einspection of my
on that the

I further understand that it is my responsibility to schedule a v
ion shall be deemed an admissi

have been remedied to do so. My failure to schedule a reinspec

violations have not been remedied.

If I fail to comply with this agreement, I understand that I am liable for penalties pursuant io the City of
5. § 4452 and may be subject to further legal

Portland Code of Ordinances §§1-15 and 10-25, find 30-A MLR.

action.
Date “Responsible Party
Date Responsible Party
SEEN AND AGREED _
B G —
212218 T,
Date Fire PreventiofjBureau
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