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S04-05B

LEVEL 05 ROOF
FRAMING PLAN -

SECTOR B

MJB

BMT/SWW

C140135461(MMC)/152168.000

06.14.2013

JHT

Bean 2 Roof
Addition

12 APRIL 2013

CONSTRUCTION
DOCUMENTS

 1/4" = 1'-0"

LEVEL 05 ROOF FRAMING PLAN - SECTOR B

NOTE D-1:
3"-20 GA. TYPE NS METAL ROOF DECK, GRADE 50,
GALVANIZED. TOP OF STEEL ELEVATION IS 3" BELOW
TOP OF DECK UON. TOP OF STEEL ELEVATION SET TO
MATCH ADJACENT EXISTING CONSTRUCTION, UON.

LEVEL 05/ROOF PLAN NOTES:
1. ADD CAP PLATE, PER COLUMN SCHEDULE TYPICAL DETAILS, FOR FUTURE WINTER GARDEN ROOF

FRAMING ON SLIDE BEARING CONNECTION FROM SOUTH SIDE OF GRID F SEPARATION JOINT.
2. SEE SCHEDULE ON MEZZANINE LEVEL FOR EQUIPMENT INFO.
3. SEE TYPICAL DETAILS FOR FRAMING AT ROOF DRAINS AND VENT OPENINGS.  MAXIMUM

EQUIPMENT WEIGHT = 600 LBS AT OPENING.
4. ADDED ROOF STEEL FOR SAFETY TIEOFF'S AND WINDOW WASHING DAVITS.  COORDINATE FINAL

LOCATIONS WITH ARCH. DRAWINGS AND APPROVED MANUFACTURER SUBMITTALS.
5. STRENGTHEN (E) BEAM, FULL LENGTH PER TYPICAL STRENTHENING DETAILS, PRIOR TO

CONNECTING NEW BEAM TO (E) BEAM.

NO ISSUE DATE
1 ADDENDUM #1 06/14/13

RFI COORD (3,4) 01/30/14
ISSUED FOR PERMIT 02/07/14


