
SOUND ATTENUTATOR SCHEDULE

TERMINAL BOX SCHEDULE

RADIANT PANEL SCHEDULE-HYDRONIC

DIFFUSER SCHEDULE

FAN SCHEDULE

PACKAGED STEAM TO HOT WATER CONVERTOR SCHEDULE

GLYCOL WATER FEEDER

CONDENSATE PUMP SCHEDULE

VARIABLE FREQUENCY DRIVE SCHEDULE

FAN POWERED TERMINAL UNIT SCHEDULE

CABINET UNIT HEATER SCHEDULE

PUMP SCHEDULE

SPLIT AIR COOLED CONDITIONING UNIT SCHEDULE

ROOF VENT SCHEDULE

LINEAR DIFFUSER SCHEDULE

FLOW METER

EXPANSION TANK SCHEDULE UNIT HEATER SCHEDULE

ROOFTOP AIR CONDITIONING UNIT SCHEDULE - AIR COOLED

SA-149-01

LOCATION

60AHU-149 RETURN

(IN.)SERVICE
TAG BANK WIDTH

60

(IN)

WIDTH

(IN)

HEIGHT

42 36

(IN.)

LENGTH

ROOF

MODEL #WEIGHT (LBS.)
OPERATING MANUF.&

REMARKS

6 8 15 24 24 18 15 12

IL 63 125 250 500 1K 2K 4K 8K

253 PRICE RH36/4D

SA-150-01 42AHU-150 RETURN 42 20 60ROOF 7 8 12 21 28 25 16 10 261 PRICE RHT60/2B

29090

(CFM)

FLOW

14700

1662

(FPM)

VELOCITY

2520

0.18

(IN WG.)

PD

0.30

60 47 43 45 52 56 58 53

GN 63 125 250 500 1K 2K 4K 8K

59 46 43 45 50 54 57 51

1

NOTES:

1

1.      316 STAINLESS STEEL, CL1 (24), 26GA PERF LINER, FIBERGLASS, FIBERGLASS CLOTH BAGGED, INLET 2" SLIP, OUTLET 2" SLIP, MASTIC FILLED SEAMS. HOSTPITAL SERVICE

1

1

DESIGNATION

AIRFLOW

REMARKS(INLET SIZE) MIN. MAX.

RANGE (CFM)
BOX
TYPE

BOX SIZE
STATIC

(IN W.G.)
PRESSURE   PS

MINIMUM
SOUND LEVEL
AT MAX. CFM &

PS=3" (NC)

DISCHARGE
SOUND LEVEL

PS=3" (NC)

RADIATED

AT MAX. CFM &
CONTROLS
TYPE OF

VAV/CAV-2 8"/ 165 700 0.38 32 34 DDC

VAV/CAV-1 INCLUDES HOSPITAL GRADE SILENCER6"/ 50 400 0.27 27 27 DDC

DUCT SIZE
DISCHARGE

10x10

12x10

SINGLE DUCT

CVE/VVE-2

8"/ 0 700 0.02 25 36 DDC12x10

SINGLE DUCT

SINGLE DUCT

CVE/VVE-1 SINGLE DUCT

REHEAT COIL (HOT WATER)

EWT (°F) LWT (°F)GPMROWS

AIR WATER

EDB (°F) LDB (°F) (FT.)

MAX. PD

1VARIES180
PLANS

8555

1VARIES1808555

SEE

PLANS
SEE

N/AN/AN/AN/AN/AN/A N/A

PLANS
SEE

PLANS
SEE

VAV/CAV-3 10"/ 220 1100 0.43 34 38 DDC14x12.5SINGLE DUCT 1VARIES1808555
PLANS
SEE

PLANS
SEE

RP-1

UNIT No. GPM

15" 0.5

WIDTH MODEL #
MANUF.

REMARKS

170

(FT/100 FT TUBE)
WATER P.D.

3' 211

PANEL DIMENSIONS

LENGTH
TEMPERATURE
MEAN WATER

(°F)
PERFORMANCE

PANEL

BTUH/SQ.FT
BTUH PER
REQUIRED

LIN. FT.

SEE PLANS 264 3 TUBE LINEAR PANELS
ROSEMEX

10"/ 14x12.5 0 1200 N/AN/AN/AN/AN/A N/A N/A

TRANE VCWF

MANUF.        MODEL #

INCLUDES HOSPITAL GRADE SILENCER

INCLUDES HOSPITAL GRADE SILENCER

INCLUDES HOSPITAL GRADE SILENCER

INCLUDES HOSPITAL GRADE SILENCER

VAV/CAV-4 12"/ 1600 DDCSINGLE DUCT 1VARIES1808555
PLANS
SEE

PLANS
SEE INCLUDES HOSPITAL GRADE SILENCER

VAV/CAV-5 14"/ 2100 DDCSINGLE DUCT 1VARIES1808555
PLANS
SEE

PLANS
SEE INCLUDES HOSPITAL GRADE SILENCER

16x15

20x17.5

37

35 39

41

DDC

DESIGNATION

CD-A

REMARKSSERVICE

SUPPLY

NECK SIZE (IN.)/SIZE

& NO. OF SLOTS

8"/

NOMINAL OVERALL

24x24

DIMENSION WxL (IN.)RANGE MAX NC

20

CFM

CEILING

TYPE

1, 2

MODEL

PRICE SPD

MANUF.

CD-B SUPPLY 10"/ 24x2426 CEILING

CR/CE-C

RETURN / EXHAUST 12x1227 CEILING

RETURN / EXHAUST 20x20 24x2433 CEILING

CR/CE-B

CD-C

1, 2

NOTES:

0-280

281-450

0-440

230-1,700

24x24

PRICE SPD

PRICE  530 FL/TB

PRICE  530 FL/TB

CR/CE-A RETURN / EXHAUST 8x8 12x1223 CEILING0-200 PRICE  530 FL/TB

3

3

3

PRICE  530 FLTGR/TGE-A 10x6 12x825 SIDEWALL0-170 3

300

440

PRICE  530 FLTGR/TGE-B 12x10 14x1225 SIDEWALL171-300 3

UNIT No. SERVICELOCATION
FAN
TYPE BHP

TOTAL SP
(IN. W.G.)

PERFORMANCE DATA

CFM RPM
MIN. STATIC

DEFLECTION (IN.)

MOTOR DATA

MHP TYPE
STARTER

ELECTRICAL DATA

VOLTS PHASE

VIBRATION ISOLATION

SPECIFICATIONS

MOUNTING TYPEHZ BASE TYPE MODEL #
MANUF.

REMARKS(FPM)
MAX. OV

CLASS ROT DISCHARGE ARRANG.

CONSTRUCTION DATA

TYPE

DRIVE

EXH - 200

ROOF ISO ROOM EXH.

3,500

ROOF

3,300

EXH - 201

ISO ROOM EXH.

EXH - 202

ROOF TOILET EXH.

ROOF TOILET EXH.

ROOF

SF-1 ROOF STAIR PRESS. SUP.

SF-2 ROOF STAIR PRESS. SUP.

12,000

10,500

TRANE VCWF

TRANE VCWF

TRANE VCWF

TRANE VCWF

TRANE VCCF

TRANE VCCF

DESIGNATION

HX-1

SERVICELOCATION

5TH FLOOR MECH RM HELI-PAD SNOWMELT SYSTEM

TYPE

SHELL AND TUBE

REMARKS
HEX

PRIMARY SERVICE - SHELL

PRESS. PSIG
INLET

LBS/HR

1,310

(°F)

5 227

DEG.
TYPE

40% PROP GLYCOL

FLUID
(GPM)

110

FLOW
DROP FT.

1.2

PRESS. EWT

125

(°F) (°F)

150

LWT FOULING
FACTOR

0.0005

PRESS. (PSIG)

150

DESIGN

SECONDARY SERVICE - TUBE SIDE
HEAT

MODEL
EXCHANGER

TACO MODEL: E08210S

GLY-1

ITEM

50

(GALLONS) MODEL #

NEPTUNE G-50-1-LP

MANUF.
REMARKS

1

QTY TYPE

PUMP

ROTARY GEAR

FLOW (GPM)

3.75 100

PRESSURE (PSIG)
TANK

PHASE

ELECTRICAL DATA

115

VOLTS HZ

6011/3

HP

1, 2

1.    MANUFACTURER'S CONTROL PANEL INCLUDES MOTOR STARTERS FOR PUMPS

2.    PROVIDE WITH LOW LEVEL ALARM CONTACT FOR NOTIFICATION TO BCS

COND - 37 5TH FLOOR MECH. RM HELIPAD SNOW MELT SYSTEM

9

UNIT No.

COND - 36

SERVICELOCATION

5TH FLOOR (REFER TO PLANS AHU 149 & 150

PUMP

6

GPM EA.
SPECIFICATIONS

WATER PUMP DATA

MOUNTING TYPE MODEL #
MANUF.

SKIDMORE MODEL: VCSS

REMARKS

SKIDMORE MODEL: VCSS

DISCHARGE
PRESS. (PSIG)

60

60

212

TEMP. (°F)

212

SUCTION

3500

3500

RPM BHP
TYPE OF

DUPLEX

DUPLEX

UNIT

2 21

No. OF
WATER PUMPS

2

(GALS.)

15

RECV. CAPC'Y

2

2

HP

CONSTRUCTION DATA

STARTER
TYPE

460

460

VOLTS

3

3

PHASE

60

60

HZ

ELECTRICAL

MOTOR DATA

BASE TYPE DEFLECTION (IN.)
MIN. STATIC

VIBRATION ISOLATION

CENT

2,300

8,250

1,800

1 5.3 2864 I CW TH 4 7 1/2 VFD 460 3 60 SPRING RAIL 1" GREENHECK CSW-27-BI-100 21136

1 4.25 I CW TH 4 5 VFD 460 3 60 SPRING RAIL 1" 21170

2.5 5.96 2895 II CW TAU 4 10 VFD 460 3 60 SPRING RAIL 1"1574

2 0.93 1395 I CW TAU 4 1 1/2 VFD 460 3 60 SPRING RAIL 1"1669

1.5 1.7 N/A I UB N/A 2 ECM 208 1 60 SPRING CURB 1" GREENHECK CUE-161-VG 11632

1.5 1.25 N/A I UB N/A 2 208 1 60 SPRING CURB 1" GREENHECK CUE-180-VG 11488

1.5 0.95 N/A I UB N/A DIRECT 2 208 1 60 SPRING CURB 1" GREENHECK CUE-161-VG 11374

EXH - 172

EXH - 176

TOILET EXH. DIRECT

DIRECT

ECM

ECM

CENT

CENT

CENT

CENT

CENT

CENT

SF-2

UNIT No.

VFD-084

SERVICE

SF-1

ABB-ACH 550

MANUF.
MODEL #

ABB-ACH 550

REMARKS(HP)
MOTOR

(AMPS)

7.6

11.9

FULL LOAD
MOTOR

ELEVATOR VESTIBULE

ELEVATOR VESTIBULE

LOCATION

ELECTRICAL DATA

460

VOLTS

3

PHASE

60

HZ

UNIT DIMENSIONS

(IN)
HEIGHT

8.4 8.5 48

8.4

(IN)
LENGTH WIDTH

(IN)

8.5 48

WEIGHT
(LBS)

14

14

WALL

TYPE
(WALL OR
FLOOR)

WALL

MOUTING

YES

SWITCH
DISCONNECT
INTEGRAL

YES

YES

BYPASS
TYPE

YES

YES NO

REACTOR

YES

3% LINE
CHOKE

NO

2.5% D.C.

HARMONIC FILTER

NEMA-1

NEMA-1

ENCLOSURE
(NEMA TYPE)

YES

BMS SYSTEM

YES

MANUFACTURER

REQUIRED/
BMS GATEWAY

NO

EQUIPMENT

VFD MOUNTED
BY MANUF.
AS PART OF

NO

SEE SPECIFICATION FOR ADDITIONAL INFORMATION.1.

NOTES:

460 3 60

EXH-172 ABB-ACH 5507.6ELEVATOR VESTIBULE 8.4 8.5 48 14 WALL YES YES YES NO NEMA-1 YES NO460 3 60

EXH-176 ABB-ACH 5505.4ELEVATOR VESTIBULE 8.4 8.5 48 14 WALL YES YES YES NO NEMA-1 YES NO460 3 60

VFD-085

VFD-086

VFD-087

7 1/2

5

5

3

SUPPLY 12"/ 24x2428 CEILING 1, 2451-690 PRICE SPD

TGR/TGE/BGE-C RETURN / EXHAUST 301-800 SIDEWALL PRICE  530 FL 3

TRS-A SUPPLY 0-300 SIDEWALL

TRS-B SUPPLY SIDEWALL301-800

FLA

MOTOR DATA

DESIGNATION

FPB-1

SIZE CFMMIN.   SP
CFM @

SP CFM

PERFORMANCE DATA

TYPE
MIN. CFM
SECT HP HZ

ELECTRICAL DATA

VOLTS PHASE
MANUF.
MODEL # REMARKS

INLET
DUCT

(WxH)
OPENING

DISCHARGE

MIN. PRIMARY SECONDARY

AIR DATA

EXT. SP
(IN. W.G.)CFM

FAN DATA

FAN MOTOR
MBH ROWS

No. OF
GPM (°F)

EWT
(°F)
LWT

(°F)
EAT

(°F)
LAT P.D.

FT. H

HOT WATER HEATING COIL DATA
SOUND

3" SP N.C.
LEVEL AT

2 0

TYPE OF
CONTROLS

FPB-2 560 - 600

RETURN / EXHAUST

RETURN / EXHAUST

TRS-C SUPPLY SIDEWALL1500

TRS-D SUPPLY SIDEWALL3,500-4,000

TGR/TGE-D RETURN / EXHAUST 3,000 SIDEWALL PRICE  530 FL 3

CD-D SUPPLY 12"/ 24x48- CEILING 4, 5400-600 FLANDERS  TH

12x8 14x10 PRICE  510S30

30

30

40

14x12 16x14

36x12 38x14

PRICE  510S

PRICE  520S

PRICE  520S36x20 38x22

25

30

18x12 20x14

48x20 50x22

CR/CE-D RETURN / EXHAUST 20x20 24x2433 CEILING230-1,700 PRICE  730 H/TB 3, 6

3

3

3

3

450 - 4858"/

8"/ 560 - 600

450 - 485 277

277

85

85

0.5

0.5560 - 600

450 - 485 0.295

0.392

0.333

0.125

180

180

LOCATION

CUH-1 ROOF ELEV. LOBBY

UNIT No. REMARKSMODEL #

TRANE MODEL D060

MANUF.

ELECTRICAL DATA

PHASEVOLTS

120 1 60

HZSERVICE

ENTRY HEAT CEILING

TYPE (MBH)

48.0

CAPACITY
HEATING

DB (°F)

60

EAT
DB (°F)

147

LAT
CFM

510

HOT WATER

LWT

150

(°F)(°F)

3.2 180

GPM
EWT

DIFF. (FT)

4.5

PRESS.

79 W

(HP)
MOTOR

No. SERVICE

P-187 HELIPAD

NPSHTEMP (°F)

180 N/A 65

(FT. H 0)
TDH

RPM

1772

BHP

1.8

PERFORMANCE DATA

DEFLECTION(IN.)

1"

MIN. STATIC

MOUNTING TYPE

SPECIFICATIONS

BASE TYPE

SPRING HANGER N/A

REMARKSLOCATION
FLUID REQUIRED

VERT. SPLIT COUPLE

TYPE

2.5 / 2.5

SUCTION/DISCHARGE
SIZES (IN.) PRESS. (PSI)

150

DESIGN

CONSTRUCTION DATA

3

MHP

VFD

STARTER
TYPE

MOTOR DATA VIBRATION ISOLATION

PUMP

2FLUID

40% PROP. GLYCOL

GPM

110

PHASE

ELECTRICAL DATA

460

VOLTS HZ

603

LOCATION

AC-1

REMARKS

2, 3, 4

DB/WB (°F)

80/67

(IN. W.G.)

57.9 / 57.2 N/A

SUPPLY FAN

LVG. AIR
CFM

775

ENT. AIR

56 W N/A

RPM

NOTES:

UNIT No. (MBH)

24,000

(MBH)
COOLING COOLING
TOTAL SENSIBLE

18,480

SERVICE
EXT. SP MOTOR

HP

EVAPORATOR COIL CONDITIONS

HZ

208 1 60

VOLTS PHASE

ELECTRICAL DATA

0.36

AHU
FLA (LBS)

46

WEIGHT
AHU OPER.

MODEL #
MANUF.

UNIT DIMENSIONS

(IN)

12

LENGTH
(IN)(IN)

1446

HEIGHTWIDTH

CU-1

No.
UNIT

CONDENSING
COMPRESSOR

QUANTITY LRA/RLA (EA.)

1

TYPE

ROTARY 14/12

TYPE

PROP

FAN

1,940

CFM

N/A

EXT. SP
(IN. W.G.) VOLTS

208 1 60

PHASE HZ

ELECTRICAL DATA

MCA
COMPRERSSOR

18

CONDENSING UNIT

(IN)
WIDTH

UNIT DIMENSIONS

(LBS) (IN)

165 14 37

COND.
WEIGHT LENGTH

(IN)

37

HEIGHT
MODEL #

-

MANUF.AIR HANDLING
DB/WB (°F)

PROVIDE WITH 1/3, 2/3 STEAM CONTROL VALVES. COORDINATE WITH CONTROLS CONTRACTOR.1.

NOTES:

UNIT No.

RV-1 ELEV. HOISTWAY

SERVICE

RV-2

RV-3

RV-4

RV-5

RELIEF

FUNCTION

N/A

CFM

N/A

(IN W.G.)

P.D.

RELIEF

RELIEF

(IN)

L X W
OPENING

ROOF

30x30

4.75

(S.F.)

FREE AREA
VENT

CURB

TYPE

HEIGHT
(IN)

PREFAB 24

PREFAB 24

PREFAB 24

ACD

DAMPER

TYPE

ACD

ACD

MANUF.
MODEL #

W/ACD IN DAMPER TRAY

REMARKS

GREENHEK PEV-400

W/ACD IN DAMPER TRAYGREENHEK PEV-400

W/ACD IN DAMPER TRAYGREENHEK PEV-400

ELEV. HOISTWAY

ELEV. HOISTWAY

30x30

RELIEF

RELIEF

ELEV. HOISTWAY

ELEV. HOISTWAYCW

CW

CW

DIRECT

DIRECT

DIRECT

DIRECT

GREENHECK CSW-27-AF-100

GREENHECK CSW-22-BI-100

GREENHECK CSW-15-BI-100

(IN.)DESIGNATION

LD-A 75

LIN. FT.

1 4'-0"

REMARKSTYPE

LAY-IN 2 / 8"/

SLOTS / INLET
No. OF

SUPPLY

SERVICE
CFM/ SIZE

SLOT ACTIVE

(FT.)
LENGTH MANUF.

MODEL #

PLENUM SIZES

48 5 1/2

LENGTH
(IN.)

WIDTH
(IN.)

16

(IN.)
HEIGHT

FINISHES SHALL BE SPECIFIED BY ARCHITECT.

NOTES:

1.
SEE SPECIFICATIONS FOR ADDITIONAL INFORMATION.2.

PROVIDE LINEAR DIFFUSERS WITH PLENUM AND CORD OPERATED OPPOSED BLADE VOLUME DAMPER.4.
ALL DIFFUSERS AHLLBE SUITABLE FOR THE TYPE OF CEILING CONSTRUCTION THAT ARE BEING INSTALLED IN.3.

LINEAR DIFFUSER WIDTH IS DETERMINED BY THE # OF SLOTS. REFER TO DRAWING FOR # OF SLOTS AND5.
ARCHITECTURAL DRAWINGS FOR EXACT LENGTH AND MOUNTING LOCATION.

PRICE ADJUSTA SLOT AST PROVIDE W/4' FACTORY PLENUM

LR-A RETURN LAY-IN 1 4'-0" 48 5 1/2 1675 2 / 8"/ PRICE ADJUSTA SLOT AST PROVIDE W/4' FACTORY PLENUM

N/A N/A

N/A N/A

N/A N/A

N/A N/A

30x30

30x30

30x30

4.75

24

4.75

24

4.75

4.75

PREFAB

PREFAB

ACD

ACD

W/ACD IN DAMPER TRAYGREENHEK PEV-400

W/ACD IN DAMPER TRAYGREENHEK PEV-400

CUH-2 48.0

PROVIDE WITH 18" HIGH CURB.1.

NOTES:

PENTHOUSE  ELEV. LOBBY ENTRY HEAT FLOOR

MITSUBISHI - MR. SLIM  PVZ-A24ROOF ELEV. LOBBY ROOF ELEV. LOBBY MITSUBISHI - MR. SLIM  PKA-A24

AHU-149 & 150 HEATING STEAM STEAM5th FLOOR MECH. ROOM 4

UNIT NO. REMARKSSERVICE LOCATION SIZE (IN) TYPE (PSIG)
MAX PRESSURE

TEMP. (°F)

FLUID

190 LB/HR

MIN. MAX.

FLOW RATE

MODEL
MANUF.

230 150 2,440 LB/HR SPIRAX - SARCO VLM20-VTD

PIPE

SIZE (IN)

METER

3

STEAM4 230 1503

WATER3 30 GPM200 1503

WATER6 10 GPM40 1506

40% PROP4 100 GPM125 1504

FM-001

FM-003

FM-004

FM-005

FM-002 SPIRAX - SARCO VLM20-VTD

ONICON F-3500

ONICON F-3500

ONICON F-3500

PRICE  FDC - 20

PRICE  FDC - 20

5th FLOOR MECH. ROOM

5th FLOOR MECH. ROOM

5th FLOOR MECH. ROOM

5th FLOOR MECH. ROOM

AHU-149 & 150 HUMIDIFICATION STEAM

6th &  7th FLOOR HOT WATER

HELIPAD

AHU-149 & 150  CHIILLED WATER

190 LB/HR 2,440 LB/HR

100 GPM

510 GPM

110 GPM

1

1

1

BTUH METER BY ONICON WITH DIGITAL DISPLAY AND OUTPUT SIGNAL TO BMS.1.

NOTES:

RV-6 RELIEFSTAIR PRESSURE 2,500 0.18 16x22 242.25 PREFAB ACD W/BAROMETRIC DAMPER SET @0.25"GREENHEK FGR

RV-7 RELIEFSTAIR PRESSURE 2,500 0.18 16x22 242.25 PREFAB ACD W/BAROMETRIC DAMPER SET @0.25"GREENHEK FGR

0.02 25 36

HX-2 IS AN ADD ALTERNATE FOR A REDUNDANT HX.2.

HX-2 5TH FLOOR MECH RM HELI-PAD SNOWMELT SYSTEM SHELL AND TUBE

HX-3 5TH FLOOR MECH RM HEATING HOT WATER SHELL AND TUBE

1,310 5 227 40% PROP GLYCOL 110 1.2 125 150 0.0005 150

2,082 5 227 WATER 100 2.1 140 180 0.0005 150 TACO MODEL: G10408S

35

PRESSURE (PSIG)
MIN. CHARGE

ET-1

No. LOCATION

59SNOW MELT VERT. BLADDER

(IN.)TYPESERVICE
TANK LENGTH

57

(GAL.)

TANK VOLUME

VOLUME (GAL.)

ACCEPTANCE

57 20

(IN.)

DIAMETER WORKING
PRESSURE (PSIG)

150

TEMP. (°F)

150

SYSTEM OPER.

5TH FLOOR MECH. RM

MODEL #WEIGHT (LBS.)
OPERATING MANUF.&

REMARKS

65

PRESSURE (PSIG)
MAX. OPER.

765 TACO CA-215

MODEL
AIR SEPERATOR

ACT-04

SETTING (PSIG)
RELIEF VALVE

75

35ET-2 58HEATING HW VERT. BLADDER 79 79 24 150 2005TH FLOOR MECH. RM 75 980 TACO CA-300 ACT-03 90

5TH FLOOR MECH. RM

P-188 HELIPAD 180 N/A 6540% PROP. GLYCOL 1105TH FLOOR MECH. RM

P-194 HEATING HW 180 N/A 50WATER 1005TH FLOOR MECH. RM

P-195 HEATING HW 180 N/A 50WATER 1005TH FLOOR MECH. RM

REDUNDANT PUMP

W/SELF SERVING VFD

REDUNDANT PUMP1772 1.8 1"SPRING HANGER N/AVERT. SPLIT COUPLE 2.5 / 2.5 150 3 VFD 460 603

MODEL #
MANUF.

GRUNDFOS  VLSE 25709

GRUNDFOS  VLSE 25709

GRUNDFOS  VLSE 20959-4P

GRUNDFOS  VLSE 20959-4P

2

1

1640

1640

3.1 VERT. SPLIT COUPLE

VERT. SPLIT COUPLE3.1

2 / 2

2 / 2

150

150

1"SPRING HANGER N/A5 VFD 460 603

1"SPRING HANGER N/A5 VFD 460 603

TRANE MODEL B060120 1 6060 147 510 1503.2 180 4.5 79 W

560 - 600

450 - 4850.712x10

0.712x10

0

0

F.C. 2,4 1 60

F.C. 2,4 1 60

19.4

19.4

1

1

1.5

1.5

154 55

154 55

DDC

DDC

32

32

1,2

1,2

N/A

UH-2 AHU-150 VESTIBULE

LOCATION

UH-1 AHU-149 VESTIBULE

UNIT No.

QMARK MUH05-41 -

REMARKSMODEL #

QMARK MUH05-41 -

MANUF.

5 1 480 3 60

ELECTRICAL DATA

5

KW

1

No. OF
STAGES PHASEVOLTS

480 3 60

HZSERVICE

AHU-150 VESTIBULE ELECTRIC

ELECTRIC

TYPE (MBH)

17

17

CAPACITY
HEATING

CFM

350

350

1/100

1/100

(HP)
MOTOR

AHU-149 VESTIBULE

1. PROVIDE WITH HEATING ONLY THERMOSTAT MOUNTED AT LEAST 8' FROM UNIT HEATER. DO NOT MOUNT THERMOSTAT ON PIPING IN VESTISUBLE

NOTES:

NOTES:

1.    PROVIDE WITH ECM MOTOR.

2.    BLOCK OFF THE RETURN AIR BYPASS OPENING.

SA-150-02 30AHU-150 RETURN 30 26 60SEVENTH FLOOR 8 11 16 26 33 32 20 14 215 PRICE RLT60/2B8500 1569 0.30 50 41 43 45 45 48 45 38 1

SA-150-03 30AHU-150 RETURN 30 26 60SEVENTH FLOOR RISER 8 11 16 26 33 32 20 14 215 PRICE RLT60/2B8500 1569 0.30 50 41 43 45 45 48 45 38 1

PROVIDE WITH ECM MOTOR.1.

NOTES:

PROVIDE WITH STEEL INLET GUARD.2.

1.     INDOOR UNIT IS EVAPORATOR ONLY - OUTDOOR UNIT IS CONDENSING UNIT (COMPRESSOR AND CONDENSER).

2.     PROVIDE WITH LOW AMBIENT COOLING KIT FOR 0°F.
3.     PROVIDE CONDENSING UNIT WITH SNOW STAND.

4.     PROVIDE WITH R-410 A REFRIGERANT.

1.       SEE PLANS FOR AIRFLOW PATTERNS.

2.       PROVIDE WITH FACTORY ATTACHED 3" HIGH SQUARE TO ROUND ADAPTERS.  ADAPTERS TO FIT INSIDE  DIFFUSER NECK.

3.       PROVIDE HARD DUCT CONNECTION. NO FLEX DUCT.
4.       PROVIDE FOR GASKETED TEE GRID SYSTEM.

5.       PROVIDE WITH 4' DEEP FILTER FOR 99.99% PARTICLE SIZE EFFICIENCY ON 0.30 MICROMETERS.

NOTES:

NOTES:

1.       ALL VAV BOXES TO BE SOLID DOUBLE WALL.

PROVIDE ISOLATION ROOM EXHAUST BOXES WITH REMOVABLE PITOT FLOW TUBES TO ALLOW CLEANING OF PITOT TUBES.2.

NOTE  2

NOTE  2

RETURN 12x8 14x1030175-185 PRICE  730 H/TB 3, 6

RETURN 14x8 16x1030210 PRICE  730 H/TB 3, 6

RETURN 14x12 16x1430285-300 PRICE  730 H/TB 3, 6

RETURN 10x18 12x2030325 PRICE  730 H/TB 3, 6

BGR-E

6.       STAINLESS STEEL

BGR-F

BGR-G

BGR-H

SIDEWALL

SIDEWALL

SIDEWALL

SIDEWALL

SUPPLY FAN DATA

RPM

AHU-142

UNIT No. SERVICE

ROOF

LOCATION

ELEV. CONTROL RM 3,000

CFM (IN. W.G.)

1.25 1408

EXT. SP

1.95

BHP

ODP

TYPE REFRIGERANT

R-410A

DX DATA

(°F)

95

TEMP.
AMBIENT

MOTOR

DIRECT

DRIVE
TYPE

2,250

CFM

107.5

RPM

0.87 DIRECT

MOTOR
HP

DRIVE
TYPE

RETUR/ SPILL FAN DATA

(MBH)

96.5 71

(MBH)

COOLING DATA

80 / 67

EAT °F
DB/WB

58.5 / 57.1

LAT °F
DB/WB VELOCITY (FPM)

3,000

CFM

100

CFM
O.A.

AIR DATA

FACESENSIBLETOTAL
(FT-IN)
WIDTH

UNIT DIMENSIONS

(FT-IN)

7'-4" 4'-5"

LENGTH OPERATING
(FT-IN)

3'-11"

HEIGHT
WT. (LBS)

1220

REMARKSMODEL #

TRANE THC102 PROVIDE WITH 14" HIGH CURB

MANUF.
TYPE

MERV 7

FILTER

FILTER DATA

COMPRESSOR

X-LINE

STARTER
TYPE QUANTITY

2 6.6

INPUT
KW

460 3 60

PHASEVOLTS HZ

ELECTRICAL DATA CONDENSER FANS

1

No. OF FANS

PROP. 3/4

TYPE HP

AIR-COOLED CONDENSER

CONDENSING UNIT DATA

EER

LOAD

12.5

FULL
VOLTS

460 3 60

PHASE HZ

UNIT ELECTRICAL DATA

21.6

MCA

25

MOP

1

1

TRUE NORTH

RICHARDS 
BUILDING

2

1
EAST TOWER

TRUE NORTH

1

2 3

4
5

6 7

8

16 2345

A

E

B

C

D

16 2345

A

E

B
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PROJECT KEY PLAN

OVERALL KEY PLAN

1 - GILMAN GARAGE
2 - CONGRESS STREET
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4 - EAST TOWER
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6 - BEAN BUILDING
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M00-12

MECHANICAL
SCHEDULES

East Tower 6 & 7
Addition

22 Bramhall Street
Portland, ME 04102

CONSTRUCTION DOCUMENTS
JANUARY 26, 2018

Simpson Gumpertz & Heger Inc.

Sebago Technics
75 John Roberts Road , Suite
1A, South Portland, ME 04106

41 Seyon Street, Building 1, Suite 500,
Waltham, MA 02453

AKF Group LLC
99 Bedford Street, 2nd Floor, Boston MA 02111

22 Bramhall Street
Portland, ME 04102

B150312-000

Turner Construction
2 Seaport Lane, Suite 200, Boston, MA 02210

D. G. Jones International
3 Baldwin Green Common,Suite 202, Woburn, MA 01801

TU

DPR

DPR

VDA (Van Deusen & Associates)
101 Summer Street, 4th Floor, Boston MA

02110

225 Franklin Street, Suite 1100
Boston, MA 02110
t 617.478.0300
f 617.478.0321
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