
(E/N) GROUND FLOOR LEVEL

143' - 5 1/4"

(E) BASEMENT LEVEL

133' - 5 1/4"

C

10"x24" (N) CIP CONC. PIER ALIGNED 
WITH EACH STEEL BRIDGE SUPPORT 

CORBEL

CUT DOWN (E) SPANDREL.  SEE 
TYPICAL DETAIL.

TEMPORARY BRIDGE BOTTOM CHORD

G.C. TO COORDINATE 
BEARING DETAIL WITH 
TEMPORARY BRIDGE 
MANUFACTURER

3
"

(2) 3/4"Ø SS KWIK BOLT TZ 
w/4" MIN. EMBED @1'-6"OC 
(MAX), ONE ANCHOR ON 
EACH SIDE OF CORBEL.

6
"

W12x53 GALV.

PL. 1"x12"x1'-1", GALV. 

3
"

BOS EL.+133' - 5 1/4"

B.O. NEW SPANDREL ABOVE

TEMPORARY BRIDGE TOP CHORD

(N) LEVEL 1

153' - 5 1/4"

(E/N) GROUND FLOOR LEVEL

143' - 5 1/4"

(E) BASEMENT LEVEL

133' - 5 1/4"

12

(E) GARAGE SUB LEVEL 1

123' - 5 1/4"

(E) GARAGE SUB LEVEL 2

113' - 5 1/4"

(E) GARAGE SUB LEVEL 3

103' - 5 1/4"

(E) GARAGE SUB LEVEL 4

93' - 5 1/4"

(E) GARAGE SUB LEVEL 5

83' - 5 1/4"

S40-10

2

(E) PRECAST 
CONC. 10SP76

(E) PRECAST 
CONC. 10SP58

8' - 0"
2' - 0"

2
' -

 0
 1

/2
" 

±

2
' -

 1
 1

/2
" 

±

(N) PRECAST 
CONC. 10SP68

10"x24" (N) CIP CONC. PIER ALIGNED 
WITH EACH STEEL BRIDGE SUPPORT 
CORBEL

CONTINUE EAST (N) 10"x24" CIP CONC. 
PIER TO FOUNDATION.  PREVENT 
PARKING EA. FLOOR IN THIS BAY 
UNTIL PIERS ARE PROPERLY CURED.

(E) CIP CONC. 
FOUNDATION

(E) CIP CONC. 
STEM WALL TOC EL. 87' - 0" VIF

(N) PRECAST 
CONC. COLUMNS

(E) PRECAST CONC. 
COLUMN, TYP.

DEMOLISH TOP OF EXISTING PRECAST 
CONC. SPANDREL DOWN TO TOP OF 
GARAGE FLOOR MIN. 28 DAYS AFTER 
PIER INSTALLATION.  INSTALL 
TEMPORARY GUARD.  DO NOT OVERCUT 
CORNERS. 

TYP.

S40-10

3
TYP.

SD21-10

2

1
0
"

2' - 0"

1 1/2" CLR, TYP.

#3 TIES @ 10" O.C. MAX.  
PROVIDE (3) TIES AT TOP 
AND BOTTOM 6" OF PIER AT 
EA. LEVEL

#7, TYP.

#7 DOWEL, T+B OF PIER, 
TYP.  EPOXY ANCHOR INTO 
EXISTING PRECAST CONC. 
SPANDRELS 8" MIN.  LAP 
BARS 18" MIN.

GRID G.C. TO COORDINATE TOP OF 
PRECAST ELEVATIONS ON SHEAR 
WALLS TO ALIGN WITH TOP OF 
PRECAST DOUBLE TEE BEAMS AT 
ROOF LEVEL

PRECAST DOUBLE 
TEE BEAM, TYP.

PRECAST SHEAR 
WALL

1" JT., TYP.

STAINLESS STEEL JVI PSA INSERT, TYP. 
(OR APPROVED EQUIVALENT) WITH 

VERTICAL SLOT.  AMOUNT TO BE 
DETERMINED BY PRECASTER.  (3) MIN. 

PER WALL.  PROVIDE ADDITIONAL 
REINFORCEMENT AROUND INSERT AS 

REQUIRED FOR EDGE DISTANCES.

STAINLESS STEEL 
ANGLE AND 3/4"Ø 
BOLT

BACKER ROD AND 
SEALANT, TYP.  SEE 

ARCH.

STAINLESS STEEL 
EMBEDDED PLATE 
WITH (S.S.) DBAs 
AND HCAs

(E) BASEMENT LEVEL

133' - 5 1/4"

6

G.C. TO COORDINATE NEW 
SPLICE SLEEVE LOCATIONS 

WITH EXISTING AS-BUILT 
DOWEL LOCATIONS

(E) PRECAST WALL PANEL TO REMAIN

(E) PRECAST DTs TO REMAIN
(N) PRECAST WALL PANEL
TYPICAL REINF. NOT SHOWN

1' - 4"

RE-ESTABLISH DT-TO-WALL 
DIAPHRAGM CONNECTIONS AT (N) 
WALL PANELS, TYP.

VISITOR 
GARAGE

TRUE NORTH

TRUE NORTH

2 3

4
5

6 7

8

16 2345

A

E

B

C

D

16 2345

A

E

B

C

D
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 1/2" = 1'-0"

TEMPORARY BEAN BRIDGE SUPPORT
2

 1/8" = 1'-0"

PARTIAL ELEVATION AT FUTURE TEMPORARY BEAN CONNECTOR
1

 1" = 1'-0"

TYP. PIER REINF.
3

 1" = 1'-0"

TYPICAL INTERIOR SHEAR WALL DETAIL AT NEW ROOF
4

 3/4" = 1'-0"

(N) PRECAST WALL PANEL ON (E) PRECAST WALL PANEL
6

 3/4" = 1'-0"

NOT USED
5
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