OPENING SCHEDULE

General Notes:

OPENING SCHEDULE
OPENING| ROOM DOOR FRAME RATING | HARDWARE | NOTES /REMARKS:
NUMBER | NAME SIZE MATERIAL | ELEVATION | GLAZING | MATERIAL] ELEVATION| DETAILS GLAZING SET
WIDTH HEIGHT | THICKNESS (TYPE) HEAD [ JAMB  [SILL/THR |(TYPE)
001A SECUR 5—-4 W/Z” 7 =10 1 5/4” W G GL-5 HM FR-6 A4/A532 SEE NOTES 0071 Bl & CW/ ABO2
001C SECUR =7 Q-9 E HM FR—7/ B4/A6@2 EQ/A@OQ EZ/A532 GL=17 099 VIEW WINDOW
001D SECUR +5-3 5/8” 47" J HM FR—7/ B4/A6OZ EZ/A@OZ EZ/A532 GL=17 099 CURVED VIEW WINDOW
001E SECUR 410" 4" C HM FR-7/ B4/A602 EZ/A602 EQ/A532 GL=17 099 VIEW WINDOW
002A VEST 128" Uw 7°-8" UH SEE SPECS AL/CL SP-2 GL-5 AL FR-5 A4/A526 SEE NOTES BB/A532 SIM 002 SENSOR WITH LOCK OVERRIDE, DW/A526 & ES/AESOQ
002C VEST 128" Uw 7'—8" UH SEE SPECS AL/GL SpP-2 GL=2 AL FR-5 A4/A526 SIM| SEE NOTES BB/A532 SIM 002 SENSOR WITH LOCK OVERRIDE, AB/AE)BQ & DW/A526
003 PASSAGE 30 7 -0 1 3/4” W N3 GL—7 HM FR—1 DW/AS)BZ DB/A532 90 MIN 003
005 REGIST PEDI 30" 710 1 3/4” W N3 GL-7 HM FR-2 DW/A552 DB/A532 90 MIN 004
006 T PUB 3-0 710 1 5/4’7 W F HM FR-2 DW/AE)BZ* DB/A532* 005 «SEE DETAIL E4/A600 ALSO
007/A PEDI WTG 610" 47" B1 WD FR-9 AB/ASOO AB/ABOO GL=16 099 DECORATIVE VIEW WINDOW
007B PEDI WTG 68" 4" B1 WD FR-9 A3/A800 A5/A800 GL-16 099 DECORATIVE VIEW WINDOW
007/C PEDI WTG 6-10" Q-9 B1 WD FR-9 AB/ASOO AB/ABOO CL-16 099 DECORATIVE VIEW WINDOW
008 PASSAGE 74 710 1 5/4’7 W N3 GL-5 HM FR-2 DW/A552 DB/A532 006 CARD ACCESS FROM LOBBY, PUSH PLATE
FROM ED
010A TRIAGE 60" 70" 1 3/4” W NL GL-5 HM FR—1 DW/A552 DB/A532 007/ CARD ACCESS FROM TRIAGE, HOSPITAL
LATCH FROM ED
| 0108 TRIAGE 6 -0 710 1 5/4’7 W NL GL-5 HM FR-2 DW/A552 DB/A532 008
011A TRIAGE 30 7 -0 1 3/4” W N3 GL-5 HM FR—1 DW/AS)BZ DB/A532 009 CARD ACCESS FROM TRIAGE
HOSPITAL LATCH FROM ED
0118 TRIAGE 3-0" 7 =10 1 5/4” W N3 GL-5 HM FR-2 DW/ASSZ DB/A532 010
012A ALC =7 W/QW 3-6 L - — C4/A8OO C4/A800 SP 099 GLAZING UP TO 847
0128 ALC 27 W/Z” 36 L — — C4/A8@O C4/A800 SP 099 GLAZING UP TO 84"
012C ALC 9 -7 36" M - - C4/A800 C4/A800 SP 099 GLAZING UP TO 847
013A TRIAGE 3-0" 70" 1 5/4” W N3 GL-5 HM FR—1 DW/ASSZ DB/A532 009 CARD ACCESS FROM TRIAGE, HOSPITAL
LATCH FROM ED
0138 TRIAGE 30 710" 1 3/4” W N3 GL-5 HM FR-2 DW/AS)BZ DB/A532 010
O014A TRIAGE 60" 70" 1 3/4” W NL GL-5 HM FR—1 DW/A552 DB/A532 007/ CARD ACCESS FROM TRIAGE
HOSPITAL LATCH FROM ED
0148 TRIAGE 6 -0 710 1 5/4’7 W NL GL-5 HM FR-2 DW/A552 DB/A532 008
015A REGIST 471 W/Z” 36 L — — B4/A8@O B4/A800 SP 099 GLAZING UP TO 84"
0158 REGIST 4'—1 W/Qw 36" L - - B4/A800 B4/A800 SP 099 GLAZING UP TO 847
015C REGIST 9-2" 3-6 M - — B4/A800 B4/A80O SP 099 GLAZING UP TO 847
016 T PUB 3-0 710 1 5/4’7 W F HM FR-2 DW/A552 DB/A532 0117 PRIVACY
017 PASSAGE 7 -4 710" 1 3/4” W N3 GL-5 HM FR-2 DW/AS)BZ DB/A532 006 CARD ACCESS FROM LOBBY, PUSH PLATE
FROM ED, AUTO OPERATE
018 T PUB 3-0" 710 1 5/4” W F HM FR-2 DW/ASSZ DB/A552 011
020 CAFE 7-10" 7-2" A WD FR-8 AZ/A8OO M/A8OO SIM AZ/A8OO GL=13 099 GLAZING UP TO 847
021A TEL 18" 72" Al WD FR—4 AB/ASOO AW/ASOO SIM AB/ABOO GL-13 099 GLAZING UP TO 84"
021B TEL -8 77" Al WD FR—4 A3/A800 M/ASOO SIM A5/A800 GL—13 099 GLAZING UP TO 847
025A CORR 90 MIN 012 FTR
[ 0258 CORR 90 MIN 013 HOLD OPEN @ DAY, CARD ACCESS @ NIGHT
ETR
026 SOIL HLD 30" 7 -2" 1 3/4” W F - HM FR—1 DW/A552* DB/A532* 014 *SEE DETAIL E4/A6OO ALSO
029 CORR 90 MIN 012 FTR
110A CORR 90 MIN 012 ETR
1108 CORR 6 —0" UW 7'=7 W/Q” UH| SEE SPECS AL/ GL SP-3 GL=2 AL FR—=10 CW/AS)Z@ D4/A532 015 CARD ACCESS IN, PUSH PLATE OUT, PH TO REMIS
112A CORR 101" UW 7'=2 W/Q” UH| SEE SPECS AL/GL SP-2 GL-2 AL FR-5 A4/A526 DW/A526 BB/A402 SIM 016 SENSOR EXTERIOR PUSH PLATE, INTERIOR
LOCK OVERRIDE
1128 CORR 10-1" 70" 1 5/4’7 W N3 GL-7 HM FR—1 DW/A552 DB/A532 90 MIN 017
112C CORR 90 MIN 012 ETR
201A CNSLT 30" 70" 1 3/4” W N3 GL-5 HM FR—1 DW/A552 DB/A532 018
2018 CNSLT 3-0" 70" 1 5/4” W N3 GL-5 HM FR—1 DW/A532 DB/A552 019
203 CONF 30" 70" 1 5/4’7 W N3 GL-5 HM FR—1 DW/A552 DB/A532 020
204 WK RM 30 7 -0 1 3/4” W N3 GL-5 HM FR—1 DW/AS)BZ DB/A532 020
205 OFF 2'—6" 70" 1 3/4” W F HM FR—1 D1 /A552 DB/A532 001
208 WK RM 3-0" 70" 1 5/4” W N3 GL-5 HM FR—1 DW/A532 DB/A552 020
209 OFF 30" 70" 1 5/4’7 W F HM FR—1 DW/A552 DB/A532 0071
210 OFF 30 7 -0 1 3/4” W F HM FR—1 DW/AS)BZ DB/A532 001
2711 OFF 30" 70" 1 3/4” W F HM FR—1 DW/A552 DB/A532 001
2172 OFF 3-0" 70" 1 5/4” W N3 GL-5 HM FR—1 DW/A532 DB/A552 021
213 CORR 6 -0 70" 1 5/4’7 W N3 GL-5 HM FR—1 DW/A552 DB/A532 022
214 CORR 062 ETR, AUTO OPERATOR
221 HALL 012 FTR
[ 227 CNSLT 3-0" 70" 1 5/4” W N3 GL-5 HM FR—1 DW/AE)SZ* DB/A532* 023 *SEE DETAIL E4/AGOO ALSO
223 EXAM 8 -6 UW 7=2 W/Q” UH| SEE SPECS AL/GL SP-6 GL-5 AL FR—11 BB/A@OZ BZ/A@OZ 002 BREAKAWAY
7224 RES LIB 30 7 -0 1 3/4” W N3 GL-5 HM FR—1 DW/AS)BZ DB/A532 020
225 EXAM 8'—6" UW 7 =2 W/Qﬂ UH| SEE SPECS AL/GL SP-6 GL-5 AL FR-11 BS/A@OQ BQ/A@OZ 002 BREAKAWAY
226 ELEC 3-0" 70" 1 5/4” W F HM FR—1 D1 /ASSZ DB/A552 024
227 CcL J 30" 70" 1 5/4’7 W F HM FR—1 DW/A552 DB/A532 90 MIN 024
7278 CORR 7 -4 7 -0 1 3/4” W N3 GL—7 HM FR—1 DW/AS)BZ DB/A532 90 MIN 025 HOLD OPEN @ DAY, CARD ACCESS
@ NIGHT
231 CORR 6 -8 70" 1 5/4” W N3 GL-5 HM FR—1 DW/A532 DB/A552 026
237 CORR 7 =4 70" 1 5/4’7 W N3 GL-5 HM FR—1 DW/A552 DB/A532 027 CARD ACCESS EACH DIRECTION,
DELAY CLOSER BOTH DIRECTIONS
234 HALL 74" 7 =10 1 3/4” W N3 GL-5 HM FR-2 DW/A552 DB/A532 006 CARD ACCESS FROM CORRIDOR, PUSH PLATE
FROM ED
247 T PAT 30" 70" 1 5/4’7 W F HM FR—1 DW/A552 DB/A532 011
243 WTG 40" 7 -0 1 3/4” W G GL-5 HM FR—1 D1 /A552 DB/A532 028
247A STAFF LOUNGE 30" 70" 1 3/4” W N3 GL-5 HM FR—1 DW/A552 DB/A532 020
2478 STAFF LOUNGE 3-0" 70" 1 5/4” W N3 GL-5 HM FR—1 DW/A532 DB/A552 020
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OPENING| ROOM DOOR FRAME RATING | HARDWARE | NOTES /REMARKS:
NUMBER | NAME SIZE MATERIAL | ELEVATION | GLAZING | MATERIAL| ELEVATION| DETAILS GLAZING SET
b
(TYPE) o0 e TSR (MPE) OPEN’G SCHEDULE ABBREVIATIONS
WIDTH HEIGHT | THICKNESS _
AL — ALUMINUM
248 EXAM 60’ 70 1 3/4" W NL oL-5 HM FR—1 D1/A532 | D3/A532 008 4-Q" HALF GLAZED, 2'—0" LEAF BR — BULLET RESISTANT
CR — CARD READER
251A FQP -0 7-0 1 3/4" W F HM FR—1 D1/A532 | D3/A532 45 MIN | 029 CARD ACCESS IN DE — DELAYED EGRESS PANIC DEVICE ALARM
— — - EH — ELECTRIC HOLD BACK
2518 FQP 3-0 7-0 1 3/4 W F HM FR—1 D1/A532 | D3/A532 45 MIN | 029 CARD ACCESS IN FRC — FIRE RESISTANT GLASS
262A CORR 45 MIN- | 062 FTR, CARD ACCESS G — GASKET
HM — HOLLOW METAL
2628 CORR 45 MIN | 062 ETR, CARD ACCESS KP — KEYPAD
— — - ML — MAGNETIC LOCK
268A CORR 74 7-0 1 3/4 W N3 6L-7 HM FR—1 D1/A532 | D3/A532 90 MIN | 017 HOLD OPEN SC — SEGURTTY CONTACTS
2688 CORR 74 70 1 3/4" W N3 GL—7 HM FR—1 D1/A532 | D3/A532 90 MIN 017 HOLD OPEN UC — UNDERCUT
UH — UNIT HEIGHT
300 FLEC 50 7-0 1 3/4 W FL HM FR—1 D1/A532 | D3/A532 90 MIN | 024 UW — UNIT WIDTH
W — WooD
301 EXAM 60" 7-0 1 3/4" W oL 6L-5 HM FR—1 D1/A532 | D3/A532 008 #-0" HALF GLAZED, 2'—0" LEAF VW — VIEW WINDOW
302 T PAT -0 7-0 1 3/4" W F HM FR—1 D1/A532 | D3/A532 011
303 EXAM 60 70 1 3/4" W 6L 6L-5 HM FR—1 D1/A532 | D3/A532 008 4-Q" HALF GLAZED, 2'—0° LEAF
304 EXAM 60’ 7-0 1 3/4 W 6L 6L-5 HM FR—1 D1/A532 | D3/A532 008 £-0" HALF GLAZED, 2'—0° LEAF
307 T PAT 30 7-0 1 3/4" W F HM FR—1 D1/A532 | D3/A532 011
308 EXAM 60’ 7-0 1 3/4" W 6L 6L-5 HM FR—1 D1/A532 | D3/A532 008 #-0" HALF GLAZED, 2'-0° LEAF
309 EXAM 60 70 1 3/4" W 6L 6L-5 HM FR—1 D1/A532 | D3/A532 008 4-Q" HALF GLAZED, 2'—0° LEAF
310 SOIL UTL 30 7-0 1 3/4 W F HM FR—1 D1/A532 | D3/A532 45 MIN | 030
313 NOUR 74 7-0 1 3/4" W F HM FR—1 D1/A532 | D3/A532 006 CARD ACCESS IN, PUSH PLATE OUT
314 EXAM 60’ 7-0 1 3/4" W 6L 6L-5 HM FR—1 D1/A532 | D3/A532 008 #-0" HALF GLAZED, 2'-0° LEAF
315 EXAM 60 70 1 3/4" W 6L 6L-5 HM FR—1 D1/A532 | D3/A532 008 4-Q" HALF GLAZED, 2'—0° LEAF
316 EXAM 60’ 7-0 1 3/4 W 6L 6L-5 HM FR—1 D1/A532 | D3/A532 008 £-0" HALF GLAZED, 2'—0° LEAF
317 PASSAGE 74 7-0 1 3/4" W N3 6L-5 HM FR—1 D1/A532 | D3/A532 031 CARD ACCESS IN, PUSH PLATE OUT
321 MEDS 30 70 1 3/4" W F HM FR—1 D1/A532 | D3/A532 020 CARD ACCESS IN
3224 ST 30 7-0 1 3/4 W F HM FR—1 D1/A532 | D3/A532 45 MIN- | 020 CARD ACCESS INTO MEDS
3228 ST 60" 7-0 1 3/4" W N3 6L-7 HM FR—1 D1/A532 | D3/A532 90 MIN | 032 MANUAL DOOR, CARD ACCESS IN
3220 ST -0 7-0 1 3/4" W F HM FR—1 D1/A532 | D3/A532 45 MIN | 020 CARD ACCESS IN
400A T PAT 30 70 1 3/4" W F HM FR—1 D1/A532 | D3/A532 040
4008 T PAT 30 7-0 1 3/4 W F HM FR—1 D1/A532% | D3/AS32+ 040 +SEE DETAIL E4/A600 ALSO
401 ULTRA p-0 7-0 1 3/4" W F HM FR—1 D1/A532 | D3/A532 035 CAPACITY TO STAND OPEN
403 PASSAGE 74 7-0 1 3/4" W N3 6L-5 HM FR—1 D1/A532 | D3/A532 026
405 CT SCAN 60 70 1 3/4" W FL HM FR—1 C1/A532 SIM| C1/A532 036 CAPACITY TO STAND OPEN
LEAD
406 OFF 60" 7-0 1 3/4" W FL HM FR—1 C1/A532 SIM| C1/A532 036 CAPACITY TO STAND OPEN
HEAD MARK ISSUE DATE  DESCRIPTION
407 FLEC 50 70 1 3/4" W FL HM FR—1 D1/A532 | D3/A532 024
408A CNTRL 30 7-0 1 3/4 W G 6L-18 HM FR—1 C1/A532 SIM| C1/A532 039 LEAD
408B CNTRL p-7’ p-7 B HM FR—7 E1/A532 F1/A532  |oL-18 099 LEAD VIEW WINDOW
408C CNTRL 30 7-0 1 3/4" W G 6L-5 HM FR—1 D1/A532 | D3/A532 018
408D CNTRL 4=y’ 47 B HM FR—7 £1/A532 F1/a532  |oL-18 099 LEAD VIEW WINDOW
408E CNTRL 30 70 13/4 W c 6L-18 HM FR—1 C1/A532 SIM| C1/A532 039 LEAD BID 12/14/07 _ BID SET
. . Issue Log
408F CNTRL 30 42 B HM FR—7 E1/A532 F1/A532  |oL-18 099 LEAD VIEW WINDOW
4086 CNTRL 30 7-0 1 3/4" W G 6L-5 HM FR—1 D1/A532 | D3/A532 018
408H CNTRL 30 47 B HM FR—7 £1/A532 F1/a532  |oL-18 099 LEAD VIEW WINDOW ~ —
411A READ 3 70 1 3/4 W N3 6L-5 HM FR—1 D1/A532 | D3/A532 018
411B READ 3 70 1 3/4 W N3 6L-5 HM FR—1 D1/A532 | D3/A532 018
413 READ 30 7-0 1 3/4" W N3 6L-5 HM FR—1 D1/A532 | D3/A532 018
417 PASSAGE 30 70 1 3/4" W G 6L-5 HM FR—1 D1/A532 | D3/A532 018
418 T STAFF 3 70 1 3/4 W F HM FR—1 D1/A532 | D3/A532 034
419 WK RM 3 70 1 3/4 W e 6L-5 HM FR—1 D1/A532 | D3/A532 018
421A RAD 1 62 1/2" p- 2 HM FR—7 £1/A532 F1/A532  |oL-18 099 LEAD VIEW WINDOW =
1218 RAD 1 -3 1/2" 47 C HM FR—7 £1/A532 F1/a532  |oL-18 099 LEAD VIEW WINDOW SECTOR B
21C RAD 1 3 70 1 3/4 W e 6L-18 HM FR—1 C1/A532 SIM| C1/A532 038 LEAD P_ -
421D RAD 1 60’ 70 1 3/4 W FL HM FR—1 C1/A532 SIM| C1/A532 037 LEAD
422A T PAT 30 7-0 1 3/4" W F HM FR—1 D1/A532 | D3/A532 040
Key Plan
1278 T PAT 30 70 1 3/4" W F HM FR—1 D1/A532 | D3/A532 040
424A RAD 2 511" p- F HM FR—7 F1/A532 F1/A532  |oL-18 099 LEAD VIEW WINDOW
4248 RAD 2 -3 1/ p-7 c HM FR—7 E1/A532 F1/A532  |oL-18 099 LEAD VIEW WINDOW O
424C RAD 2 60’ 7-0 1 3/4" W FL HM FR—1 C1/A532 SIM| C1/A532 037 LEAD
424D RAD 2 30 7-Q" 1 3/4" W 0 0L—18 HM FR—1 C1/A532 SIM| C1/A532 039 LEAD T R 0 J Un g | B rannen
425 ST 3 70 1 3/4 W F HM FR—1 D1/A532 | D3/A532 043
ARCHITECTURE INTERIOR DESIGN ENGINEERING MASTER PLANNING
427 PASS 3 70 1 3/4 W F HM FR—1 D1/A532 | D3/A532 026
427A PASSAGE 30 7-0" 1 3/4" W G 0L-5 HM FR—1 D1/A532 | D3/A532 023 22 Boston Wharf Road, Boston, Massachusetts 02210
Tel 617.502.9400 Fax 617.502.3402 www.trojungbrannen.com
501A DECON 4= 70 1 3/4" W F HM FR—1 D1/A532 | D3/A532 044
501B DECON $-¢ 70 1 3/4 HM N3 6L-2 HM FR-5 A/A02 | A2/A402 | A3/A402 045 CARD ACCESS FROM TWO LOCATIONS |
CAMERA ON DOOR
503A VEST 11'-10" UW | 7=2 1/2" UH| SEE SPECS | AL/GL SP—2 6L-5 AL FR-5 C3/A532 | C2/A532 | C3/A532 002 FULL SLIDER, AUTO OPERATE, PUSH PLATE
5038 VEST 1°=10" Uw | 7=2 1/7° UH| SEE SPECS | AL/GL SP-2 6L-2 AL FR-5 B1/A402 | B2/A402 | B3/A402 002 FULL SLIDER, AUTO OPERATE, CAMERA ON
DOOR, CARD ACCESS, PUSH PLATE
506 KIT 3 70 1 3/4 W N3 6L-5 HM FR—1 D1/A532 | D3/A532 020 CARD ACCESS IN, LATCH OUT
507 T STAFF 30 7-0 1 3/4" W F HM FR—1 D1/A532 | D3/A532 011 |
508 REMIS 3-0 7-0 1 3/4 W D 6L-5 HM FR—1 D1/A532 | D3/A532 047 DUTCH DOOR W/ ,A\
TRANSACTION TOP AT BOTTOM HALF
[ ) [ ]
509 OFF 3 70 1 3/4 W N3 6L-5 HM FR—1 D1/A532 | D3/A532 001 Malne Medlcal ( 'enter
510 CORR 7 7-0 1 3/4" W N3 6L-5 HM FR—1 D1/A532 | D3/A532 046 . .
” ” ED Expansion and Renovation
512 ANTE 8-6 UW |7-2 1/2° UM SEE SPECS | AL/GL SP-1 6L-5 AL FR-5 B3/A602 | B2/A602 | B3/A602 002 BREAKAWAY .
: ,, Portland, Maine MMC Project No. 21843
513A SO EXAM 4-0 4-9 B HM FR—7 B1/A532 | B2/AS32 | B3/A532  |0L-5 099 VIEW WINDOW
5138 SO EXAM p-( 70 1 3/4 W e 6L-5 HM FR—1 D1/A532 | D3/A532 048 Drawing Title
5144 SO EXAM §-0 7-0 1 3/4" W G 6L-5 HM FR—1 D1/A532 | D3/A532 048 OPEN'NG SCHEDULE
5148 SO EXAM -9 47 B HM FR—7 B1/A532 | B2/A532 | B3/A532 |GL-5 099 VIEW WINDOW
515 EXAM 8'-6 UW |7-2 1/2° UH| SEE SPECS | AL/GL SP-8 6L-5 AL FR-11 B3/A602 | B2/A602 002 BREAKAWAY
516 T PAT 3 70 1 3/4 W F HM FR—1 D1/A532 | D3/A532 033
Drawing Scale
517 EXAM 8-6 UW |7-2 1/2° UH| SEE SPECS | AL/GL SP-§ 6L-5 AL FR=11 B3/A602 | B2/A602 002 BREAKAWAY Drawn By e T Comm—No. 2696
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