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CITY OF PORTLAND
FIRE PREVENTION BUREAU

380 Congress Street, Portland, Maine 04T0T
fireprevention@portlandmaine. gov
(207) 874-8400

NOTICE OF VIOLATION AND ORDER TO CORRECT

August 18, 2017

Responsible Party 1:

BEH REDEVELOPMENT LLC

PO BOX 4760

PORTLAND, ME 04112
Location CEL Inspection Date
32 ELLSWORTH ST 034 C005001 8/3/2017
Juspector Inspection Type , | Status
Daniel Dyer FP Routine Inspection Failed

‘The City of Pertland Fire Department inspected this property, and found the fire and life safety code
violations listed below, which you are hereby ordered to correct, You must propose a date of completion to

remedy each violation, a final date of completion, and a date of re-inspection.

You must send this form to the Fire Prevention Bureau no later than 9/15/2017, .

Your failure to submit a plan of action by the date provided, or to correct any violation within the applicable time
frame, may result in legal action against vou, the imposition of civil penalties, and the pursuit of other legal '

remedies,

Violation

Proposed Date
of Completion

NFFA 101-7.2.1.15.8 FIRE DOOR ASSEMBLY REQ REPAIR: Door openings not in proper
operating condition shall be repaired or replaced without detay,

need self closers on basement doar

NFPA 101-7.9.3 EMERGENCY LIGHTS REQUIRE MAINTENANCE; 7.9.3 Periodic Testing
of Emergency Equipment 7.9.3.1 Required emergancy lighting systemns shail be tested in
accordance with one of the three options offered by 7.9.3.1.1, 7.9.3.1.2, or 7.9.3.1.3. 7.9.3.1.1
Tesling of required emergency lighting systems shalt be parmitied to be conductad as oilows:
{1) Functicnal testing shall be conducted monthly with a minimum of 3 weeks and a maximum
of 5 weeks hetween tests, for not less than 30 seconds, except as otherwise permitted by
7.8.3.1.142). (2) The test interval shall be permitted to be extended beyend 30 days with the
approval of the authority having jurisdiction. (3) Functional testing shall be conducted annually
for a minimum 1-1/2 hours if the emergency lighting system Is battery powered, (4) The
emergency lighting equipment shall be fully operational for the duration of the test requirad by
7.9.3.1.1(1) and (3). (5) Written records of visual inspections and tests shall be kept by the
owner for inspection by the authority having jurisdiction.

1st & 2nd floor front. st floor rear

PORTLAND FIRE DEPARTMENT CHAPTER 10 FIRE ALARM INSPECTION STICKER
REQUIRED; Provide annual fire alarm inspection sticker at the annunciator, This sticker must
be provided by a licensed master fire alarm company. A list of licensed master fire alarm
companies can be found at: www.portlandmaine.gov/firepravention.

Sticker expired 3/17
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Violation Proposed Date
of Compietion
A e
FINAL DATE OF COMPLETED VIOLATION(S) % 51 |-—{
FIRE PREVENTION BUREAU RE-INSPECTION OF COMPLETED VIOLATION(S) AN M/
The Bureau reserves the right to reject or modify any proposed plan of action, and may require evidence of —:L

sufficient financial and technical capacity to complete the proposed plan. Please contact the Bureau with any 117-272;
questions. A
VIOLATOR CERTIFICATION o Stiredul

v

I agree to remedy the violations listed within the timeframes provided. IfI require additional time to comg};, I K/P“'A "
understand that { must contact the Fire Prevention Bureau prior to the deadline to requesi an extension, which eAnan
is entirely within the Bureau’s discretion to grant or deny. ‘Ehvﬁ {[[e@ .

VeMan
{ further understand that it is my responsibility to schedule a reinspection of my property once the violations oM
have been remedied fo do so. My failure to schedule a reinspection shall be deemed an admission that the '
violations have not been remedied,

If I fail to comply with this agreement, [ understand that I am liable for penalties pursuant to the City of
Portland Code of Ordinances §§ 1-15 and 10-25, and 30-4,M.R.S. § 4452 and may be subject to further legal

ol A Bedon

Date esponsible I;zfrry N

Date Responsibie Party
SEEN AND AGREED )
09.14.11 C O S
Date Fire Preventior{ﬁureau
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