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March 16,2015

Chief of Fire Department
380 Congress Street
Portland, Maine 04101

Dear Chief of Fire Department,

Please find the enclosed report of Fire Alarm Inspection Report for the three large buildings that
we manage here at Danforth Heights Apartments. This inspection was conducted over the
course of two days March 11 and 12, 2015 by Simplex Grinnell.

Can you please forward this on to the appropriate Fire Station? Thank you.

Sincerely,

@/M& Denr, P

Cynde Dunn, Property Manager
Federal Management Co., Inc.

schochet companies
/Cynde Dunn, cos:

Property Manager

Danforth Heights
48 Salem Streel
Portland, Maine 04102
Direct: 617.674.5920
Main: 207.772.4386
Fax: 207.772.306%

cynde.dunn@schochet.com
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FIRE ALARM INSPECTION REPORT
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Cynde Dunn
Manager
Danforth Heights
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Cynde Dunn
Manager

Danforth Heights
48 Salem Street
Portland, ME 04102

Thank you for choosing SimplexGrinnell as the provider of your Fire Alarm Inspection services,
which began on March 11, 2015, and were completed on March 12, 2015.

SIMPLEXGRINNELL PERFORMED THE ANNUAL TEST AND INSPECTION OF THE FIRE ALARM
SYSTEMS IN THE BUILDINGS FOR THE DANFORTH HEIGHTS APARTMENT COMPLEX.

THE FOLLOWING TESTS WERE PERFORMED:

240 DANFORTH STREET (BUILDING "A"): MANUAL PULL STATIONS, SMOKE DETECTORS, AND
HEAT DETECTORS WERE TESTED FOR ALARM INITIATION. SMOKE DETECTORS WERE
CLEANED. THE HEAT DETECTOR LOCATED IN THE TRASH CHUTE WAS FOUND TO BE OVER
FIFTEEN YEARS OLD (FIXED TEMPERATURE TYPE) AND WAS REPLACED AT THE TIME OF
SERVICE (ELECTRICALLY TESTED SUCCESSFULLY).

AUDIO-VISUAL DEVICES WERE SOUNDED BUILDING WIDE BUT ONLY COMMON AREA DEVICES
WERE VERIFIED. PRIOR NOTICE IS REQUIRED TO BE GIVEN TO TENANTS IN ORDER TO ACCESS
UNIT NOTIFICATION APPLIANCES.

TEST SIGNALS FOR ALARM AND TROUBLE CONDITIONS WERE SENT TO AND RECEIVED BY
PROTECTION ONE'S CENTRAL STATION.

21 SCHOOL STREET (BUILDING "B"): MANUAL PULL STATIONS, SMOKE DETECTORS, AND
HEAT DETECTORS WERE TESTED FOR ALARM INITIATION. SMOKE DETECTORS WERE
CLEANED. FIXED TEMPERATURE HEAT DETECTOR WAS ELECTRICALLY TESTED.

PANEL BATTERIES FAILED LOAD TESTING AND WERE REPLACED AT THE TIME OF SERVICE (12
VOLT, 10 AMP HOUR).

AUDIO-VISUAL UNITS WERE TESTED BUILDING WIDE, BUT ONLY COMMON AREA DEVICES
WERE VERIFIED. PRIOR NOTICE IS REQUIRED TO BE GIVEN TO TENANTS IN ORDER TO ACCESS
UNIT NOTIFICATION APPLIANCES.

TEST SIGNALS FOR ALARM AND TROUBLE CONDITIONS WERE SENT TO AND RECEIVED BY
PROTECTION ONE.
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Danforth Heights

48 SALEM STREET (BUILDING "C"): MANUAL PULL STATIONS, HEAT DETECTORS, AND SMOKE
DETECTORS WERE TESTED FOR ALARM INITIATION. SMOKE DETECTORS WERE CLEANED.

PANEL BATTERIES WERE FOUND TO BE OUTDATED (FIVE YEARS OLD) AND WERE REPLACED
AT THE TIME OF SERVICE (12 VOLT, 18 AMP HOUR).

THE HEAT DETECTOR LOCATED AT THE TOP OF THE SOUTH STAIRWELL HAS NO VOLTAGE
GOING TO IT (PART OF AN OLD SYSTEM) AND SHOULD BE REMOVED (CAN BE DONE BY
BUILDING MAINTENANCE).

DURING TESTING ON THESE SYSTEMS, VARIOUS ZONES REPORTED INTERMITTANT TROUBLE
CONDITIONS. VOLTAGE DID STAY CONSTANT ON THE ZONES WHICH REPORTED TROUBLE,
HOWEVER. THE CAUSE OF THIS IS THAT PANEL IS SENSITIVE TO RADIO INTERFERENCE, SO
ADDITIONAL SHIELDING MAY BE REQUIRED (CHECK WITH AUTHORIZED SERVICE
REPRESENTATIVE FOR ADDITIONAL INFORMATION). THE 48 SALEM STREET FIRE PANEL WAS
FAILED DUE TO THIS PANEL REPORTING TROUBLES WHILE IN ALARM CONDITION, WITH NO
RADIO ACTIVATION AT THE TIME THE TROUBLE CONDITION(S) WERE ACTIVE.

A TEST OF THE VOICE COMMUNICATION SYSTEM WAS PERFORMED. AUDIO AND
AUDIO-VISUAL DEVICES WERE TESTED BUILDING WIDE, BUT ONLY COMMON AREA DEVICES
WERE VERIFIED. PRIOR NOTICE IS REQUIRED TO BE GIVEN TO TENANTS IN ORDER TO ACCESS
UNIT NOTIFICATION APPLIANCES. (HANDICAPPED ROOMS NOT ACCESSIBLE PER
MANAGEMENT).

THE VOICE COM (CERBERUS)VOICE EVACUATION PANEL WAS FOUND TO HAVE A FAULTY 'ALL
CALL' SWITCH; THE SWITCH DOESN'T FULLY ENGAGE IN THE 'ON' POSITION. THIS
PREVENTS AUDIO FROM BEING GENERATED OVER THE BUILDING SPEAKERS VIA THE
VOICECOM PANEL MICROPHONE. THIS PANEL NEEDS TO BE REPLACED TO ALLOW FOR
PROPER OPERATION OF THIS FUNCTION.

TEST SIGNALS FOR ALARM AND TROUBLE CONDITIONS WERE SENT TO AND RECEIVED BY
PROTECTION ONE'S CENTRAL STATION.

AS NOTED IN THE PREVIOUS INSPECTIONS, THE SMOKE DETECTORS AT THIS LOCATION
PERFORM A SELF SENSITIVITY TEST PER THE MANUFACTURER/AUTHORIZED SERVICE AGENT.
THIS INFORMATION WAS GIVEN TO THE INSPECTOR BY GENE OF E.R.FIELD COMPANY AT THE
TIME OF A PREVIOUS INSPECTION. THE TRUTEST SENSITIVITY TESTER DID NOT PROVIDE
ACCURATE TEST RESULTS WHEN TESTING WAS ATTEMPTED.

DETECTOR MODEL NUMBER IS CERBERUS PYROTRONICS PE-11.



SimplexGrinnell

FIRE ALARM INSPECTION REPORT

SITE: Danforth Heights

Monitoring Agency:

Authority Having Jurisdiction:

Inspection Service:

Protection One

Central Station
(877) 357-1808

Portland Fire Dept.
Portland, ME 04101

Dispatch
(207) 874-8576

SimplexGrinnell

20 Thomas Drive
Westbrook, ME 04092
Phone: (207) 842-6440

License No.:

Service Mgr: Vicky Allen
Service Sales: Ken Plourde
Inspector:  John Linscott
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SimplexGrinnell

FIRE ALARM INSPECTION REPORT
SITE: Danforth Heights
CONTROL PANEL/CENTRAL PROCESSING UNIT
Pyrotronics PXL
Serial #
Building: 21 School Street Floor: Gnd Area: Boiler Room
Test Performed Result Value Notes
Voltage w/ Charger Passed 28.1
Voltage w/o Charger Passed 25.0
Battery % of Charge Passed See Report Comments
Battery Age Check Passed
Zone Trouble Passed
Signal Trouble Passed
Type Signal Circuit Passed
AC Input Voltage Passed 120.0
Earth Detection Passed
Lamps/LED Test Passed
Drill Switch Not Applicable

Control Function(s) Passed

PAGE 4



SimplexGrinnell
FIRE ALARM INSPECTION REPORT PAGE 5

SITE: Danforth Heights

CONTROL PANEL/CENTRAL PROCESSING UNIT

Pyrotronics PXL
Serial #
Building: 240 Danforth Street Floor: Gnd Area: Boiler Room

Test Performed Result Value Notes
Voltage w/ Charger Passed 27.9
Voltage w/o Charger Passed 24.4
Battery % of Charge Passed

Battery Age Check Passed

Zone Trouble Passed

Signal Trouble Passed

Type Signal Circuit Passed

AC Input Voltage Passed 120.0
Earth Detection Passed

Lamps/LED Test Passed

Drill Switch Not Applicable

Control Function(s) Passed
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SITE: Danforth Heights

CONTROL PANEL/CENTRAL PROCESSING UNIT

Pyrotronics PXL
Serial #
Building: 48 Salem Street Floor: 4th Area: Center Stairwell (FACP)

Test Performed Result Value Notes
Voltage w/ Charger Passed 27.1

Voltage w/o Charger Passed 25.0

Battery % of Charge Passed

Battery Age Check Passed See Report Comments
Zone Trouble Passed

Signal Trouble Passed

Type Signal Circuit Passed

AC Input Voltage Passed 120.0

Earth Detection Passed

Lamps/LED Test Passed

Drill Switch Passed

Control Function(s) Failed Intermittent Troubles in Alarm
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SITE: Danforth Heights

CONTROL PANEL/CENTRAL PROCESSING UNIT

Cerberus Voicecom
Serial # na
Building: 48 Salem Street Floor: 4th Area: Center Stairwell (Voice)

Test Performed Result Value Notes
Voltage w/ Charger Passed 27.4
Voltage w/o Charger Passed 24.6
Battery % of Charge Passed

Battery Age Check Passed

Zone Trouble Not Applicable

Signal Trouble Passed

Type Signal Circuit Passed

AC Input Voltage Passed 120.0
Earth Detection Passed

Lamps/LED Test Passed

Drill Switch Not Applicable

Control Function(s) Failed All Call Switch Faulty
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SITE: Danforth Heights
ALARM INITIATING DEVICES
SUMMARY TEST RESULTS
Dev. Number Number Number
Type Description Total Tested Failed Not Tested
HD Heat Detector 8 8 0 0
PSD Photo Smoke Detector 97 97 0 0
PSSA Pull Station-Single Action 44 44 0 0
DETAIL TEST RESULTS
Dev Cust Cust  Address/ Service Test
[ype Building Floor Area Zone Dev# Zone No. Performed Result
>SSA 21 School Street Ist Entry Vestibule near 101 5 Tested Passed
>SSA 21 School Street Ist Entry Vestibule near 111 5 Tested Passed
>SSA 21 School Street Ist Exit near 101 3 Tested Passed
>SSA 21 School Street Ist Exit near 111 3 Tested Passed
>SD 21 School Street Ist Hallway near 101 4 Tested Passed
>SD 21 School Street Ist Hallway near 103 4 Tested Passed
>SD 21 School Street Ist Hallway near 105 4 Tested Passed
>SD 21 School Street Ist Hallway near 107 4 Tested Passed
>SD 21 School Street Ist Hallway near 108 -+ Tested Passed
>SD 21 School Street Ist Hallway near 109 4 Tested Passed
>SD 21 School Street Ist Hallway near 111 4 Tested Passed
>SSA 21 School Street 2nd  Exit near 201 5 Tested Passed
>SSA 21 School Street 2nd Exit near 207 5 Tested Passed
>SSA 21 School Street 2nd Exit near 211 5 Tested Passed
>SD 21 School Street 2nd Hallway near 201 6 Tested Passed
>SD 21 School Street 2nd Hallway near 203 6 Tested Passed
>SD 21 School Street 2nd Hallway near 205 6 Tested Passed
’SD 21 School Street 2nd Hallway near 207 6 Tested Passed
’SD 21 School Street 2nd Hallway near 208 6 Tested Passed
’SD 21 School Street 2nd Hallway near 209 6 Tested Passed
’SD 21 School Street 2nd Hallway near 211 6 Tested Passed
’SD 21 School Street 2nd  Stair near 211 6 Tested Passed
’SSA 21 School Street 3rd Exit near 301 7 Tested Passed

SimplexGrinnell




Dev
T'vpe

PSSA
PSD
PSD
>SD
>SD
>SD
>SD
>SD

>SSA

>SSA
>SD
>SD
>SD
>SSA
’SD
>SD
>SD
>SD
>SD
’SSA
>SSA
’SSA
’SSA
>SD
’SD
’SD
>SD
’SD
’SSA
’SSA
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SITE: Danforth Heights

ALARM INITIATING DEVICES

Building

21 School Street
21 School Street
21 School Street
21 School Street
21 School Street
21 School Street
21 School Street
21 School Street
21 School Street

21 School Street

21 School Street

21 School Street

21 School Street

21 School Street

21 School Street

240 Danforth Street
240 Danforth Street
240 Danforth Street
240 Danforth Street
240 Danforth Street
240 Danforth Street
240 Danforth Street
240 Danforth Street
240 Danforth Street
240 Danforth Strect
240 Danforth Street
240 Danforth Street
240 Danforth Street
240 Danforth Street
240 Danforth Street
240 Danforth Street
240 Danforth Street

Floor

3rd
3rd
3rd
3rd
3rd
3rd
3rd
3rd
3rd

Gnd
Gnd
Gnd
Gnd
Gnd
Gnd
st
1st
1st
Ist
1st
1st
Ist
Ist
2nd
2nd
2nd
2nd
2nd
2nd
2nd
3rd
3rd

DETAIL TEST RESULTS

Area

Exit near 307

Hallway near 301

Hallway near 303
Hallway near 305
Hallway near 307
Hallway near Trash Chute
Stair near 301

Stairwell near 307

Top of Trash Chute (FT)

Boiler Room

Boiler Room

Exit near 2

Hallway near 2

Hallway near 3

Hallway near 5

Exit near Trash Chute
Hallway near 104
Hallway near 106
Hallway near 108
Hallway near 110
Hallway near Trash Chute
Vestibule near 110
Vestibule near Trash Chute
Exit near 210

Exit near Trash Chute
Hallway near 204
Hallway near 206
Hallway near 208

Hallway near 210

Hallway near Trash Chute
Exit near 310

Exit near Trash Chute

Cust
Zone

Cust

Address/

Dev#  Zone No.

PAGE 9

Service Test
Performed Result
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Electrical Test Only
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Tested Passed
Tested Passed
Tested Passed
Tested Passed
Tested Passed
Tested Passed
Tested Passed
Tested Passed
Tested Passed
Tested Passed
Tested Passed
Tested Passed
Tested Passed
Tested Passed
Tested Passed
Tested Passed
Tested Passed
Tested Passed
Tested Passed
Tested Passed
Tested Passed
Tested Passed
Tested Passed
Tested Passed
Tested Passed
Tested Passed
Tested Passed
Tested Passed
Tested Passed
Tested Passed
Tested Passed
Tested Passed
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SITE: Danforth Heights

ALARM INITIATING DEVICES

DETAIL TEST RESULTS

Jev Cust Cust  Address/ Service Test

Cype Building Floor Area Zone Dev# Zone No. Performed Result
’SD 240 Danforth Street 3rd Hallway near 304 6 Tested Passed
’SD 240 Danforth Street 3rd Hallway near 306 6 Tested Passed
’SD 240 Danforth Street 3rd Hallway near 308 6 Tested Passed
’SD 240 Danforth Street 3rd Hallway near 310 6 Tested Passed
’SD 240 Danforth Street 3rd Hallway near Trash Chute 6 Tested Passed
’SD 240 Danforth Street 3rd Stairwell near 310 6 Tested Passed
’SD 240 Danforth Street 3rd Stairwell near Trash Chute 6 Tested Passed
1D 240 Danforth Street 3rd Top of Trash Chute (FT) 9 Tested Passed

See Report Comments

’SSA 240 Danforth Street Gnd Boiler Room 7 Tested Passed
ID 240 Danforth Street ~ Gnd Boiler Room 8 Tested Passed
'SSA 48 Salem Street 1st Center Stairwell 3 Tested Passed
'SD 48 Salem Street Ist Center Stairwell 4 Tested Passed
'SSA 48 Salem Street Ist Exit near Apt 103 3 Tested Passed
'SSA 48 Salem Street Ist Exit near Apt 107 3 Tested Passed
'SD 48 Salem Street Ist Near Apt 101 4 Tested Passed
'SD 48 Salem Street Ist Near Apt 102 4 Tested Passed
'SD 48 Salem Street Ist Near Apt 103 4 Tested Passed
'SD 48 Salem Street Ist Near Apt 104 4 Tested Passed
'SD 48 Salem Street Ist Near Apt 105 4 Tested Passed
'SD 48 Salem Street Ist Near Apt 106 4 Tested Passed
'SD 48 Salem Street Ist Near Apt 107 4 Tested Passed
'SSA 48 Salem Street 2nd Center Stairwell 5 Tested Passed
'SD 48 Salem Street 2nd  Center Stairwell 6 Tested Passed
'SSA 48 Salem Street 2nd  Exit near Apt 203 5 Tested Passed
'SSA 48 Salem Street 2nd  Exit near Apt 207 5 Tested Passed
'SD 48 Salem Street 2nd Near Apt 201 6 Tested Passed
'SD 48 Salem Street 2nd  Near Apt 202 6 Tested Passed
'SD 48 Salem Street 2nd Near Apt 203 6 Tested Passed
'SD 48 Salem Street 2nd Near Apt 204 6 Tested Passed
SD 48 Salem Street 2nd Near Apt 205 6 Tested Passed
SD 48 Salem Street 2nd Near Apt 206 6 Tested Passed
SD 48 Salem Street 2nd  Near Apt 207 6 Tested Passed
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SITE: Danforth Heights

ALARM INITIATING DEVICES

DETAIL TEST RESULTS

Dev Cust Cust  Address/ Service Test

IType Building Floor Area Zone Dev# Zone No. Performed Result
1D 48 Salem Street 3rd Boiler Room (FT) 16 Tested Passed

Electrical Test Only

>SSA 48 Salem Street 3rd Boiler Room Exit 17 Tested Passed
>SSA 48 Salem Street 3rd Center Stairwell 7 Tested Passed
>SD 48 Salem Street 3rd  Center Stairwell 8 Tested Passed
>SSA 48 Salem Street 3rd Exit near Apt 303 7 Tested Passed
>SSA 48 Salem Street 3rd Exit near Apt 310 7 Tested Passed
1D 48 Salem Street 3rd Foyer by Laundry 8 Tested Passed
>SSA 48 Salem Street 3rd Management Office Lobby 7 Tested Passed
>SD 48 Salem Street 3rd Near Apt 301 8 Tested Passed
>SD 48 Salem Street 3rd Near Apt 302 8 Tested Passed
>SD 48 Salem Street 3rd Near Apt 303 8 Tested Passed
’SD 48 Salem Street 3rd Near Apt 306 8 Tested Passed
>SD 48 Salem Street 3rd Near Apt 308 8 Tested Passed
>SD 48 Salem Street 3rd Near Apt 310 8 Tested Passed
>SD 48 Salem Street 3rd Near Boiler Room 8 Tested Passed
>SSA 48 Salem Street 3rd Stairwell Exit near Apt 303 7 Tested Passed
>SSA 48 Salem Street 3rd Stairwell Exit near Apt 310 7 Tested Passed
>SD 48 Salem Street 4th  Center Stairwell 10 Tested Passed
’SSA 48 Salem Street 4th  Center Stairwell 9 Tested Passed
>SSA 48 Salem Street 4th  Exit by Apt 405 9 Tested Passed
>SSA 48 Salem Street 4th  Exit by Apt 413 9 Tested Passed
>SSA 48 Salem Street 4th Main Entry Vestibule 9 Tested Passed
>SD 48 Salem Street 4th  Near Apt 401 10 Tested Passed
’SD 48 Salem Street 4th  Near Apt 403 10 Tested Passed
’SD 48 Salem Street 4th  Near Apt 405 10 Tested Passed
’SD 48 Salem Street 4th Near Apt 408 10 Tested Passed
'SD 48 Salem Street 4th  Near Apt 410 10 Tested Passed
’SD 48 Salem Street 4th Near Apt 412 10 Tested Passed
’SD 48 Salem Street 4th Near Apt 414 10 Tested Passed
'SSA 48 Salem Street 5th  Center Stairwell 11 Tested Passed
'SD 48 Salem Street 5th  Center Stairwell 12 Tested Passed

'SSA 48 Salem Street 5th  Exit near Apt 505 11 Tested Passed



Dev
Type

PSSA
PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSSA

PSD
PSD
PSSA
PSSA
PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSSA

PSD
PSD
PSD
PSSA
PSD

SimplexGrinnell
FIRE ALARM INSPECTION REPORT

SITE: Danforth Heights

ALARM INITIATING DEVICES

Building

48 Salem Street
48 Salem Street
48 Salem Street
48 Salem Street
48 Salem Street
48 Salem Street
48 Salem Strect
48 Salem Strect
48 Salem Street
48 Salem Street

48 Salem Street
48 Salem Street
48 Salem Street
48 Salem Street
48 Salem Street
48 Salem Street
48 Salem Street
48 Salem Street
48 Salem Street
48 Salem Street
48 Salem Street
48 Salem Street
48 Salem Street
48 Salem Street
48 Salem Street

48 Salem Street
48 Salem Street
48 Salem Street
48 Salem Street
48 Salem Street

Floor

5th
5th
5th
5th
5th
5th
5th
5th
6th
6th

oth
6th
6th
6th
6th
6th
6th
6th
6th
6th
6th
6th
6th
Gnd
Gnd

Gnd
Gnd
Gnd
Gnd
Gnd

Service
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Test

Performed Result

DETAIL TEST RESULTS
Cust Cust Address/
Area Zone Dev#  Zone No.
Exit near Apt 514 11
Near Apt 501 12
Near Apt 503 12
Near Apt 505 12
Near Apt 508 12
Near Apt 510 12
Near Apt 512 12
Near Apt 514 12
Center Stairwell 13
Center Stairwell (FT) 15
Electrical Test Only
Center Stairwell (Over Stairs) 14
Center Stairwell (Walkway) 14
Exit near Apt 605 13
Exit near Apt 614 13
Near Apt 601 14
Near Apt 603 14
Near Apt 605 14
Near Apt 608 14
Near Apt 610 14
Near Apt 612 14
Near Apt 614 14
Stairwell near Apt 605 14
Stairwell near Apt 614 14
Exit Near Apt 03 1
Mechanical/Trash Room (FT) 18
Electrical Test Only
Near Apt 01 2
Near Apt 02 2
Near Apt 03 2
Rear Entry Vestibule 1
Rear Entry Vestibule 2

Tested
Tested
Tested
Tested
Tested
Tested
Tested
Tested
Tested
Tested

Tested
Tested
Tested
Tested
Tested
Tested
Tested
Tested
Tested
Tested
Tested
Tested
Tested
Tested
Tested

Tested
Tested
Tested
Tested
Tested

Passed
Passed
Passed
Passed
Passed
Passed
Passed
Passed
Passed
Passed

Passed
Passed
Passed
Passed
Passed
Passed
Passed
Passed
Passed
Passed
Passed
Passed
Passed
Passed
Passed

Passed
Passed
Passed
Passed
Passed
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SITE: Danforth Heights

ALARM INDICATING DEVICES

PAGE 13

Number

Not Tested

0
0
0

SUMMARY TEST RESULTS
Dev. Number Number
Type Description Total Tested Failed
A/V Audio/Visual Signal Device 87 87 0
ANNC Annunciator 2 2 0
VSIG Visual Only Signal 2 2 0
DETAIL TEST RESULTS

Dev
[Cype Building

A/V 21 School Street
A/V 21 School Street
A/V 21 School Street
A/V 21 School Street
A/V 21 School Street
A\/V 21 School Street
ANNC 21 School Street
\/V 21 School Street
\/V 21 School Street
\/V 21 School Street
\/V 21 School Street
\/V 21 School Street
\/V 21 School Street
\/V 21 School Street
\/V 21 School Street
\/V 21 School Street
\/V 21 School Street
\/V 21 School Street
\/V 21 School Street
A\NNC 240 Danforth Street
\/V' 240 Danforth Street
V'V 240 Danforth Street
\/V 240 Danforth Street

Floor

Ist
Ist
Ist
Ist
1st
1st
1st
2nd
2nd
2nd
2nd
2nd
3rd
3rd
3rd
3rd
Gnd
Gnd
Gnd
Ist
1st
st
1st

Area

Hallway near 101
Hallway near 103
Hallway near 105
Hallway near 108
Hallway near 109
Hallway near 111
Main Entry
Hallway near 201
Hallway near 203
Hallway near 205
Hallway near 208
Hallway near 211
Hallway near 301
Hallway near 303
Hallway near 305
Hallway near 307
Boiler Room
Hallway near 2
Hallway near 5

Cust Cust  Address/
Zone Dev# Zone No.

Service

Test

Performed Result

Entry near Trash Chute

Hallway near 104
Hallway near 106
Hallway near 108

Tested
Tested
Tested
Tested
Tested
Tested
Tested
Tested
Tested
Tested
Tested
Tested
Tested
Tested
Tested
Tested
Tested
Tested
Tested
Tested
Tested
Tested
Tested

Passed
Passed
Passed
Passed
Passed
Passed
Passed
Passed
Passed
Passed
Passed
Passed
Passed
Passed
Passed
Passed
Passed
Passed
Passed
Passed
Passed
Passed
Passed



Dev
Lype

A/V
A/V
ANV
ANV
LVAYS
A/V
A/V
A/V
A/V
\/V
\/V
\/V
\/V
\/V
\\V
\/V
\/V
\/V
\/V
\/V
\/V
\/V
\/'V
\/'V
\/'V
\/V
\/V
(VA
VvV
VvV
vV
VAY
VAY
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SITE: Danforth Heights

ALARM INDICATING DEVICES

Building

240 Danforth Street
240 Danforth Street
240 Danforth Street
240 Danforth Street
240 Danforth Street
240 Danforth Street
240 Danforth Street
240 Danforth Street
240 Danforth Street
240 Danforth Street
240 Danforth Street
240 Danforth Street
240 Danforth Street

48 Salem Street
48 Salem Strect
48 Salem Street
48 Salem Street
48 Salem Street
48 Salem Strect
48 Salem Street
48 Salem Street
48 Salem Street
48 Salem Street
48 Salem Street
48 Salem Street
48 Salem Street
48 Salem Street
48 Salem Street
48 Salem Street
48 Salem Street
48 Salem Street
48 Salem Street
48 Salem Street

Floor

Ist
1st
2nd
2nd
2nd
2nd
2nd
3rd
3rd
3rd
3rd
3rd
Gnd
st
Ist
st
1st
1st
Ist
Ist
st
2nd
2nd
2nd
2nd
2nd
2nd
2nd
2nd
3rd
3rd
3rd
3rd

DETAIL TEST RESULTS

Cust Cust  Address/

Service

PAGE 14

Test

Area Zone Dev# Zone No. Performed Result
Hallway near 110 Tested Passed
Hallway near Trash Chute Tested Passed
Hallway near Trash Chute Tested Passed
Hallway near 204 Tested Passed
Hallway near 206 Tested Passed
Hallway near 208 Tested Passed
Hallway near 210 Tested Passed
Hallway near 304 Tested Passed
Hallway near 306 Tested Passed
Hallway near 308 Tested Passed
Hallway near 310 Tested Passed
Hallway near Trash Chute Tested Passed
Boiler Room Tested Passed
Center Stairwell Tested Passed
Hallway by Apt 101 Tested Passed
Hallway by Apt 102 Tested Passed
Hallway by Apt 103 Tested Passed
Hallway by Apt 104 Tested Passed
Hallway by Apt 105 Tested Passed
Hallway by Apt 106 Tested Passed
Hallway by Apt 107 Tested Passed
Center Stairwell Tested Passed
Hallway by Apt 201 Tested Passed
Hallway by Apt 202 Tested Passed
Hallway by Apt 203 Tested Passed
Hallway by Apt 204 Tested Passed
Hallway by Apt 205 Tested Passed
Hallway by Apt 206 Tested Passed
Hallway by Apt 207 Tested Passed
Boiler Room Tested Passed
Center Stairwell Tested Passed
Foyer by Laundry Tested Passed
Hallway by Apt 301 Tested Passed
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SITE: Danforth Heights

ALARM INDICATING DEVICES

DETAIL TEST RESULTS

Dev Cust Cust Address/  Service Test

I'ype Building Floor Area Zone Dev# Zone No. Performed Result
A/V 48 Salem Street 3rd Hallway by Apt 303 Tested Passed
A/V 48 Salem Street 3rd Hallway by Apt 306 Tested Passed
A/V 48 Salem Street 3rd Hallway by Apt 308 Tested Passed
A/V 48 Salem Street 3rd Hallway by Apt 310 Tested Passed
A/V 48 Salem Street 3rd Hallway by Boiler Room Tested Passed
A/V 48 Salem Street 3rd Hallway near Office Tested Passed
A/V 48 Salem Street 3rd Laundry Room Tested Passed
A/V 48 Salem Street 3rd Maintenance Shop Tested Passed
VSIG 48 Salem Street 3rd Restroom by Laundry (Left) Tested Passed
VSIG 48 Salem Street 3rd Restroom by Laundry (Right) Tested Passed
A/V 48 Salem Street 4th  Center Stairwell Tested Passed
A/V 48 Salem Strect 4th Hallway by Apt 401 Tested Passed
A/V 48 Salem Street 4th  Hallway by Apt 405 Tested Passed
A/V 48 Salem Street 4th Hallway by Apt 408 Tested Passed
A/V 48 Salem Street 4th Hallway by Apt 410 Tested Passed
A/V 48 Salem Street 4th  Hallway by Apt 412 Tested Passed
A/V 48 Salem Street 4th Hallway by Apt 414 Tested Passed
A/V 48 Salem Street 5th  Center Stairwell Tested Passed
A/V 48 Salem Street 5th  Hallway by Apt 501 Tested Passed
A/V 48 Salem Street 5th  Hallway by Apt 505 Tested Passed
A/V 48 Salem Street 5th Hallway by Apt 508 Tested Passed
A/V 48 Salem Street 5th  Hallway by Apt 510 Tested Passed
A/V 48 Salem Street 5th  Hallway by Apt 512 Tested Passed
A/V 48 Salem Street 5th  Hallway by Apt 514 Tested Passed
A/V 48 Salem Street 6th  Center Stairwell Tested Passed
A/V 48 Salem Street 6th  Hallway by Apt 601 Tested Passed
A/V 48 Salem Street 6th  Hallway by Apt 605 Tested Passed
A/V 48 Salem Street 6th Hallway by Apt 608 Tested Passed
A/V 48 Salem Street 6th  Hallway by Apt 610 Tested Passed
A/V 48 Salem Street 6th Hallway by Apt 612 Tested Passed
A/V 48 Salem Street 6th Hallway by Apt 614 Tested Passed
A/V 48 Salem Street Gnd Hallway by Apt 01 Tested Passed

A/V 48 Salem Street Gnd Hallway by Apt 02 Tested Passed



SimplexGrinnell
FIRE ALARM INSPECTION REPORT PAGE 16

SITE: Danforth Heights

ALARM INDICATING DEVICES

DETAIL TEST RESULTS
Dev Cust Cust  Address/ Service Test
Type Building Floor Area Zone Dev# Zone No. Performed Result
A/V 48 Salem Street Gnd Hallway by Apt 03 Tested Passed

A/V 48 Salem Street Gnd Rear Entry Vestibule Tested Passed



SimplexGrinnell

FIRE ALARM INSPECTION REPORT

SITE: Danforth Heights

SUPERVISORY DEVICES

Dev.

Type Description

DIAL Telephone Dialer
I'ype Building Floor Area
DIAL 21 School Street Gnd
DIAL 240 Danforth Street Gnd
DIAL 48 Salem Street 4th

SUMMARY TEST RESULTS
Number
Total Tested
3 3
DETAIL TEST RESULTS
Cust Cust
Zone Dev#

Boiler Room Inside FACP
Boiler Room Inside FACP
Center Stairwell Inside FACP

PAGE 17
Number Number
Failed Not Tested
0 0

Address/ Service Test
Zone No. Performed Result

Tested Passed

Tested Passed

Tested Passed



SimplexGrinnell

FIRE ALARM INSPECTION REPORT PAGE 18
SITE: Danforth Heights
CONTROL/AUXILIARY DEVICES
SUMMARY TEST RESULTS
Dev. Number Number Number
Type Description Total Tested Failed Not Tested
FFPH Fire Fighter Phone Cabinet 1 1 0 0
FFPJ Fire Fighter Phone Jack 17 17 0 0
DETAIL TEST RESULTS
Dev Cust  Cust  Address/ Service Test
[vpe Building Floor Area Zone Dev# Zone No. Performed Result
“FPJ 48 Salem Street 1st Center Stairwell Tested Passed
“FPJ 48 Salem Street Ist West Stairwell Tested Passed
“FPJ 48 Salem Street 2nd Center Stairwell Tested Passed
“FPJ] 48 Salem Street 2nd West Stairwell Tested Passed
“FPJ 48 Salem Street 3rd Center Stairwell Tested Passed
“FPJ 48 Salem Street 3rd East Stairwell Tested Passed
FPJ 48 Salem Street 3rd  West Stairwell Tested Passed
FPJ 48 Salem Street 4th  Center Stairwell Tested Passed
‘FPH 48 Salem Street 4th  Center Stairwell (Fire Fighters Phone) Tested Passed
‘FPJ 48 Salem Street 4th  East Stairwell Tested Passed
FPJ 48 Salem Street 4th  West Stairwell Tested Passed
‘FPJ 48 Salem Street 5th  Center Stairwell Tested Passed
‘FPJ 48 Salem Street 5th East Stairwell Tested Passed
FPJ 48 Salem Street 5th  West Stairwell Tested Passed
‘FPJ 48 Salem Street 6th Center Stairwell Tested Passed
‘FPJ 48 Salem Street 6th East Stairwell Tested Passed
FPJ 48 Salem Street 6th  West Stairwell Tested Passed
‘FPJ 48 Salem Street Gnd Center Stairwell Tested Passed



SimplexGrinnell
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SITE: Danforth Heights

SENSITIVITY TESTING
SUMMARY TEST RESULTS
Dev. Cust Cust Address/ Prior Current Test
Type Floor Area Zone Dev# Zone No. Mfg. Range Test Test Result

Building: 21 School Street

PSD Ist Hallway near 101 4 N/A  N/A
PSD Ist Hallway near 103 -+ N/A  N/A
PSD Ist Hallway near 105 -+ N/A  N/A
PSD Ist Hallway near 107 4 N/A  N/A
PSD Ist Hallway near 108 4 N/A  N/A
PSD 1st Hallway near 109 4 N/A  N/A
PSD Ist Hallway near 111 4 N/A  N/A
PSD  2nd Hallway near 201 6 N/A  N/A
PSD  2nd Hallway near 203 6 N/A  N/A
PSD  2nd Hallway near 205 6 N/A  N/A
PSD  2nd Hallway near 207 6 N/A  N/A
PSD  2nd Hallway near 208 6 N/A  N/A
PSD  2nd Hallway near 209 6 N/A N/A
PSD  2nd Hallway near 211 6 N/A  N/A
PSD  2nd Stair near 211 6 N/A  N/A
PSD  3rd Hallway near 301 8 N/A  N/A
PSD  3rd Hallway near 303 8 N/A N/A
PSD  3rd Hallway near 305 8 N/A  N/A
PSD  3rd Hallway near 307 8 N/A  N/A
PSD  3rd Hallway near Trash Chute 8 N/A  N/A
PSD 3rd Stair near 301 8 N/A  N/A
PSD  3rd Stairwell near 307 8 N/A  N/A
PSD  Gnd Hallway near 2 2 N/A  N/A
PSD Gnd Hallway near 3 2 N/A  N/A
PSD  Gnd Hallway near 5 2 N/A  N/A
Building: 240 Danforth Street
PSD Ist Hallway near 104 2 N/A  N/A
PSD Ist Hallway near 106 2 N/A  N/A
PSD Ist Hallway near 108 2 N/A  N/A
PSD Ist Hallway near 110 2 N/A  N/A
PSD Ist Hallway near Trash Chute 2 N/A  N/A
PSD  2nd Hallway near 204 4 N/A  N/A
PSD  2nd Hallway near 206 4 N/A  N/A



Dev.
Type Floor Area

SimplexGrinnell
FIRE ALARM INSPECTION REPORT

SITE: Danforth Heights

SENSITIVITY TESTING

PAGE 20

PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSD

PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSD

SUMMARY TEST RESULTS
Cust Cust Address/ Prior Current Test
Zone Dev# Zone No. Mfg. Range Test Test Result
2nd Hallway near 208 4 N/A  NA
2nd Hallway near 210 4 N/A N/A
2nd Hallway near Trash Chute 4 N/A  N/A
3rd Hallway near 304 6 N/A  N/A
3rd Hallway near 306 6 N/A  N/A
3rd Hallway near 308 6 N/A  N/A
3rd Hallway near 310 6 N/A  N/A
3rd Hallway near Trash Chute 6 N/A  N/A
3rd Stairwell near 310 6 N/A  N/A
3rd Stairwell near Trash Chute 6 N/A  N/A
Building: 48 Salem Street
Ist Center Stairwell 4 N/A N/A
Ist Near Apt 101 4 N/A  N/A
Ist Near Apt 102 4 N/A  N/A
Ist Near Apt 103 4 N/A  N/A
Ist Near Apt 104 4 N/A  N/A
Ist Near Apt 105 -+ N/A  N/A
Ist Near Apt 106 4 N/A  N/A
Ist Near Apt 107 4 N/A  N/A
2nd Center Stairwell 6 N/A  N/A
2nd Near Apt 201 6 N/A  N/A
2nd Near Apt 202 6 N/A  N/A
2nd Near Apt 203 6 N/A  N/A
2nd Near Apt 204 6 N/A  N/A
2nd Near Apt 205 6 N/A  N/A
2nd Near Apt 206 6 N/A  N/A
2nd Near Apt 207 6 N/A  N/A
3rd Center Stairwell 8 N/A  N/A
3rd Near Apt 301 8 N/A  N/A
3rd Near Apt 302 8 N/A  N/A
3rd Near Apt 303 8 N/A  N/A
3rd Near Apt 306 8 N/A  N/A
3rd Near Apt 308 8 N/A  N/A
3rd Near Apt 310 8 N/A  N/A



Dev.

Type Floor Area

SimplexGrinnell
FIRE ALARM INSPECTION REPORT

SITE: Danforth Heights

SENSITIVITY TESTING

PAGE 21

PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSD
PSD

SUMMARY TEST RESULTS
Cust Cust Address/ Prior Current Test
Zone Dev# Zone No. Mfg. Range Test Test Result
3rd Near Boiler Room 8 N/A  N/A
4th Center Stairwell 10 N/A  N/A
4th Near Apt 401 10 N/A  N/A
4th Near Apt 403 10 N/A  N/A
4th Near Apt 405 10 N/A  NA
4th Near Apt 408 10 N/A  N/A
4th Near Apt 410 10 N/A  N/A
4th Near Apt 412 10 N/A  N/A
4th Near Apt 414 10 N/A  N/A
5th Center Stairwell 12 N/A  N/A
5th Near Apt 501 12 N/A  N/A
5th Near Apt 503 12 N/A  N/A
5th Near Apt 505 12 N/A  N/A
5th Near Apt 508 12 N/A N/A
5th Near Apt 510 12 N/A  N/A
5th Near Apt 512 12 N/A  N/A
5th Near Apt 514 12 N/A  N/A
6th Center Stairwell (Over Stairs) 14 N/A  N/A
6th Center Stairwell (Walkway) 14 N/A  N/A
6th Near Apt 601 14 N/A N/A
6th Near Apt 603 14 N/A  N/A
6th Near Apt 605 14 N/A  N/A
6th Near Apt 608 14 N/A  N/A
6th Near Apt 610 14 N/A  N/A
6th Near Apt 612 14 N/A  N/A
6th Near Apt 614 14 N/A  N/A
6th Stairwell near Apt 605 14 N/A  N/A
6th Stairwell near Apt 614 14 N/A  N/A
Gnd Near Apt 01 2 N/A  N/A
Gnd Near Apt 02 2 N/A  N/A
Gnd Near Apt 03 2 N/A  N/A
Gnd Rear Entry Vestibule 2 N/A  N/A
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SITE: Danforth Heights

INSPECTION DEFICIENCIES SUMMARY

THE FOLLOWING DEFICIENCIES WERE NOTED DURING THIS INSPECTION

Deficiencies Covered by Your Service Agreement - Corrected by Inspection Team

None

Deficiencies Covered by Your Service Asreement - Service Call Required

None

Deficiencies Not Covered by Your Service Agreement

None

Deficiencies Identified During This Inspection That Are The Customer's Responsibility

2 Control Panel-Hard Wired Failed

Customer Acknowledges responsibility for
deficiencies listed above Customer Date




FIRE ALARM INSPECTION REPORT PAGE 23
SITE: Danforth Heights
INSPECTION DEFICIENCIES
L Deficiencies Covered by Your Service Agreement - Corrected by Inspection Team
Dev Cust Cust  Address/ Service Test
Type Building Floor Area Zone Dev# Zone No. Performed Result
None
1L Deficiencies Covered by Your Service Agreement - Service Call Required
Dev Cust Cust  Address/ Service Test
Type Building Floor Area Zone Dev# Zone No. Performed Result
None
IIL Deficiencies Not Covered by Your Service Agreement
Dev Cust Cust  Address/ Service Test
Type Building Floor Area Zone Dev# Zone No. Performed Result
None
Iv. Deficiencies Identified During This Inspection That Are The Customer's Responsibility
Dev Cust Cust  Address/ Service Test
Type Building Floor Area Zone Dev#t Zone No. Performed Result
CPHW 48 Salem Street 4th  Center Stairwell (FACP) Tested Failed
See Report Comments
Intermittent Troubles in Alarm
CPHW 48 Salem Street 4th  Center Stairwell (Voice) Tested Failed

SimplexGrinnell

All Call Switch Faulty
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BOOK #
20 Thomas Drive I 1
CALL # SEQ. #
Westbrook, ME 04092 i f z r (ﬁ d, V
P 207-842-6440 F 207-842-6439 S~ 338525 Y
SITE AND PROJECT NO. TR ARRIVAL DATE TR COMP. DATE NON-BILL SVC. CODE MIN TRACT
[ [ 0|d|/|2I/15+(J|3I"2]/ry )l D SO I
DISTRICT SERVICE AT CUSTOMER NUMBER INSP. DATE CUSTOMER P.O. AND/OR CUSTOMER CONTACT NAME (PRINT)
/17 FH 0o <Y F0O./ 2181 Iyl L1 L L
NAME SERVICE CODE LBR - REG. TRAV - REG. LBR - OT TRAV - OT MILES
" D, 9 .
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RESS (OR ATTN. OF)
(4 =2 . A / .
A G é/w?
L L L L L | | | L . L

QD Lo b b S !

RESOLUTION CODE

[CeneraLaarm  [seLecTive sienals  [Jcopep [ PRE-sIGNAL

SOURCE (R FACT Fyl/ A~

NO.
o ,,7() |

CITY STATE ZIP
70 . Fanad . aY e Q
CONTROL PANEL
MANUFACTURER MODEL NO. SERIAL NO. WIRING DIAG. NO. SEQUENCE NO.
2 — ; ) ,
Cerbrerug 7% cadsamirs SKL A fon THAY
TYPE OF SIGNALING L4 / POWER CIR. BRKR. LOCATION LOCKED CIR. BRKR. DEDICATED CIR.

B/DN

On

BATTERIES VoLTAGE WiTH cHARGER#S #fNoRM 2 . Tglse? 7 TROUBLE
CInoTE # /2?7 VOLT WITHOUT CHARGER 1[I N/A s cHargEn| CONDITIONS

RESPONSE TO: ZONETHOUBL‘?‘ y

NoRM [ NOTE # ;'/

E;yu TRoUBLE/SL 7/ Ac

NoRM ] NOTE #

POWER LOSS
NORM  [] NOTE #

EARTH GROUND &, sl
orm [ NOTE #

CUSTOMER OPERATING INSTRUCTIONS PROVIDED TO: /2 !/( 7."[‘
> ;

TELNO. ()

STR TR 1 SIGNATURE
et

>
Fa

v

TR #

Y

/1l QY
[ 4

[OMER SIGNATURE

«f?»

CUS

_ )
FIRGALARM LICENW CERTIFICATION NO.

2= NOTATION NO.

THE SIMF*[EXGR!NNELL SUPPLIED EQUIPMENT FOR THIS SYSTEM WAS TESTED AND
FOUND OPERATIONAL.
THE WARRANTY BEGINS ON

AUXILIARY FUNCTIONS

MONTH DAY YEAR

Z’Y CON See Co

SIGNALS SOUNDED PER CUSTOMER REQUEST
s /S

CUST. INIT.

CONNECTION OR

[] NORM [CINOTE #

& gzu//a [ Stadisn

Gl Ll At Linic..

MFGR. SERIAL DOOR DOOR RELEASE DEVICES, INCLUDING CLOSERS AND LATCHES
ANNUNCIATOR (., beris HOLDERS [ NoRM Oarv. ] NOTE # Eﬂwx
MODEL WIRING DIAGRAM
ELEVATOR RECALL TO PRIMARY FLOOR
FIRE RECALL [[1noRm [InoTE # JZ{\J/A
. Clingand.  []arapuic CGRT VOLTAGE NO. OF ZONES UNUSED PTS. RECALL TO ALTERNATE FLOOR I
" FROM FIRE SVC.
D [l pror ‘)}y /L [] NORM [ NOTE # Zﬁ\ o ) SHUTDOWN AuTOoMATICALLY (Y [IN
AUX [ Lamp TesT [ RemoTE ReseT | ADDITIONAL NOTES: HVAC AIR HANDLER SHUTDOWN 1 (G ARHANDLER(S)
) i RESTART FROI
FUNCTIONS ~ [JDRILLSW [] REMOTE ACK. %M P Jf/(«'J é"{ e SHUTDOWN I noRrM [ NoTE # Cary.  Sioroown avrowaticay [y [N
- i PECIA A Q 0
P .
We it by d- ONSIDERATION O BE AWARE OF BEFOR
CITY CITY RESPONSE TO ALARM OFFICIAL CONTACTED 1.

(oot s 253 2 7)

TIME OF DAY
CENTRAL STATION CITY RESPONSE TO TROUBLE OF D.

MONITORING

g

MPX/TPR CHECKLIST

PERIPHERAL/PARTS USED

[ noRMm [INOTE# | OUTOFSERVICE |  INSERVICE &_‘)‘,A /e S won /{A/\.‘ I g/)
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27 . .
7y demedhiore Opg [ EPZ 3857 /8

THE NUMBER OF PEHIPHERAL

-

‘dnnuz/ Tesd -

- 7 s se:./é'u ,y/cfw be (Finde PYNCy

MODEL NO. THE FOLLOWING TRANSPONDERS
FAILED THE TEST ITEM | PRODUCT I.D. QTY. |INV. LOC./SEQ. | NC |USG. UNIT PRICE TOTALNO. [Mo: . |1 okay
OF DEVICES | Tested | X See below
NO. OF XPNDRS TESTED | LOCATION NOTE # :
STATIONS 8 a v ;
I T T I [ [ I T T N | . i ()
POWER SUPPLY VOLTAGE NOTE #| LOCATION NOTE # ear oerecrons | oA | 2= _
[ NORM EREEEERE {1 e g oLt 4 L1 |swoxeerecrons F N L
CHARGER VOLTAGE NOTE #| LOCATION NOTE #
9 ANNUNCIATORS Z /|
[ NoRM I I T T O B [ [ I TR Y N
GROUND FAULT _ NOTE #| LOCATION NOTE # DUCTDETECTOR | [ :
4 s
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BATTERIES VOLTAGE NOTE #| LOCATION NOTE #
5 BELLS
[] NORM I T T O L Lo TN Y Y T
POINTS TESTED _ NOTE #| LOCATION NOTE # - —
6
[] NoRM - | I T T I B B [ L1 Lo g |y [SPRMKERSYST
OTHER NOTE #| LOCATION NOTE #
5 NURSE CALL
1 N T T T O [ L1 T T O N
PRINTERS _NOTE #] CRT'S NOTE # | OTHER NOTE # TYPEPROGRAM. | | ]
8
Oy On Oy O VOICE MESSAGE | |
FAILURES AND SYS EM DEVIATIONS FROM NFPA STA m None - As Follows (describe fully)

RELATED TR RELATED CALL #
) Fijp el &MMM Ltlul, [esdeer = alVer /S (rrr o bl Frasbacadld)
PROB!EM CODE | CORREGTIVE ACTION CLGSE DATE SERV. COMPL. N\ RsN
|7 r,f:-&(; ccrmeman A recy Rl (- t/-u‘wx-/J“ enl I 1 ‘re di S, !
$G0795 (3/13) IF DETAILED TESTING IS REQUIRED SE CONTINUATION SHEET MC24-2-005 MGC24-2-022

CUSTOMER COPY
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SimplexGrinnell ACKNOWLEDGEMENT

BOOK #
20 Thomas Drive L
CALL # SEQ. #
Westbrook, ME 04092 . 27 SY TY o VI 1/
P 207-842-6440 F 207-842-6439 s/~ 3138925 Y *
SITE AND PROJECT NO. TR ARRIVAL DATE TR COMP. DATE NON-BILL SVC. CODE MIN TRACT
T B [ AW VAR |U|3I/|/ /ST ¥ ©.,50 1
DISTRICT SERVICE AT CUSTOMER NUMBER INSP. DATE CUSTOMER PO, ANDIOR — GUSTOMER GONTAGT NAVIE (PRINT)
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I #’JA =5 / A WARRANTY CODE LBR - REG. TRAV - REG. LBR - OT TRAV - OT ARRIVAL
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ADDRESS B B‘// é//’k;, TLP CODE LBR - REG. TRAV - REG. LBR - OT TRAV - OT DEPARTURE
;7/‘5'(?4&9/&50(?669 1 I I I I 1 I I | I Lt
CITY STATE 7P RESOLUTION CODE
/07 Ffusecd €. O g 2

CONTROL PANEL

MANUFACTURER MODEL NO. SERIAL NO. WIRING DIAG. NO. SEQUENCE NO.
r}:c’./u 1 Q /] (/,_//m 3 SVl }2 (4 THRU

TYPE OF SIGNALING 7 POWER CIR. BRKR. LOCATION NO. LOCKED CIR. BRKR. DEDICATED CIR.

@é\IERAL AaaRM  [Jsetectvesienats [Jcopep  [pre-sienat | SOURCE /’@) FAcP - 2 ol ) [ IZ]} CIn B/Y Cln

BATTERIE VOLTAGE WITH CHARGER 2 (#/0RM FE] VOLTZ TROUBLE  RESPOSE TO: ZONE TROUBKE = SIGNAL TROUBLE q; AC/QP POWER LOSS ym GROUND l‘/“’

[ANote+ L2, VOLT WITHOUT CHARGER (][] N/A % cHaRaen| CONDITIONS NoRM [ ] NOTE # "‘?, Norm _[[] NOTE # NoRM [ NOTE # NorMm [] NOTE #

CUSTOMER OPERATING INSTRUCTIONS PROVIDED TO: /2vec dn STRTR 1 SIGNATURE  ~ 7 7 TR#

- _ _ -

TELNO. () e A= /
cu;;,?omgﬂ SIGNATU% FIBEALARM LWE CERTIFICATION NO.

[ 7= /> m«w;

(/SEE NOTATION NG~ | THE SIMPIEXGRINNELL-SUPPLIED EQUIPMENT FOR THIS SYSTEM WAS TESTED AND SIGNALS SOUNDED PER CUSTOM ER REQUEST

FOUND OPERATIONAL.
THE WARRANTY BEGINS ON VONTH DAY AY [ON

AUXILIARY FUNCTIONS

YEAR CUST. INIT.

MFGR. SERIAL DOOR DOOR RELEASE DEVICES, INCLUDING CLOSERS AND LATCHES
ANNUNCIATOR (Cc/je-us HOLDERS [ noRm Carv. ] NOTE # JN/A
MODEL WIRING DIAGRAM ELEVATOR RECALL TO PRIMARY FLOOR
FIRE RECALL LI NoRM I noTe # W
e %}Nc an: [ araeaie DJGRr VOLTAGE NO. OF ZONES UNUSED PTS. RECALL TO ALTERNATE FLOOR cLeuvronspesraar
LED [ orop "? L/ / é 9’ [JNORM [ NOTE # EZ/N/A sHuToowN AuTomaTicaty (1Y [N
AUX [ LAMP TEST [] REMOTE Reser | APDITIONAL NOTES: ) HVAC AIR HANDLER SHUTDOWN "\/{k AIRHANDLER(S)
FUNCTIONs  [JDRILL sw  [J REMOTE ACK. Cadoy V?o‘d‘??)u/e, a0/ SHUTDOWN [J NORM [INOTE # Cary.  Sworoow avromaricay [1y CIn
SPEC LIST ANY UNIQUE FUNCTIONS
CONSIDERATIONS ~ TO BE AWARE OF BEFORE TESTING
CITY CITY RESPONSE TO ALARM OFFICIAL CONTAGTED 1.
3 o) : ' S P
CONNECTION OR | [Jworw Onotes | Cattral Stadien Cull Frodecbion Oue [Heeb 7 16 COS /\
CITY RESPONSE TO TROUBLE TIME OF DAY 2 v _J
CENTRAL STATION 4
MONITORING / 1 noRM [CINOTE # OUT OF SERVICE | IN SERVIGE /) Srable S,/QM L./ ¢{\
LOCAL FIRE DEPT./CENTRAL STATION F.D. BUS. PHONE NO./CENTRAL STATION 3. .~ d 4
Voteckon (e ) 822 357 (B80S $5ECI8 G
THE NUMBER OF PERIPHERAL
MPX/TPR CHECKLIST PERIPHERAL/PARTS USED
MODEL NO. THE FOLLOWING TRANSPONDERS U R
S H 0. okay
FAILED THE TEST ITEM PRODUCT I.D. QTY. INV. LOC./SEQ. | NC |USG. UNIT PRICE OF DEVIGES | Testau b sos it
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1 STATIONS 7/ 78 7
[ I [ [ | T Y N I 4
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(] NORM | Ll L I Lol | swoceoeeorons | 257 425 “
CHARGER VOLTAGE NOTE #| LOCATION NOTE #
3 woncwrors |/ | /- L
LI NORM L N | [ [ I T T O B
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4 » >IN
Oy [n I [ B R [ Lo L sl V| 18 |8 L
BATTERIES VOLTAGE NOTE #| LOCATION NOTE #
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POINTS TESTED _ NOTE #| LOCATION NOTE # CHIMES _—
6
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OTHER NOTE #| LOCATION NOTE #
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8
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SimplexGrinnell

20 Thomas Drive

Westbrook, ME 04092

P 207-842-6440 F 207-842-6439

FIRE ALARM TEST/INSTALLA™ IN

| PAGE
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DISTRICT

L4 A

SERVICE AT CUSTOMER NUMBER

Tl Th = R T ha TRA LT\

NAM
)ZM. G, et g ok ¢

ADPFAESS (OR ATTN. OF)

e Solen Seet

ADDRESS

o f&\@cg,

BOOK #
I I
CALL # SEQ. #
¢
o .9 H 0 ’f 29
<2 31399254
SITE AND PROJEGT NO. TR ARRIVAL DATE TR COMP. DATE NON-BILL | SVC.CODE | MIN | TRACT
[ I R L |3|1.(|1ﬁo|;1(./|/( y loseo !
INSP. DATE CUSTOMER P.O. AND/OR CUSTOMER CONTACT NAME (PRINT)
O |’*3 | [§ |€‘;’ K 1 1 | | L | 1 | | 1 L | ] L 1 I | | L 1
SERVICE CODE LBR - REG. TRAV - REG. LBR - OT TRAV - OT MILES
OS5 6 | L | 1 | | | | | |
WARRANTY CODE LBR - REG. TRAV - REG. LBR - OT TRAV - OT ARRIVAL
| | I I | | I |
TLP CODE BR - REG. TRAV - REG. LBR-OT TRAV - OT DEPARTURE
! | 1 I | I | I I |
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"70 «:}'hw«.og
CONTROL PANEL
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MLE.

o4\ &>
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