
FIRST FLOOR/LOW ROOF FRAMING PLAN

NOTES: SCALE 1/4"=1'-0"

1. SEE S1 FOR GENERAL STRUCTURAL NOTES.
2. ALL SHEATHING TO BE 5/8" MIN. - SEE GENERAL NOTES FOR ADDITIONAL INFORMATION.
3. ALL WOOD COLUMNS IN 2x6 WALLS SHALL BE 3-2x6 AND IN 2x4 WALLS SHALL BE (3) 2x4, UNO.
4. ALL WOOD BEAMS ARE FLUSH, UNO.
5. ALL HEADERS ARE (2) 2x6, UNO.
6. ALL FLOOR JOISTS TO BE 11 7/8" AJS 20's @ 16" O.C. BY BOISE CASCADE OR EQUAL UNO
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FRAMING PLAN SYMBOLS KEY

COLUMN ABOVE THIS LEVEL

STEEL COLUMN

WOOD POST

WOOD STUD BEARING WALL BELOW
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BLOCKING BETWEEN JOISTS @
BEARING WALL ABOVE - TYP.

DASHED LINE INDICATES BEARING
WALL ABOVE
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EXISTING WIDE   FLANGE BEAM

EXISTING BEAM
POCKET
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BEARING WALL
ABOVE
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BEARING WALL
ABOVE

2X6 FRAMING @ 16" O.C.

3" LEDGE @
BEARING

3" LEDGE @
BEARING

5" STEM @ END
WALLS

5" STEM @ END
WALLS

2X8 LEDGER
ATTACHED @
STUD SPACING
W/ (3) 1/4"X4" SDS

8"X4" CEDAR HOR. @ ROOF
SUPPORT - SEE SECTION FOR
DETAILS (6) TOTAL

(2) 11-7/8" RIM BEAM
FLUSH @ FLOOR DECK

4X6 BEAM SHOULDER
CUT @ BEARING - SEE
SECTION FOR DETAILS
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FULL HEIGHT
LSL RIM - TYP.

FULL HEIGHT
LSL RIM - TYP.
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REMOVE EXISTING
W14 BEAM IN THIS
AREA
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(5)11-7/8" LVL BEAM

JOIST BEAR ON EXISTING
CONCRETE WALL - PLATE AS
NEEDED - BLOCK BETWEEN
JOISTS @ BEARING BELOW -
TYP.

E
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CIP WALL - SEE
FOUNDATION PLAN

BOND OUT AT WINDOW WELL
OPENING - SEE GENERAL NOTES FOR
REINFORCEMENT INFORMATION
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T.O. SHEATHING REF.
ELEV. = 109'-8" VERIFY
W/ ARCH. PLANS - TYP.
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FRAMED WALL STEPS
DOWN TO ORIGINAL CIP
WALL HEIGHT

2X P.T. BOTTOM
PLATE & ADDITIONAL
PLATES AS NEEDED @
LVL BEARING
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INVERTED HU61Z
BRACKETS
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