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(VIF)
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(E)W8X24 (E)W8X15 (E)W8X24

(E)W8X24(E)W8X24(E)W8X24(E)W8X24

(E) 2x10 FLOOR JOISTS

(E) 2x10 FLOOR JOISTS

OPEN TO
(E) STAIRS

C-1

C-1 C-1

C-1

P-1

P-1

(E) COL.

(E) COL.(E) COL.

(E) COL.

(E) COL.

(E) COL. (E) COL.

2' - 4" 9' - 3 1/2" 11' - 6 1/16" 20' - 1" +/- (VIF) 20' - 5 1/2" +/- (VIF) 20' - 1" +/- (VIF)

11' - 5" 11' - 8 1/2" 16' - 1 3/4" +/- (VIF) 13' - 4" +/- (VIF) 13' - 11 3/4" +/- (VIF) 17' - 2" +/- (VIF) 14' - 10 1/2"
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________
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WORK POINT
(E) BUILDING CORNER
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COURSING
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P-2

P-2
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CB.7

E7

SB100

________

E7

SB100

Sim
________

4" SLAB-ON-GRADE - COORD.
FINISH SLAB ELEVATION w/
ARCH. FINISHES - REINFORCE
w/#3 BAR @ 12"O.C. - EW

4" SLAB-ON-GRADE - COORD.
FINISH SLAB ELEVATION w/
ARCH. FINISHES - REINFORCE
w/#3 BAR @ 12"O.C. - EW

4" SLAB-ON-GRADE - COORD. FINISH SLAB ELEVATION
w/ARCH. FINISHES - REINFORCE w/#3 BAR @12"O.C.-EW

RAMP - SEE CIVIL DWGS

STAIRS - SEE
CIVIL DWGS

E1

S001

________

22' - 2 1/2"

33' - 7 1/2"

F-1

F-1

SEE G1/S001
EACH END

SEE G1/S001
EACH END

SEE G1/S001, TYPICAL
EACH SIDE

CH

C4

11.49°

PROVIDE A 16" SQ.
x 8" DEEP BLOCKOUT
IN CONCRETE ISLAND
FOR COLUMN INSTALL
SEE DETAIL E5/SB100

BASE PL AND
ANCHORAGE

SEE PLAN

PROVIDE (1) 4"Ø
PIPE BOLLARD

C-3

1' 
- 2
 1/
2"

3
2
 3
/8
"

C
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.

1
4
"

22.40°

CG

C2

PROVIDE A 16" SQ.
x 8" DEEP BLOCKOUT
IN CONCRETE ISLAND
FOR COLUMN INSTALL
SEE DETAIL E5/SB100

BASE PL AND
ANCHORAGE

SEE PLAN

PROVIDE (1) 4"Ø
PIPE BOLLARD
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9.28°
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C5

CF
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4
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"

1
4
"

C-3

PROVIDE (4) 4"Ø
PIPE BOLLARDS
AT THE PNUEMATIC
TUBE CUSTOMER
UNIT

PNUEMATIC TUBE
CUSTOMER UNIT -
SEE ARCH. DWGS.

PROVIDE A 16" SQ.
x 8" DEEP BLOCKOUT
IN CONCRETE ISLAND
FOR COLUMN INSTALL
SEE DETAIL E5/SB100

BASE PL AND
ANCHORAGE

SEE PLAN
PROVIDE (1) 4"Ø
PIPE BOLLARD

E1

SB100

________

6"
6"

11.49°

C3

CC

2
4
"

4
6
 1
1
/1
6
"

1
4
"

6" 6"

PROVIDE (4) 4"Ø
PIPE BOLLARDS
AT THE PNUEMATIC
TUBE CUSTOMER
UNIT

PNUEMATIC TUBE
CUSTOMER UNIT -
SEE ARCH. DWGS.

PROVIDE A 16" SQ.
x 8" DEEP BLOCKOUT
IN CONCRETE ISLAND
FOR COLUMN INSTALL
SEE DETAIL E5/SB100

BASE PL AND
ANCHORAGE

SEE PLAN
PROVIDE (1) 4"Ø
PIPE BOLLARD

C-3

E1

SB100

________

FOUNDATION PLAN
0' - 0"

x1

2"
OUTSIDE FACE OF

COLUMN SHALL ALIGN
w/OUTSIDE FACE

OF STUD

(VIF)
1 1/2" +/-

COL. - SEE PLAN

(E) CONCRETE
FDN WALL

(E) FLOOR SHEATHING
COORDINATE FINISHES
w/ARCH.

L6x6x3/8 x 1'-0" w/
(2)3/4"Ø EPOXY SET
ANCHORS, 5" EMBED

(E) JOIST FRAMING

PROVIDE 2X10 BLOCKING
FIRST TWO BAYS TIGHT TO
COLUMN

PROVIDE 1/2" GROUT UNDER
AND BEHIND ANGLE

TYPICAL AT 6 LOCATIONS: (4) ALONG LINE x1; (2) ALONG LINE x7

2
"

FOUNDATION PLAN
0' - 0"

CE

5
/8
"

RECESS SLAB
WALK-OFF MAT
SEE ARCH. DWGS.

4"

1
2
"

4 1/2"
3 1/2"

8" 8" 8"

1
2
"

4
"

SLAB-ON-GRADE -
SEE PLAN

STOREFRONT -
SEE ARCH. DWGS.

#4 BARS @ 12"O.C.
HORIZ.
#4 BARS @ 18"O.C.
VERT. PROVIDE STND
HOOK INTO FOOTING
ALTERNATE LEGS,TYP.

(3)#4 BARS CONT. IN
FOOTING

4
'-
0
" 
M
IN
. 
B
E
L
O
W
 F
IN
IS
H
 G
R
A
D
E

6 1/4"

INSULATION  - SEE ARCH.
DWGS.

VAPOR BARRIER

(SIM. LINE-CB)

4
"

CONT. 1/2" ISOLATION
JOINT AND SEALANT

FOUNDATION PLAN
0' - 0"

x7

SLAB-ON-GRADE - SEE PLAN
RECESS FOR WALK-OFF MAT
COORD.w/ARCH. DWGS.

#4 BENT BARS @ 12" O.C. - DOWEL
INTO (E) TOP OF WALL (8" EMBED)
EPOXY SET.  BAR LENGTH: 12"V x 18"H

VAPOR
BARRIER

5
/8
"

COORDINATE FLOOR
FINISHES w/ARCH.

DWGS.

(E) JOIST
FRAMING

(E) FOUNDATION
WALL

FOUNDATION PLAN
0' - 0"

5
/8
"

8
"

ARCH.

SEE

DOOR - SEE ARCH.
DWGS.

PROVIDE #4 BENT BARS
@ 12"O.C. AT OPENING
(24" EACH LEG)

SLAB-ON-GRADE - SEE
PLAN

SEE DETAIL E5/SB100
FOR WALL AND FTG

REQUIREMENTS

VAPOR BARRIER

FOUNDATION PLAN
0' - 0"

CLR.
1 1/2"

6
"

6" 6"

4
' -
 0
" 
(M

IN
.)
 B
E
L
O
W
 F
IN
IS
H
 G
R
A
D
E

(E) BASEMENT
FOUNDATION WALL

CONT. 1/2" ISOLATION JOINT
AND SEALANT

SLAB-ON-GRADE - SEE PLAN

#4 BENT BARS @ 12" O.C. - DOWEL
INTO (E) TOP OF WALL (8" EMBED)
EPOXY SET.  BAR LENGTH: 12"V x 18"H

(E) FLOOR FRMG

FINISHES - SEE ARCH.
DWGS.

12" FOUNDATION WALL w/
#4 BARS @ 16"O.C. - HORIZ
(EACH FACE)
#4 BARS @ 18"O.C. - VERT
(EACH FACE)
NO FOOTING REQUIRED

2" RIGID

VAPOR
BARRIER

#4 BENT BAR @ 12"O.C.
(12" EACH LEG)

1/4" LEVELING PL

3/4" NON-SHRINK
GROUT

NUT AND WASHER
TACK WELDED AT

BASE

3
/4
"

1
/4
"

E
M
B
E
D
,T
Y
P
.

1
1
"X
 +
 6

X
X

X + 6

TYP
1 1/2"

T
Y
P

1
 1
/2
"

1/4

(4) 13/16"DIA HOLES, TYP.

BASE PLATE TYPE "B-1"

GRID

GRID

3/4"Ø

BASE PLATE THICKNESS CHART:

A = 5/8"

B = 1 1/4"

B - # X

INDICATES BASE PLATE

BASE PLATE TYPE NUMBER

INDICATES BASE PLATE
THICKNESS

BASE PL MARKER LEGEND

1.

2.

3.

4.

(E) FINISH FIRST FLOOR ELEVATION = 24.4' (NOMINALLY REFERRED TO 0'-0" IN
THESE DRAWINGS) UNLESS NOTED OTHERWISE.

TOP OF WALL ELEVATION = 0'-0" UNLESS NOTED OTHERWISE

BOTTOM OF FOOTING SHALL BE 4'-0" MIN. BELOW FINISHED GRADE

CORE DRILL (2) HOLES AS REQUIRED FOR PNUEMATIC TUBE INSTALLATION.
MAINTAIN A MINIMUM 6" OF CONCRETE BETWEEN EDGES OF HOLES.

INDICATES FOOTING TYPE - SEE A1/SB100 FOR SCHEDULE

INDICATES CONCRETE PIER - SEE A1/SB100 FOR SCHEDULE

INDICATES BASE PLATE TYPE - SEE A1/SB100 FOR DETAILS

INDICATES COLUMN TYPE - SEE A1/SB100 FOR SCHEDULE

F-#

C-#

B-#X

C-#P- #

16"  SQ.

8
"

FILL SOLID AFTER
COLUMN SET

3
"

3
"

3
"

PIER DIMENSION

18" SQ.

BASE PL AND ANCHORAGE
SEE PLAN

FINISH GRADE -
SEE CIVIL DWGS

PIER REINFORCING
SEE PLAN

ISLAND REINFORCING
SEE DETAIL E1/S001

COLUMN -
SEE PLAN

COL.

PNUEMATIC TUBE SYSTEM
CUSTOMER UNIT - COORD. w/
ARCH. DWGS.

PNUEMATIC TUBE
SYSTEM - COORD.
w/ ARCH. DWGS. HORIZONTAL REINFORCING SHALL

CONT. THRU

FINISH GRADE -
SEE CIVIL DWGS

BACK FILL MATERIAL
SEE CIVIL DWGS

PROVIDE CONT. 2" (THICK) x 48" (WIDE)
RIGID INSULATION CENTERED
ON PIPE

6" MIN. CLEAN FILL SAND PER
PNUEMATIC TUBE SYSTEM
RECOMMENDATIONS - COORD.
w/CIVIL AND ARCH. DWGS.

SANITITE PIPE - SEE
CIVIL DRAWINGS

SEE DETAIL E1/S001
FOR ISLAND REINFORCING
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 1/8" = 1'-0"

A1 STRUCTURAL ~ FIRST FLOOR LEVEL PLAN

COLUMN SCHEDULE

MARK SIZE

C-1 HSS4X4X3/8

C-2 HSS6X4X3/8

C-3 HSS8X8X1/2

PIER SCHEDULE

MARK SIZE REINFORCING

P-1 14 x 14 (4)#4 BARS VERTICAL, w/#3 TIES @ 12"O.C.

P-2 18 x 18 (8)#6 BARS VERTICAL, w/#3 TIES @ 12"O.C.

 1/4" = 1'-0"

G9 ENLARGED PARTIAL PLAN AT ISLAND

 1/4" = 1'-0"

E9 ENLARGED PARTIAL PLAN AT ISLAND

 1/4" = 1'-0"

C9 ENLARGED PARTIAL PLAN AT ISLAND

 1/4" = 1'-0"

A9 ENLARGED PARTIAL PLAN AT ISLAND

 3/4" = 1'-0"

G7 DETAIL

 3/4" = 1'-0"

E5 DETAIL

 3/4" = 1'-0"

G1 DETAIL

 3/4" = 1'-0"

G3 DETAIL

 3/4" = 1'-0"

E7 DETAIL

FOOTING SCHEDULE

MARK SIZE REINFORCING

F-1 4'-0" x 4'-0" x 1'-0" (5)#4 BARS, E.W. - BOTTOM

 1" = 1'-0"

G5 COLUMN BASE AT ISLAND

 3/4" = 1'-0"

E1 DETAIL AT ISLAND / PNUEMATIC TUBE


