
6"

2' - 6" 3 
1/

2"

3 
1/

2"

8"
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7 
1/

4"

1x5 SHADOW BD.

1x8 FACIA BD.

STANDING SEAM
METAL ROOFING

 ROOFING SLIP PAPER

5/8 IN. 'ADVANTECH'  
PLYWD.

2x10 KD  ROOF RAFTER

R30  FIBERGLASS 
BATT INSUL.

CEDAR SHAKE SIDING:MATCH 
EXPOSURE TO EXISTING SIDING

RAIN SCREEN

BITUM. MEM.

1/2 IN. 'ADVANTECH'
PLYWOOD

2x6  KD STUD

R19  FIBERGLASS 
BATT  INSUL.

1/2 IN. GWB - PTD.

TRIPLE 2x10 HEADER W/ 
(2x) 1/2 IN. CDX PLYWOOD
SPACERS

EXISTING CONCRETE STEPS

EXISTING CONCRETE INFILL

NEW CONCRETE CURB

AZAK DOOR TRIM

1/2" CEMENT BOARD
(REPLACES SHEATHING 
WITHIN 18" OF CONC.)

6 IN. HILTI BOLT 
BORED INTO 
EXTG. CONCRETE

3/4" MDO BEADED SOFFIT

RAFTERS RECEIVE TAPERED RIP FROM 
BIRD'S MOUTH TO B.O.  6 IN. PLUMB CUT

TRIPLE 2x10 HEADER W/ (2x) 1/2 IN.
 PLYWOOD SPACERS

METAL ROOFING
STANDING SEAM PANEL

ROOFING SLIP PAPER  

CONTINUOUS CLEAT

45 DEGREE BEND

5/8 IN. 'ADVANTECH'  
PLYWD.

2x10 KD  ROOF RAFTER

GUTTER LINER / DRIP EDGE

1x6 AZAK SHADOW BD.

R30  FIBERGLASS 
BATT INSUL.

1x10 AZAK FACIA BD.

1x8  AZAK SOFFIT BD.

R19  FIBERGLASS 
BATT  INSUL.

EXTG. GRADE LINE6 IN. PLUMB CUT OVERHANGS
OUTSIDE OF FRAMING BY 2' - 6"

SILL SEAL BETWEEN 
PT PLATE AND CONC.

PT PLATE IS TO BE 
SECURED WITH NUT
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FRONT EAVE & WINDOW HEADER DETAIL 
SCALE:   3" = 1'-0"3

ADDITION WALL / DOOR HEADER DETAIL
SCALE:   3" = 1'-0"4 THRESHOLD  DETAIL

SCALE:   3" = 1'-0"2

 REAR EAVE DETAIL 
SCALE:   3" = 1'-0"1


