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389 Congress St.Rm 315 
Portland, ME 04101 
Phone: (207)874-8700 
Fax: (207)874-8716 

facsimile transmittal 

To: Constantine Tsomides From: Mike Nugent 

Fax: 617-969-4793 Date: April 28, 2004 

Phone 617-969-4774 Pages:              1 

Re: 85 Central Ave. (087  P008)   

! Urgent ! For Review ! Please Comment " Please Reply ! Please Recycle 

I have commenced review the submissions for  permit #040331 and have the following questions: 
 
 
1) I need the Geotechnical report referenced in the construction documents. 
2) Are these separated or non-separated use groups?  
3) The door schedule does not assign a fire rating to the dwelling unit egress doors. 
4) There is no specified fire rating to the windows inf the office and the laundry room 
5) Fire separation assembly penetration protection is not addressed. 
6) Need info on fire dampers for any ducts that penetrate fir separation assemblies. 
7) Draft stopping pursuant to Section 721 is not shown. 
8) Is the fire suppression system in the “B” use group NFPA 13R? 
9) Please provide a safety glazing schedule. 
 

 
 
  

 


