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GENERAL NOTES DATE REVISIONS REQUIRED APPROVALS 120 ISLAND AVE FIRE SPRINKLER
1” OWNER / ARCHITECT . PLANS & DETAILS
SPRINKLER SYSTEM INSTALLATION TO COMPLY WITH 1. SPRINKLERS ARE NOT REQUIRED IN THE FOLLOWING AREAS STATE FIRE MARSHAL DEAKS ISLAND
7 NFPA PAMPHLET # 13D (2010 EDITION) AS PER NFPA 13D: SORTLAND FIRE DEPARTHENT DWG. NO.
. B A. BATHROOMS NOT EXCEEDING 55 SQ. FT. WITH NON- PORTLAND, ME 5 OF 2
OWNER TO PROVIDE SUFFICIENT HEAT THRU-OUT
, THE BUILDING TO PREVENT FREEZING OF WATER COMBUSTIBLE CONSTRUCTION & FIXTURES
4 B. SMALL CLOSETS LESS THAN 24 SQ. FT. IN AREA WITH DRAWN BY RJP CONTRACT WITH:  JIM GREENWELL JOB NUMBER
FILLED SPRINKLER PIPING AND EQUIPMENT. THE LEAST DIMENSION NOT EXCEEDING 3'0” NCET LEVEL  CERTS AU-4841-11
1/4"=1"~0"GRAPHIC SCALE BASEMENT PIPING SHALL BE EXPOSED BLACK SCH. 40 C. OPEN ATTACHED PORCHES,GARAGES AND OUTSIDE WA # FASTERN FIRE SCALE
STEEL PIPE WITH DUCTILE IRON FITTINGS (C = 120). STORAGE AREAS ﬁl'ggCPEEEVDELBY - r? 23 NOTED
D. CRAWL SPACES AND ATTICS NOT USED FOR LIVING PURPOSES : PROTECTION
ALL CONCEALED PIPE TO BE CPVC PLASTIC PIPE CONTRACTOR LICENSE # 101 AUBURN/LEWISTON INDUSTRIAL DATE
JOINED WITH GLUED CPVC FITTINGS ~ C=150 CONTRACTOR RMS # 368 AIRPARK, AUBURN, MAINE 04210 02/14/2012




