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NOTE: EXISTING FLOOR TWO LIFE
SAFETY DEVICES TO REMAIN AS
MUCH AS POSSIBLE. THE
FIXTURES THAT HAVE BEEN
ADDED INCLUDE THE HORN/
STROBES AND SMOKE
DETECTORS SHOWN IN THE MENS
AND WOMENS RTC & DETOX
ROOMS.
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