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STORTZ F.D.C.

FIRE SPRINKLER GENERAL NOTES

OCCUPANCY: BUSINESS

DESIGN STANDARD: NFPA—=15 2010

DESIGN DENSITY: 0.10 GPM/1500 SQ.FT.

SPRINKLERS UPRIGHT: TYCO (AS NOTED ON PLAN)
SPRINKLERS PENDENT: TYCO (AS NOTED ON PLAN)

Hanger No. 11

Top Beam C—Clamp

Note on Plan: Hanger Number and “A®

Model 300 Michigan
Top Beam C—Clamp
or Equal

u

Dimension

FSCUTCHEONS: WHITE 2 PIECE SEMI—REC. = o T
PIPING 1“-1%” SCH. 40 BLACK STEEL WITH THREADED ENDS.
PIPING 2”-6”: SCH. 10 BLACK WITH GROOVED ENDS. FLRR
HANGERS TO BE U.L. € FM APPROVED. FaET
AND SPACED PER NFPA—13 Hep
ALL PIPING TO BE TESTED AT 200 PSI FOR 2 HOURS.
PROVIDE TAMPER SWITCH ON ALL CONTROL VALVES.
PROVIDE SPARE HEAD CABINET PER NFPA-13.
PROVIDE HYDRAULIC NAME PLATE PER NFPA-13.
COORDINATE FIRE SPRINKLER PIPING WITH OTHER TRADES.
@ DENOTES HYDRAULIC REFERENCE POINTS.
—+ DENOTES GROOVED COUPLING IN PIPE.
RN = RISER NIPPLE. |
SGC = SPRIG.
DN = DROP NIPPLE, - :
GC = GROOVED COUPLING. 7 | |
TOE = THREAD ONE END. fﬁ I I I — | | / e ) )
_ | I : | : |
GBE = GROOVE BOTH ENDS. - . ) - = = L R
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