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NOTE: CEILING HGT OF 9'-2" IS INTENDED 
TO PLACE EXPOSED CEILING FACE ABOVE 
TOP WINDOW MULLION. BEFORE START 
OF WORK, NOTIFY ENGINEER IF 
DIMENSION IS INSUFFICIENT

REFLECTED CEILING PLAN
Scale: 1/4" = 1'-0"
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CEILING LEGEND

ACT-1 NEW 2'X2' SUSPENDED CEILING GRID 
CENTER IN SPACES U.N.O.

HVAC DIFFUSER, SEE MECH DWGS

HVAC EXHAUST GRILLE, SEE MECH DWGS

NEW 2'x4' LIGHT FIXTURE, SEE ELEC DWGS

9'-2"

ACOUST

9'-2"

ACOUST

EMERGENCY SHOWER 
HEAD, SEE PLUMBING 
DWGS

ACT-1

RADIANT HEAT PANEL, SEE MECH DWGS

FUME HOOD OR BSC EXHAUST DUCT, SEE MECH DWGS 
OFFSET AS REQUIRED TO CLG GRID RUNNERS TYP

SPRINKLER HEAD, CENTER IN CLG TILES - SEE MECH DWGS

OFFSET FUME HOOD EXHAUST AS 
REQ'D TO CLEAR MTL GRID
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ACOUST TILE & MTL 
STUD/GWB SOFFIT 
TO CONCEAL PIPING, 
HEIGHT V.I.F.

SEE MECH DWGS FOR 
ABOVE-CLG WORK IN 
CORRIDOR & ADJACENT 
STORAGE SPACES. REMOVE 
AND RE-USE EXST ACOUST 
TILE & GRID OR PROVIDE 
NEW MAT'L AS REQ'D
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SECTION @ SOFFIT
Scale: 1 1/2" = 1'-0"
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VERIFY REQ'D DIMENSION TO HIDE PIPING


