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LIGHTING PLAN
A1

SCALE: 1/4"=1'-0"

LIGHTING KEYED NOTES
A9

NO SCALE

F9

NO SCALE

1 REMOVE EXISTING SWITCH AND LIGHT FIXTURES.

PROVIDE EMERGENCY SHUNT RELAY TO BYPASS SWITCHING

FOR LIGHTING CONNECTED TO THE LIFE SAFETY BRANCH.

CIRCUIT EDPL-8 IS THE EXISTING LIFE-SAFETY BRANCH CIRCUIT

THAT SERVES THE EXISTING CORRIDOR.
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UNDERCABINET LIGHTING DETAIL
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