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(E)HWR

(E)HWS

(E)UNIT HEATER TO BE RELOCATED. REMOVE

(E)HWS & R PIPING AS REQUIRED TO FACILITATE

INSTALLATION IN THE NEW LOCATION, SEE A 4 -

SHEET MP-100.

(E)UNIT HEATER TO BE

REMOVED COMPLETE.  CAP

BRANCH PIPING AT MAIN.

(E)VAV TO BE RELOCATED TO FACILITATE

INSTALLATION OF NEW DUCT/COIL, SEE A1 -

SHEET MH-100.

MECHANICAL DEMOLITION PLAN

1/4" = 1'-0"
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