
 CBL

123  J001001

 Location

103 HIGHLAND ST

 Inspector

Edward Doughty

 Status

Failed

 Inspection Date

1/17/2018

 Inspection Type

FP Routine Inspection

CITY OF PORTLAND

380 Congress Street, Portland, Maine  04101

fireprevention@portlandmaine.gov

(207) 874-8400

FIRE PREVENTION BUREAU

NOTICE OF VIOLATION AND ORDER TO CORRECT

March 14, 2018

       The City of Portland Fire Department inspected this property, and found the fire and life safety code 
violations listed below, which you are hereby ordered to correct.  You must remedy each violation by the 
date of re-inspection.

You must send this form to the Fire Prevention Bureau no later than 3/30/2018.

Your failure to correct any violation within the applicable time frame may result in legal action against you, the 
imposition of civil penalties, and the pursuit of other legal remedies.

Violation Proposed Date 

of Completion

4/1/2018

Need number on building visible from street

PORTLAND FIRE DEPARTMENT CHAPTER 10 4.3.1, 4.3.2 BUILDING ADDRESS NOT 
MARKED ON BUILDING; 4.3.1 Signs shall be located in a position readily visible as 
approaching from the main access and approved by the Fire Department. Signs shall be 
illuminated or retro reflective on a contrasting background and the letter(s) size shall be 
approved by the Fire Department.   4.3.2 Street Address shall be clearly marked on the front of 
the building and building sign as approved by the Fire Department.

5/1/2018

Needed over new wall mount gas boiler

NFPA 101- 31.3.2.1.1 BOILER PROTECTION REQUIRED; The areas described in Table 
31.3.2.1.1 shall be protected as indicated:  Boiler and fuel-fired heater rooms serving more 
than a single dwelling unit (minimum separation/protection is 1 hour or sprinklers)

4/1/2018

Electrical panel blocked by debris

NFPA 54- 9.6.4 UTILITY DISCONNECTS BLOCKED; Each appliance connected to a piping 
system shall have an accessible, approved manual shutoff valve with a nondisplaceable valve 
member, or a listed gas convenience outlet. Appliance shutoff valves and convenience outlets 
shall serve a single appliance only and shall be installed in accordance with 9.6.4.1.

10/1/2018

All apartment doors in the rear stairwell must be fire rated

NFPA 101- 7.1.3.2.1 60-MIN FIRE DOOR ASSEMBLIES REQ; The separation shall have a 
minimum 1-hour fire resistance rating where the exit connects three or fewer stories.

4/1/2018

Emergency lights on the 3rd floor landing not working.

NFPA 101- 7.10.9.2 EMERGENCY LIGHTS SHALL BE MAINTAINED; Exit signs connected 
to, or provided with, a battery-operated emergency illumination source, where required in 
7.10.4, shall be tested and maintained in accordance with 7.9.3.

Page 1

REBECCA RICE
657 CONGRESS ST 1ST FLOOR
PORTLAND ME 04101



Violation Proposed Date 

of Completion

4/1/2018

Fire extinguisher on the front stairwell needs to be serviced and tagged or removed.

NFPA 10- 7.1.1 FIRE EXTINGUISHERS NEED ANNUAL SERVICE;  The owner or 
designated agent or occupant of a property in which fire extinguishers are located shall be 
responsible for inspection, maintenance, and recharging.

 FINAL DATE OF COMPLETED VIOLATION(S)

 FIRE PREVENTION BUREAU RE-INSPECTION OF COMPLETED VIOLATION(S)

The Bureau reserves the right to reject or modify any proposed plan of action, and may require evidence of 

sufficient financial and technical capacity to complete the proposed plan. Please contact the Bureau with any 

questions.

VIOLATOR CERTIFICATION

I agree to remedy the violations listed within the timeframes provided.  If I require additional time to comply, I 

understand that I must contact the Fire Prevention Bureau prior to the deadline to request an extension, which 

is entirely within the Bureau’s discretion to grant or deny.

If I fail to comply with this agreement, I understand that I am liable for penalties pursuant to the City of 

Portland Code of Ordinances §§ 1-15 and 10-25, and 30-A M.R.S. § 4452 and may be subject to further legal 

action. 

____________________________     __________________________________________

  Date                                                      Responsible Party

  ____________________________     __________________________________________

  Date                                                      Responsible Party

  SEEN AND AGREED

  ____________________________     __________________________________________

  Date                                                      Fire Prevention Bureau
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10           01       2018   

10           01       2018
The Reinspection is scheduled for 1:00pm on Monday, October 1, 2018.




