
Schedule TypeSch. Date Appl #Appl. TypeDist. # CBL

Contact:

Location

CommentsInspector

City of Portland, Maine

Inspections Division

Violations Report

Appointment Date Between 1/1/2015 And 3/27/2018

FP Routine Inspection09/08/20153 124  J013001

CORBIN JEFFREY P

47 REVERE ST

Incomplete inspection, accompanied PPD per request.
Violations were observed in 1st floor dwelling unit and basement area.

Fire Prevention

HSL Yr

2018

David Petruccelli

Code Violation Status IntExt Floor Area Corrected Date

Closed

Front and rear of units shall have a number.

Unit/suite Numbers Not MarkedPortland 
Fire 
Department

11/9/2015

Closed

Doors not self closing and latching. Jambs need to be trimmed out for rating.

Fire Door Assembly Req RepairNFPA 101- 
7.2.1.15.8-
73.05

11/9/2015

Closed

Discontinued stairway at rear of building.

Fire Barrier Requires MaintenanceNFPA 101-
7.2.4.3.1-
73.10

11/9/2015

Open

Wall needs completion at top of stair to maintain fire rating.

Vertical Openings Not Fire RatedNFPA 101- 
31.3.1.1.1-
73.15

Closed

Alarms missing in sleeping areas 1st floor unit

Smoke Alarms RequiredNFPA 101- 
31.3.4.5.1-
55.25

11/9/2015

Closed

Trash stored in 1st floor rear hall and discontinued stair.

Excessive/disorderly StorageNFPA 1-
89.05

11/9/2015

Closed

Fire door for basement.

Fire Door Blocked OpenNFPA 101- 
7.2.1.8.1-
89.10

11/9/2015

Closed

Water heater at foot of basement stair

Boiler Protection RequiredNFPA 101- 
31.3.2.1.1-
3.011

11/9/2015

Total Listed: 1
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