
EXIST. RAD. EXIST. RAD. EXIST. RAD.


E
X
IS

T
. 
R

A
D

.


EXIST. RAD.
EXIST. RAD. 

DN 5R

NEW RAD.


SHELVES 

D/W


CLOSET


CLOSET 

CLOSET CLOSET 

GUEST BEDROOM 

MASTER BEDROOM

WALK-IN

CLOSET


MASTER

BATH 

KITCHEN


LIVING ROOM
DEN/STUDY 

GUEST

BATH


FRONT

ENTRANCE


REAR

ENTRANCE


CLOSET 

CLOSET 

DN 

DN 8R 

DN 5R 

DN


3


A1.1 

EXIST. ATTIC

ACCESS


MAINTAIN EXIST. 1 HOUR FIRE 
RATING ON WALLS & 60 MIN. DOORS
MAINTAIN
 EXIST. 1 HOUR FIRE
RATING
 ON WALLS & 60 MIN. DOORS


MAINTAIN EXIST. 1 HOUR FIRE
RATING ON WALLS & 60 MIN. DOORS


MAINTAIN EXIST. 1 HOUR FIRE SEPARATION 

FLOOR PLAN

Scale: 1/4" = 1'-0"


1


0 4 8 12 16 FT


EXISTING WALL 

NEW / INFILL WALL 

DEMO WALL


1 HR. FIRE RATING


NEW 5 1/4” X 14”

LVL HEADER FULL


WIDTH


INFILL WALL TO MAINTAIN

60-MINUTE FIRE RATING 

1
4
'-
2
"


3
'-
6
 1

/2
" 

1
5
'-
9
" 

11'-6 1/2" 5'-1 1/2" 8'-1" 6'-4 1/2" 8'-0 1/2" 14'-4 1/2"


55'-8 3/4"


1
0
'-
7
 1

/4
"
 7
'-
9
 1

/4
"


2
'-
5
 1

/2
" 

3
'-
0
 3

/4
" 

3
'-
6
 3

/4
" 

3
'-
0
"


3
'-
6
" 

6
'-
1
1
" 

8
"


1
1
'-
5
" 

N
E
W


 C
L
E
A
R


 O
P
E
N

IN
G




2
'-
1
" 

1
4
'-
2
"


1
9
'-
8
 3

/4
" 

13'-5 1/2" 5'-11 1/2" 12'-7 3/4" 7'-6 3/4" 14'-4 1/2" 

55'-8 3/4"


3
4
'-
4
"


3
4
'-
4
"


3
'-
6
 1

/2
" 

1
5
'-
9
" 

INFILL WALL BELOW NEW

HEADER AT EA. END AS


SHOWN


INFILL WALL

BELOW NEW


HEADER AT EA.

END AS SHOWN


17.12 

Sheet No.


Sheet Scale


Sheet Status


Project Number Date


1/4" = 1'-0" UNO


PROGRESS SET


02-10-2017


Sheet Title 

Project Title 

UNIT G3 PLAN 

Revisions 

Design Firm 

A1.1

CAD File Number 

CLIENT PLAN


Drawn By 

AC/CAM


02-27-17 SITE PLAN & UNIT POSITION
1  
2

3


290 BAXTER BLVD

UNIT G3 

PORTLAND, MAINE 

CLOSET


CLOSET
CLOSET CLOSET 

CLOSETCLOSET


CLOSET CLOSET 

DN 5R


DN


DN


DN 8R


EXIST. ATTIC

ACCESS 

MAINTAIN EXIST. 1 HOUR FIRE
RATING  ON WALLS & 60 MIN. DOORS


MAINTAIN EXIST. 1 HOUR FIRE 
RATING  ON WALLS & 60 MIN. DOORS
MAINTAIN
 EXIST. 1 HOUR FIRE
RATING
 ON WALLS & 60 MIN. DOORS


MAINTAIN EXIST. 1 HOUR FIRE
RATING ON WALLS & 60 MIN. DOORS


MAINTAIN EXIST. 1 HOUR FIRE SEPARATION


DEMO PLAN

Scale: 1/4" = 1'-0"


2


REMOVE EXIST. FIXTURES REMOVE EXIST. FIXTURES ,
APPLIANCES, COUNTERS , CABINETS


DEMO EXIST. WALL, PROVIDE
TEMPORARY SUPPORT AT FULL
WIDTH OF SPAN


EXIST. CAST IRON PLUMBING VENT
PIPE


EXISTING BEARING
WALL TO REMAIN


WALL SECTION

Scale: 3/4" = 1'-0"


3


EXISTING CEILING JOISTS & CEILING
PLASTER TO REMAIN - MAINTAIN

1-HR FIRE SEPARATION 

NEW 5 1/4” X 14” LVL SPANNING FULL
WIDTH EXTERIOR WALL TO

INTERIOR BEARING WALL


EXISTING BEARING WALL SHOWN
DASHED


NEW FIRECODE TYPE “X” GWB
SOFFIT AT NEW LVL TO MAINTAIN

1-HR FIRE SEPARATION


NEW INFILL “WING WALL” BEYOND


EXISTING SUBFLOOR


MAINTAIN EXISTING BRICK
BLOCKING TO MAINTAIN FIRE
SEPARATION BETWEEN UNITS 

EXISTING LVL SPANNING FULL
WIDTH EXTERIOR WALL TO

INTERIOR BEARING WALL IN UNIT

BELOW


EXISTING FLOOR JOISTS &

BLOCKING TO REMAIN


PATCH AND REPAIR WOOD FLOOR
WHERE BEARING WALL IS REMOVED


PROVIDE TEMPORARY BRACING AT


EXISTING BEARING WALL WHILE


INSTALLING NEW LVL


UNIT G2


UNIT G3


ATTIC


FIRE RATED SEALANT, TYP. 

SITE PLAN

Scale: 1" = 40 ft


4


0 40 80 120 160 FT 

BAXTER BLVD


UNIT G-3


UNIT G-3 POSITION

5


UNIT G-3


BAXTER BLVD


04/18/17


	A1.1 [Floor Plan-1]
	VP-Floor Plan-1
	VP-Floor Plan-4
	3/A1.1
	VP-Floor Plan-6
	VP-Floor Plan-8


