
6 
3/

4"
 R

11"  T 11"

2'
-4

"

3 1/2"

Interior Stair Detail
1 1/2" = 1'-0" 26

Residential Entrance Canopy Detail
1 1/2" = 1'-0" 25

Tall Bracket Detail
1 1/2" = 1'-0" 2732 W01 Sill

1 1/2" = 1'-0"

33Parapet
1 1/2" = 1'-0"

Short Bracket Detail
1 1/2" = 1'-0"

N-S Beam and Soffit at Covered Parking 
1 1/2" = 1'-0" 30

34

23Office Entry Canopy N-S Section
1 1/2" = 1'-0"

Beam and Soffit at Covered Parking 
1 1/2" = 1'-0"

24

Mini-Split Wall
1 1/2" = 1'-0"

Typ. Corner @ Metal Siding
1 1/2" = 1'-0"

Hersey Canopy
1 1/2" = 1'-0"

Office Entry Canopy E-W Section
1 1/2" = 1'-0"

Brick Veneer to Metal Siding Transition
1 1/2" = 1'-0"

Brick - Panel Transition
1 1/2" = 1'-0"

Head at Panel Transition
1 1/2" = 1'-0"

Sill at Brick Transition 
1 1/2" = 1'-0"

Wall Base at Grade 
1 1/2" = 1'-0"

28

9

10

Panel - Siding Transition & Horizontal Joint
1 1/2" = 1'-0"7

8 4Corner Window Detail 
1 1/2" = 1'-0"

Cornice
1 1/2" = 1'-0"

3

Jamb at Metal Siding 
1 1/2" = 1'-0" 12

11Jamb at Panel & Vertical Joint 
1 1/2" = 1'-0"

Head @ Brick Veneer
1 1/2" = 1'-0"

Jamb at Brick Veneer 
1 1/2" = 1'-0"14

1

2

5

6

13

Metal Siding Profile Transition
1 1/2" = 1'-0"

15Angle Corner @ Metal Siding
1 1/2" = 1'-0"

16

Footing Detail
1 1/2" = 1'-0" 13

29D01 Sill
1 1/2" = 1'-0"

31Roof Deck Railing
1 1/2" = 1'-0"

Exterior Column Plan and Section Detail 
1 1/2" = 1'-0"

Wall - Roof at Roof Access Penthouse 
1 1/2" = 1'-0"

35Ornamental Stair Landing @ Ext. Wall
1 1/2" = 1'-0" 17

18

20

21Rake at Roof Access Penthouse 
1 1/2" = 1'-0"

Eave at Roof Access Penthouse 
1 1/2" = 1'-0"

19Parapet
1 1/2" = 1'-0"

22

E-W Beam and Soffit at Covered Parking 
1 1/2" = 1'-0" 33

Ornamental Stair Plan Detail at Landing
1 1/2" = 1'-0" 34

36Ornamental Stair Landing
1 1/2" = 1'-0"

Ornamental Stair Closed Riser
1 1/2" = 1'-0" 37

18

1/2" OSB STAIRWELL SIDE -
CONT.

FASTEN W/ 2 1/4" TYPE S
DRYWALL SCREWS 7" O.C.

1 HOUR WALL
IBC 14-1.14

W/ STRUCTURAL WOOD PANEL

5/8" TYPE-X GWB EACH SIDE.
FIRE STOP AT ALL
PENETRATIONS
M.R. GWB AT WET AREAS.
FASTEN W/ 2 3/4" TYPE S
DRYWALL SCREWS 7" O.C.
CONT. @ STAIR STRINGER

2x6 @ 16" O.C.

@ STAIR STRINGER

STAIR STRINGER

FIRE CAULK

1HR CEILING TYPE C-1, SEE A-0.0

STAIR TREAD

WALL TYPE 1-A, SEE A-0.0

WALL TYPE 1-A, SEE A-0.0

COVERED PARKING
CEILING, SEE 32/A-4.4

FIRE CAULK BOTH
SIDES

WALL TYPE 1-E, SEE A-0.0

WALL TYPE 1-A, SEE A-0.0

FIRE CAULK

FIBER-CEMENT RAIN-
SCREEN CLADDING

2x BLOCKING
PARALLEL OR PERPENDICULAR
TO JOISTS DEPENDENT ON
WALL ORIENTATION
FIRE CAULK PERIMETER

1/2" OSB STAIRWELL SIDE -
CONT.

FASTEN W/ 2 1/4" TYPE S
DRYWALL SCREWS 7" O.C.

1 HOUR WALL
IBC 14-1.14

W/ STRUCTURAL WOOD PANEL

5/8" TYPE-X GWB EACH SIDE.
FIRE STOP AT ALL
PENETRATIONS
M.R. GWB AT WET AREAS.
FASTEN W/ 2 3/4" TYPE S
DRYWALL SCREWS 7" O.C.
CONT. @ STAIR STRINGER

2x6 @ 16" O.C.

@ STAIR STRINGER

STAIR STRINGER

FIRE CAULK BOTH
LOCATIONS ON BOTH
SIDES

CEILING TYPE C-1, SEE A-0.0

STAIR TREAD

CEILING TYPE C-1, SEE A-0.0

WALL TYPE 1-A, SEE A-0.0

WALL TYPE 1-A, SEE A-0.0

COVERED PARKING
CEILING, SEE 32/A-4.4

FIRE CAULK BOTH
LOCATIONS ON BOTH
SIDES

WALL TYPE 1-E, SEE A-0.0

WALL TYPE 1-A, SEE A-0.0

FIRE CAULK

FIBER-CEMENT RAIN-
SCREEN CLADDING

AT PARTITIONS
PERPENDICULAR TO JOISTS,
CUT DRYWALL TO JOIST AND
FIRE CAULK PERIMETER

1HR CEILING TYPE C-1, SEE A-0.0

CEILING 1/2" GWB ON
STRAPPING WITHIN STAIR
HALL ONLY

CEILING TYPE C-1, SEE A-0.0 CEILING 1/2" GWB ON
RESILIENT CHANNEL
WITHIN STAIR HALL ONLY

THIS DETAIL AT TOP OF
WALL TYPE .5A AS WELL.

Equipment Screen
1 1/2" = 1'-0" 4REV. Cornice

1 1/2" = 1'-0"

2X4

CARPET OVER (2) LAYERS 5/8" INCH APA UNDERLAYMENT GRADE  PLYWOOD

1 1/2" DIA. PTD. STEEL HANDRAIL BOTH SIDES

BLUM 306 OR SIMILAR HANDRAIL BRACKETS 60" O.C. MAX. PROVIDE BLOCKING
IN WALL FOR ATTACHMENT

(3)1 3/4x11 1/4 LVL
STRINGERS

CARPETED TREAD AND RISER

7"
 R

 M
A
X
.

KNEE CLEAANCE PER 306.3.5

HALF WALL

38Ornamental Stair Open Riser
1 1/2" = 1'-0"


