
CITY OF PORTLAND

380 Congress Street
Portland, Maine  04101

Fire Department

Fire Inspection Violations

 Owner/Manager

Fennessy Sean M & Nola A Jts

 CBL

143  A058001

 Location

13 Dingley Ct

 Inspector

BENJAMIN A WALLACE Shift: 005   Unit: C41   

 Inspection Type

FP Permit

Location
Actual 

Compliance
Type

Target 

Compliance

Notification 

Date

Business

                              

Number

233839-0-0

          1 PROTECTION OF VERTICAL 
OPENINGS    

1-HOUR FIRE DOOR 
ASSEMBLIES REQUIRED 
BETWEEN STAIRS & 
UNITS/ BASEMENT

7/6/086/4/08

          2 UTILITIES                          PROTECT GAS SERVICE 
FROM VEHICULAR 
DAMAGE ON RIGHT SIDE 
OF BUILDING.

4/5/093/4/09

          3 PROTECTION OF 
HAZARDS              

ALL FUEL-FIRED BOILERS 
REQUIRE PROTECTION.

4/5/093/4/09

          4 HVAC                               STATEMENT REQUIRED 
FROM LICENSED BOILER 
TECHNICIAN.

4/5/093/4/09

          5 PROTECTION OF VERTICAL 
OPENINGS    

SMOKE SEAL BASEMENT 
CEILING.

4/5/093/4/09

          6 UTILITIES                          LABEL ALL ELECTRICAL 
PANELS. SECURE COVER 
FOR UNIT 3 PANEL.

4/5/093/4/09

          7 UTILITIES                          EXTENSION CORDS SHALL 
NOT BE USED FOR 
PERMENANT WIRING.

4/5/093/4/09

          8 MEANS OF 
EGRESS                    

STORAGE IS NOT 
PERMITTED IN EGRESS 
STAIRS AND CORRIDORS.

4/5/093/4/09

          9 PROTECTION OF VERTICAL 
OPENINGS    

REPAIR WALLS & CEILING 
IN REAR STAIR.

4/5/093/4/09

          10 INTERIOR 
FINISH                    

REMOVE PANELING IN 
FRONT STAIR.

4/5/093/4/09

          11 DETECTION/ ALARM 
SYSTEMS           

SMOKE DETECTOR 
REQUIRED IN REAR 
BEDROOM OF UNIT 2. 
HARDWIRED & 
INTERCONNECTED

4/5/093/4/09


