
AUDITORIUM TOS
140' - 2 1/8"

N

07 54 00  - MEMBRANE ROOF - MECH
FASTEN

05 40 00  - GYP SHEATHING

05 40 00  - CFMF 3-5/8" STUD

07 25 00  - MEMBRANE FLASHING

04 72 00  - PRECAST WALL CAP

04 20 00  - CAVITY VENT

05 12 00  - STL  BEAM (S)

07 81 00  - SPRAY APPLIED FIREPROOFING

07 25 00  - TRANSITION MEMBRANE

WALL ASSEMBLY TYPE 1 (FACING
BRICK - SEE ELEVATIONS FOR
COLOR) - REFERENCE WALL
SECTION J1/A3.1

05 40 00  - CFMF CLOSURE

05 40 00  - CFMF 3-5/8" STUD

ROOF ASSEMBLY TYPE 1 (EPDM) -
REFERENCE WALL SECTION J1/A3.1

05 12 00  - STL  PLATE(S)

06 10 54  - PT PLYWOOD

06 10 54  - PT  WD BLOCKING

07 54 00  - MEMBRANE ROOF - MECH FASTEN

07 62 00  - ALUM COPING

1' - 5" 4"

7/8"

07 21 19  - FOAMED-IN-PLACE INSUL

N
1' - 5" 7/8"

10
"

M
IN

.

2"

04 20 00  - WALL DRAINAGE BAFFLE

04 20 00  - WEEP HOLES

04 20 00  - DRIP FLASHING

05 12 00  - STL  RELIEVING ANGLE(S)

05 12 00  - STL TUBE (S)

07 25 00  - MEMBRANE FLASHING

07 25 00  - TRANSITION MEMBRANE

06 10 54  - FR WD BLOCKING

07 90 05  - SEALANT & BACKER

07 42 13  - MTL SOFFIT PANELS

WALL ASSEMBLY TYPE 1 (FACING
BRICK - SEE ELEVATIONS FOR
COLOR) - REFERENCE WALL
SECTION J1/A3.1

07 62 00  - ALUM FLASHING

07 21 00  - MINERAL FIBER BATT INSUL

R.D

1" 1"

04 20 00  - CAVITY VENT

07 21 00  - RIGID CAVITY WALL INSUL BD

SHIPLAP AT DEFLECTION JOINT

05 40 00  - CFMF 3-5/8" STUD

07 21 19  - FOAMED-IN-PLACE INSUL

07 25 00  - TRANSITION MEMBRANE

05 40 00  - CFMF DEFLECTION HEAD
- MAINTAIN 3/4" GAP

09 21 16  - FRAMING CLIPS FOR
FIREPROOFING

05 12 00  - STL  BEAM (S)

04 72 00  - PRECAST CORNICE

05 12 00  - STL  PLATE(S)

M
IN

.

1"

ROOF ASSEMBLY TYPE 1 (EPDM) -
REFERENCE WALL SECTION J1/A3.1

WALL ASSEMBLY TYPE 1 (FACING
BRICK - SEE ELEVATIONS FOR
COLOR) - REFERENCE WALL
SECTION J1/A3.1

06 10 54  - PT  WD BLOCKING

06 10 54  - PT PLYWOOD

07 25 00  - TRANSITION MEMBRANE

07 21 19  - FOAMED-IN-PLACE INSUL

07 54 00  - FLEXIBLE FLASHING

07 62 00  - ALUM FLASHING

07 62 00  - ALUM CLEAT

07 90 05  - SEALANT

05 40 00  - GYP SHEATHING

05 40 00  - GYP SHEATHING

07 54 00  - MEMBRANE ROOF - MECH FASTEN

07 25 00  - TRANSITION MEMBRANE

LEVEL 5
171' - 5 5/8"

7

08 44 13  - CURTAINWALL FRAMING

07 90 05  - SEALANT & BACKER

08 44 13  - PLASTIC SHIM

07 62 00  - ALUM FLASHING

ROOF ASSEMBLY TYPE 4 (ROOF
PAVER) - REFERENCE WALL
SECTION J7/A3.1

07 54 00  - FLEXIBLE FLASHING

05 12 00  - STL  BEAM (S)

07 81 00  - SPRAY APPLIED
FIREPROOFING

03 30 00  - CONC  SLAB-ON-DECK (S)

07 25 00  - TRANSITION MEMBRANE

06 10 54  - PT  WD BLOCKING

05 40 00  - GYP SHEATHING07 21 19  - FOAMED-IN-PLACE INSUL

06 10 54  - FR PLYWOOD
(2 LAYERS)

09 21 16  - MTL JOIST @ 16 OC - 8"

06 10 54  - WD SHIM

07 21 00  - ACOUSTIC BATT INSUL

05 40 00  - SILL BARRIER

LEVEL 1
128' - 3 5/8"

9
07 62 00  - ALUM FLASHING

07 25 00  - TRANSITION MEMBRANE
07 54 00  - FLEXIBLE FLASHING

ROOF ASSEMBLY TYPE 4 (ROOF
PAVER) - REFERENCE WALL
SECTION J7/A3.1

32 14 13  - PRECAST UNIT PAVER

07 54 00  - VAPOR RETARDER

06 10 54  - PT  WD BLOCKING

FOUNDATION WALL ASSEMBLY -
REFERENCE WALL SECTION J1/A3.1

03 30 00  - CONC  SLAB-ON-DECK (S)

31 23 15  - SAND  (C)

07 54 00  - MEMBRANE ROOF - ADHERED

07 81 00  - SPRAY APPLIED
FIREPROOFING

31 23 15  - FILTER
FABRIC  (C)

32 14 13  - METAL
LANDSCAPE
EDGING

LEVEL 1
128' - 3 5/8"

G
ROOF ASSEMBLY TYPE 4 (ROOF
PAVER) - REFERENCE WALL
SECTION J7/A3.1

07 54 00  - FLEXIBLE FLASHING

32 14 13  - PRECAST UNIT PAVER

07 54 00  - MEMBRANE ROOF - ADHERED

03 30 00  - CONC  SLAB-ON-DECK (S)

07 81 00  - SPRAY APPLIED FIREPROOFING

07 42 64  - MCM PANELS

05 40 00  - FRAMING CLIPS FOR
FIREPROOFING

07 90 05  - SEALANT & BACKER

03 30 00  - CONC  FOUNDATION (S)

07 25 00  - SPRAYED COATING MEMBRANE

07 21 00  - RIGID CAVITY WALL INSUL BD

04 72 00  - MANUFACTURED STONE

03 30 00  - CONC  SLAB-ON-DECK (S)

K

04 20 00  - WEEP HOLES

04 20 00  - DRIP FLASHING

05 12 00  - STL  RELIEVING ANGLE(S)

07 90 05  - SEALANT & BACKER

08 43 13  - STOREFRONT DEFLECTION HEAD

08 43 13  - ALUM STOREFRONT FRAMING

07 84 00  - SAFING INSUL

04 72 00  - PRECAST CORNICE

07 90 05  - SEALANT & BACKER

07 42 64  - MCM PANELS

07 81 00  - SPRAY APPLIED FIREPROOFING

05 12 00  - STL  BEAM (S)

05 40 00  - GYP SHEATHING

05 40 00  - CFMF 1-5/8" STUD

07 42 64  - MCM PANELS

05 40 00  - FRAMING CLIPS FOR
FIREPROOFING

07 53 00  - FLEXIBLE FLASHING

07 53 00  - MEMBRANE ROOF-MECH FASTEN

07 62 00  - ALUM FLASHING

EXTEND DOWN FACE OF BLOCKING TO
LAP TRANSITION MEMBRANE & SEAL

06 10 54  - PT  WD BLOCKING

07 25 00  - TRANSITION MEMBRANE

06 10 54  - ISOLATION STRIP

05 40 00  - GYP SHEATHING

07 21 19  - FOAMED-IN-PLACE INSUL

ROOF ASSEMBLY TYPE 1 (EPDM) -
REFERENCE WALL SECTION J1/A3.1

07 90 05  - SEALANT

09 21 16  - EDGE BEAD

05 12 00  - STL  PLATE(S)

07 25 00  - MEMBRANE FLASHING

07 21 00  - RIGID CAVITY WALL INSUL BD

06 10 54  - FR WD BLOCKING

07 25 00  - TRANSITION MEMBRANE

05 40 00  - FRAMING CLIPS FOR
FIREPROOFING

07 25 00  - SPRAYED COATING MEMBRANE

07 25 00  - TRANSITION MEMBRANE

LEVEL 4
160' - 11 5/8"

1.1
1' - 5"8"

04 20 00  - 8"
FIRE-RATED CMU

SHIPLAP AT DEFLECTION JOINT

07 25 00  - TRANSITION MEMBRANE

07 21 00  - RIGID CAVITY WALL INSUL BD

05 12 00  - STL  BEAM (S)

07 81 00  - SPRAY APPLIED
FIREPROOFING

04 20 00  - WEEP HOLES

WALL ASSEMBLY TYPE 1 (FACING
BRICK - SEE ELEVATIONS FOR
COLOR) - REFERENCE WALL
SECTION J1/A3.1

05 12 00  - STL  RELIEVING ANGLE(S)

04 20 00  - DRIP FLASHING

07 25 00  - MEMBRANE FLASHING

04 20 00  - WALL DRAINAGE BAFFLE

07 84 00  - SAFING INSUL

05 40 00  - FRAMING CLIPS FOR
FIREPROOFING

07 90 05  - SEALANT & BACKER

04 20 00  - FACING BRICK SOLID
CUT TO FIT

07 84 00  - FIRESTOP

07 84 00  - FIRESTOP

07 84 00  - SAFING INSUL
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WALL SECTION DETAILS

100% CONSTRUCTION DOCUMENTS

RENOVATIONS AND
ADDITIONS

The Park Danforth

777 Stevens Ave
Portland, ME 04103

 3" = 1'-0"A3.17

D1 AUDITORIUM PARAPET DETAIL

 3" = 1'-0"A3.17

G1 AUDITORIUM SET BACK WALL

 3" = 1'-0"A3.17

D10 CONNECTOR ROOF EDGE DETAIL

 3" = 1'-0"A3.17

J10 STOREFRONT STILL AT PAVER TERRACE
 3" = 1'-0"A3.17

J1
WALL AT EXCVATED AND UNEXCAVATED, PAVE ON GRADE
TO TERRACE PAVERS

 3" = 1'-0"A3.17

J5 GARAGE WALLS AT TERRACE

 3" = 1'-0"A3.17

D5 CURTAIN WALL FRAME W/ PRECAST AT ROOF OVERHANG

 3" = 1'-0"A3.17

G5 SECTION DETAIL

NO. DESCRIPTION DATE
2 Addendum #2 06/25/15
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