
REF

SEE PLAN FOR E.O.D. VARIES

T/STL EL

(SEE PLAN)

W BEAM (SEE PLAN)

CONT L3x3x1/4

HSS OUTRIGGER
(SEE PLAN)

1 1/2" STL DECK
(SEE PLAN) STL ROOF DECK

(SEE PLAN)

NOTE 1 1/2" STEP IN
INSUL (SEE ARCH)

CONT L3x3x1/4

3
"

1/4
1/4

REF

T/STL EL

(SEE PLAN)

W BEAM (SEE PLAN)

STL ROOF DECK
(SEE PLAN)

3
"

(SEE PLAN FOR E.O.D.)

2'-3" MAX

3/8" BENT PL

1/4 2-8
TYP

O
U

T
R

IG
G

E
R

S
1
 1

/2
" 

A
T

 H
S

S

REF

T/STL EL

(SEE PLAN)

W BEAM (SEE PLAN)

STL ROOF DECK
(SEE PLAN)

HSS (SEE PLAN)

(SEE PLAN FOR E.O.D.)

2'-3" MAX

2-8

TYP @ HSS
OVER

BM/COL

3
"

2
"

5/16

COL (SEE PLAN)

CLOSURE PLATE
AT HSS (TYP)

1/4
3/8 CAP PLATE

REF

SEE PLAN FOR E.O.D. VARIES

T/STL EL

(SEE PLAN)

W BEAM
(SEE PLAN)

CONT L3x3x1/4

HSS OUTRIGGER (SEE
PLAN). NOTE: PROVIDE
CLOSURE PL's AT ALL
OPEN ENDS.

STL ROOF DECK
(SEE PLAN) STL ROOF  DECK

(SEE PLAN)

NOTE 1 1/2" STEP IN
INSUL (SEE ARCH)

1/4

CONT L3x3x1/4

HSS5x5x1/2

3
"

1/4

4

T/STL EL

(SEE PLAN)

PARAPET SYSTEM
(SEE ARCH)

H.D. GALV WT6x20 @3'-0"
O.C. MAX FOR BRICK
SUPPORT (VERIFY
EXTENTS W/ARCH)

STL ROOF  DECK
(SEE PLAN)

CONT L4x4x5/16

1/4

W BEAM
(SEE PLAN)

3/16 2-12
E.S.

CONT 1/4" STL
CLOSURE PLATE

1'-0 1/2"

OF L4x4
8 1/2" BACK

1/4

CFMF (BY OTHERS)
TYP.

A.1

T/STL EL

(SEE PLAN)

PARAPET
(SEE ARCH)

H.D. GALV WT6x20 @3'-0"
O.C. MAX FOR BRICK
SUPPORT. (VERIFY EXTENTS
W/ARCH)

STL ROOF DECK
(SEE PLAN)

L4x4x5/16

1/4

1'-6 1/4"

W BEAM
(SEE PLAN)

STL ROOF DECK
(SEE PLAN)

HSS (SEE
PLAN)

1/4" STIFF PL's @ EA WT
LOCATION, FULLY WELDED

CONT PL 1/4"x0'-8" BTWN WT's

PC 3N ROOF DECK

CFMF (BY OTHERS)
TYP.

1/4
WT TO

FLANGE

W BEAM (SEE PLAN)

T/STL EL

(SEE PLAN)

3
"

2
"

BRG
6" MIN

1/4

3/8" CAP & 1/4"
CLOSURE
PLATE

REF

HSS OUTRIGGER
(SEE PLAN)

HSS5x5x1/2

5/16

W COL (SEE PLAN)

STL ROOF DECK
(SEE PLAN)

EQ

1 1/2" CLR

EQ

1 1/2" CLR

STL ROOF DECK
(SEE PLAN) TYP.

W BEAM (SEE
PLAN) TYP.

16" CONT CMU LINTEL
W/(2)#5. (BOND BEAM AT
TOP OF WALL BEYOND)

CONT PL 3/4"x13"± (COORD
W/WON DOOR MANUF)

3/4"Ø HEADED BOLT @16" O.C.,
W/WASHER (INSTALLED PRIOR
TO GROUTING LINTEL)

T/WALL EL

(SEE ARCH)

UNDERSIDE PL EL

(COORD W/ARCH &
WON DOOR REQMNTS)

CMU (BEYOND)

EXPANSION JOINTS &
ROOFING (SEE ARCH)

 
    

6
"

CONT (2)#5 FOR BOND
BEAM EA SIDE OF LINTEL

PL5/16x3x0'-8" @ 16" O.C. W/5/8"Ø
EPOXY ACHOR W/4" EMBED.

1/4

2

2

CONC SLAB ON STEEL
DECK (SEE PLAN)

T/SLAB EL

(SEE PLAN)

W BEAM
(SEE PLAN)

D

1'-5"

B/RELIEVING ANGLE

(SEE PLAN)

1'-0"

(TYP U.N.O.)
7" FACE OF BENT PL

WALL SYSTEM
(SEE ARCH)

CONT GALV RELIEVING
ANGLE (SEE PLAN)

NOTE: FOR ADDL INFO SEE
TYP EDGE OF SLAB
DETAILS, DWG S3.2

T/STL EL

(SEE PLAN)

STL ROOF DECK
(SEE PLAN)

3/8" STIFF PL @4'-0"
O.C. MAX (FULLY
WELDED

1/4 2-12

CONT L5x5x3/8
(SHOP WELDED)

SEE ARCH DWGS
FOR CLOSURE

CONC SLAB ON STEEL
DECK (SEE PLAN)

T/SLAB EL

(SEE PLAN)

W BEAM
(SEE PLAN)

C

B/RELIEVING

ANGLE

WALL SYSTEM
(SEE ARCH)

NOTE: FOR ADDL INFO
SEE TYP EDGE OF SLAB
AT RELIEVING ANGLE
DETAILS, DWG S3.2

T/STL EL

(SEE PLAN)

STL ROOF DECK
(SEE PLAN)

3/8" STIFF PL @4'-0"
O.C. MAX (FULLY
WELDED

1/4 2-12

CONT L5x5x3/8
(SHOP WELDED)

F.O. BENT PL

1'-0"

#4 CONT

CONT 3/8" BENT PL
HELD 1" OFF CTR LINE
OF W BEAM

1/4 2-8

T/STL EL

(SEE PLAN)

C

HSS BEAM
(SEE PLAN)

WALL SYSTEM
(SEE ARCH)

T/STL EL

(SEE PLAN)

C.1

1/4 2-12

CONT PL 5/16"x8" (TYP AT CMU
SHAFT GIRTS, TOP & BOT)

1" CLR

STL ROOF DECK
(SEE PLAN)

W BEAM
(SEE PLAN)

SEE PLAN

T/STL EL

(SEE PLAN)

W BEAM (SEE PLAN)

CONT L6x4x3/8

HSS (SEE PLAN)

REFREF

T/SLAB EL

(SEE PLAN)

REFERENCE SECT 9/S3.4

T/STL EL

(SEE PLAN)

1/4" STL PL

CONT L3x3x1/4

FLOOR SYSTEM
(SEE ARCH)

4'-0"

2-12

5/16

3'-3"

1/4" CLR TYP

PROVIDE 3/16" CLOSURE
PL (TYP AT ALL HSS
MEMBERS THAT EXTEND
OUTSIDE OF MAIN
BUILDING ENVELOPE)

2

BENT PL 3/8x4x0'-10" LG
W/-(2)-3/4" Ø A325
BOLTS AT BM GAGE

REF

W BEAM
(SEE PLAN)

CONC SLAB ON
STEEL DECK
(SEE PLAN)

3/8" FULLY
WELDED STIFF
PL E.S.

HSS BEAM (SEE PLAN)

1/4" CLOSURE PL,
FULLY WELDED

T/STL EL

(SEE PLAN)

T/SLAB EL

(SEE PLAN)

BRICK VENEER
(BEYOND)

1'-5"

1'-2"

HSS BEAM BEYOND
(SEE PLAN)

1/4
( 3 SIDES

(TYP)

SLAB (BEYOND)

T/STL EL

(SEE PLAN)

CONT L5x5x3/8
DECK SUPPORT
(3 SIDES)

1/4 2-12 2-12

HSS BEAM
(SEE PLAN)

CURTAINWALL
(SEE ARCH)

C4.5

T/STL EL

(SEE PLAN)

WALL SYSTEM
(SEE ARCH)

WT6x20 @3'-0" O.C. MAX
FOR BRICK SUPPORT
(VERIFY EXTENTS W/ARCH)

STL ROOF  DECK
(SEE PLAN)

CONT L4x4x5/16

1/4
W BEAM
(SEE PLAN)

3/16 2-12
E.S.

CONT 1/4" STL
CLOSURE PLATE

1'-5"

OF L4x4
8 1/2" BACK

T/STL EL

(SEE PLAN)

T/PARAPET

(SEE ARCH)

W BEAM (SEE PLAN)

CFMF (BY OTHERS)

STL ROOF DECK
(SEE PLAN)
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FRAMING SECTIONS & DETAILS

Package 2 - Foundations and Structural Steel

The Park Danforth

Owner

77 Stevens Ave, Portland, ME 04103

SECTION
 3/4" = 1'-0" S1.6C

1 SECTION
 3/4" = 1'-0" S1.6C

2

SECTION
 3/4" = 1'-0" S1.6C

3

SECTION
 3/4" = 1'-0" S1.6C

4 SECTION
 3/4" = 1'-0" S1.6C

5 SECTION
 3/4" = 1'-0" S1.6C

6 SECTION
 3/4" = 1'-0" S1.6C

7

SECTION
 3/4" = 1'-0" S1.2B

8 SECTION
 3/4" = 1'-0" S1.2B

9 SECTION
 3/4" = 1'-0" S1.2B

10 SECTION
 3/4" = 1'-0" S1.2B

11

SECTION
 3/4" = 1'-0" S1.2C

12 SECTION
 3/4" = 1'-0" S1.1C

13 SECTION
 3/4" = 1'-0" S1.1C

14

SECTION
 3/4" = 1'-0" S1.2B

15

S1.2B, S1.2C S1.2B, S1.2C S1.2B, S1.2C

NO. DESCRIPTION DATE
2 GENERAL REVISIONS 06-25-15


